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ABSTRACT

One of the major contributors to the total operating costs today is the operations and maintenance
(O&M) costs. These include labor-intense preventive maintenance (PM) programs involving manually-
performed inspection, calibration, testing, and maintenance of plant assets at periodic frequency and time-
based replacement of assets at periodic frequency, irrespective of its condition. Among the drivers for
increased O&M costs in light water reactors are periodic surveillance test requirements for Technical and
non-Technical (e.g., balance of plant) Specification instrumentation. Extending the surveillance test
intervals for digital instrumentation is expected to be an important element in helping increase acceptance
of digital instrumentation and control systems by licensees and help reduce overall maintenance costs in
light water reactors. Digital technologies, which have been widely adopted in other energy industries offer
superior performance over analog technologies, as well as many potentially cost-saving benefits such as
self-diagnostic and online condition monitoring capabilities. The nuclear industry has been slow to
incorporate digital technologies into nuclear plant designs for several reasons.

This research effort is focused to understand the reasons, identify the technical gaps, and to proposes
development of an initial methodology to enable the nuclear industry to upgrade their identified systems
with digital equipment with self-diagnostic and online monitoring capabilities and evaluate potential
Technical Specification surveillance extensions or elimination. The U.S. Department of Energy’s Idaho
National Laboratory (operated by the Battelle Energy Alliance, LLC) under the Light Water Reactor
Sustainability (LWRS) Program is collaborating with Oak Ridge National Laboratory, Pacific Northwest
National Laboratory, and Technology Resources on this project.

This report is focused on addressing the challenges of digital equipment self-diagnostics and online
monitoring for technical and non-technical (e.g., balance of plant) surveillance in nuclear plants licensed
to 10 CFR Part 50. In addition, a status assessment of online monitoring technology as applied to analog
instrument channel calibration is also performed, with the intent of identifying recommendations for
future research and pilot-scale studies that address any remaining gaps in this area.
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EXECUTIVE SUMMARY

Digital technologies, which have been widely adopted in other energy industries offer superior
performance over analog technologies, as well as many potentially cost-saving benefits such as self-
diagnostic and online condition monitoring (OLM) capabilities. The nuclear industry has been slow to
incorporate digital technologies into nuclear plant designs for several reasons, including:

e The high cost of implementing design modifications versus simply replacing failed components with
like-for-like technology.

e Digital technology qualification issues, particularly in safety-related applications that are susceptible
to software common cause failures. This is a concern for current operating plants, as well as for new
builds.

e General familiarity and comfort with existing analog technologies on the part of the nuclear plant
engineering staff, in spite of the superior performance and reduced maintenance costs of the digital
replacements.

At the same time, the nuclear industry is under significant cost pressure in the electric marketplace
due to the abundance of natural gas generation and renewables. The industry would benefit by investment
in new technologies that could lower future operating costs while addressing obsolescence and reliability
issues of the current analog technologies.

Among the drivers for increased operating and maintenance costs in light water reactors (LWRs) are
periodic surveillance test requirements for Technical and non-Technical (e.g., balance of plant)
Specification (TS) instrumentation. Extending the surveillance test intervals for digital instrumentation is
expected to be an important element in helping increase acceptance of digital instrumentation and control
(I&C) systems by licensees and help reduce overall maintenance costs in LWRs. A related issue that adds
to the maintenance burden is the requirement for time-driven calibration (every outage) of analog
instrumentation, though operating experience indicates very few instruments will be out of calibration
during a single outage cycle (typically 18-24 months) in an LWR.

Methods approved by the regulator exist for extending TS surveillance intervals for analog
equipment, but gaps remain in technology and guidance on exploiting the internal self-diagnostics and
OLM capabilities of newer digital equipment. Likewise, methods exist for OLM of the calibration of
analog channels, making it possible to potentially extend calibration intervals by an outage cycle or more.
However, questions remain on the ability of these methods to detect all conditions under which a sensor
may have failed, especially in the presence of various sources of uncertainties.

Addressing these gaps will likely result in an opportunity to further reduce maintenance costs for
LWRs. The self-diagnostics and OLM capabilities of newer digital equipment being installed in
non-safety and safety applications are expected to detect failures, and possibly even provide early
warning of potential failures. This could allow plant operators to take appropriate actions and maintain
safety margins. There is a need to adapt and apply OLM and diagnostics for condition assessment of
digital equipment and subsequently reduce the frequency of surveillance. This requires development of a
methodology for analysis of both the hardware and software at a component and system level to ensure
that all regulations are met and safety function performance does not degraded.

This report is focused on addressing the challenges of digital equipment self-diagnostics and OLM for
technical and non-technical (e.g., balance of plant) surveillance in nuclear plants licensed to 10 CFR Part
50. In addition, a status assessment of OLM technology as applied to analog instrument channel
calibration is also performed, with the intent of identifying recommendations for future research and
pilot-scale studies that address any remaining gaps in this area.

This study reviewed several documents related to Surveillance Interval Extension, including
documents from the U.S. Nuclear Regulatory Commission (NRC), Electric Power Research Institute, the
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Nuclear Energy Institute (NEI), and other peer-reviewed research. Current industry guidelines for TS
equipment surveillance frequency extension are provided in NEI 04 10, Rev. 1. The recommended
methodology in this (and associated) documents includes reviewing plant-specific probabilistic risk
analysis (PRA), equipment history through a deterministic assessment, and drift monitoring (instrument
drift evaluation) if applicable to the particular type of instruments included in the scope.

There are several precedents for digital system surveillance frequency interval extension as well as
crediting digital equipment self-diagnostic and OLM capabilities for surveillance extension. Reliability
and availability analysis and availability calculations are used by vendors that provide digital reactor
protection system/engineered safety features and auxiliary systems replacement solutions to satisfy their
failure modes and effects analysis, and to credit the diagnostics and prognostics capacities. This report
summarizes these precedents, as well as current methods used by vendors for digital equipment reliability
and availability analysis.

The licensing process for digital I&C systems is primarily based on deterministic engineering criteria
but is supported by reliability modeling. If the digital I&C system is to be credited in the plant probability
risk assessment (PRA) for supporting any number of possible risk-informed decisions, then the quality of
the PRA modeling must be established by showing that applicable NRC regulatory requirements are met.
Depending on the risk-informed application different NRC approved guidance applies. However, the
assessment concluded that challenges remain in modeling digital I&C systems for product reliability
models required in license amendment requests to install digital systems and in plant PRAs for use in
risk-informed applications. This report discusses in greater detail (1) the challenges of modeling digital
1&C systems in a PRA, as documented in NRC sponsored research and other sources; (2) the experience
of modeling digital I&C systems, including modeling self-diagnostic and OLM features, as part of
product reliability model; and (3) the necessary features of digital I&C systems for use in reliability and
PRA modeling that credit for self-diagnostic and OLM features.

A separate assessment was conducted on the applicability of OLM for surveillance extension and
reduction or elimination of time-based calibration requirements. Several challenges were also identified in
crediting the use of OLM for surveillance extension and reduction as it applies to analog and digital
equipment performing TS-defined functions. These challenges include traceability, coverage for normal
range and emergency actuation range only, redundancy, and requirements specific to the availability, and
reliability of the proposed OLM system.

Based on the information reviewed and presented in this report, a number of recommendations are
developed for addressing the challenges identified. These recommendations include:

e Implementation of a pilot program in partnership with a utility that is in the process of upgrading a
safety-related system with digital equipment to assist with evaluation of the self-diagnostic and OLM
capabilities and identify potential surveillance requirement extensions.

e Application of insights from the review of previous industry precedence to a digital upgrade in
progress to evaluate potential TS surveillance extensions or eliminations.

e Evaluation of the surveillance changes under the licensee surveillance frequency control program to
develop the technical basis to support a license amendment request (if one is required) at a level of
detail that addresses the regulator’s expectations.

e Evaluation of approaches to PRA model development based on the digital equipment deployed in the
pilot program for the selected digital I&C system upgrade.

e Implementation of approaches to PRA model in a separate pilot study to address the challenges
associated with OLM implementation for analog instrumentation. Among the activities this pilot



would address is the assembly and evaluation of detailed plant-specific information necessary for a
license amendment requests for implementation of OLM at a nuclear power plant.

The pilot research effort identified as part of recommendations would require collaboration with the pilot
plant licensee, digital 1&C system vendor, national labs, and research subject matter experts.
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Technical Specification Surveillance Interval
Extension of Digital Equipment in Nuclear Power
Plants: Review, Research

1. INTRODUCTION

Continuing to operate nuclear power plants (NPPs) in an electricity market selling wholesale
electricity for $22/MWh becomes unsustainable with current operations and maintenance (O&M) costs
accounting for at least 66% of the total operating cost, thereby pushing production costs higher than
market price of electricity. As identified, one of the major contributors to the total operating costs today is
the O&M costs, which include labor-intense preventive maintenance (PM) programs. PM programs
involves manually-performed inspection, calibration, testing, and maintenance of plant assets at periodic
frequencies, and time-based replacement of assets, irrespective of equipment condition. This has resulted
in a labor-centric business model to achieve high capacity factors. In order to be competitive, the industry
must transition from this labor-centric business model to an optimal O&M program. To enable this
transition, a reliable method is needed based on available advanced technologies to support assessing the
condition and risk of equipment failure. Fortunately, there are technologies (i.e., advanced sensors, data
analytics, and risk assessment methodologies) that can enable transition from a labor-centric business
model to a technology-centric business model. The technology-centric business model will result in
significant reduction of PM activities and, thereby, drive O&M costs down.

Digital technologies, which have been widely adopted in other energy industries offer superior
performance over analog technologies, as well as many potentially cost-saving benefits such as self-
diagnostic and online condition monitoring (OLM) capabilities. The nuclear industry has been slow to
incorporate digital technologies into nuclear plant designs for several reasons, including

e The high cost of implementing design modifications versus simply replacing failed components with
like-for-like technology.

e Digital technology qualification issues, particularly in safety-related applications that are susceptible
to software common cause failures. This is a concern for current operating plants, as well as for new
builds.

e General familiarity and comfort with existing analog technologies on the part of the nuclear plant
engineering staff, in spite of the superior performance and reduced maintenance costs of the digital
replacements.

Some of the research activities performed and presented in this report addresses the challenges of
crediting digital equipment self-diagnostics/ OLM for performing Technical and non-Technical (e.g.
balance of plant) Specification surveillance requirements in nuclear plants licensed to 10 CFR Part 50.
While approved methods exist for extending Technical Specification (TS) surveillance intervals for
analog equipment, there remain gaps in technologies and guidance for crediting the internal self-
diagnosing and OLM characteristics of newer digital equipment. Addressing these gaps is likely to result
in advances that reduce maintenance costs for light water reactors (LWRs).

Specifically, self-diagnostic/OLM capabilities of newer digital equipment being installed in non-
safety and safety applications are expected to detect failures and potentially provide early warning of
imminent failures, notifying plant operators to take appropriate action so that safety margins are
maintained. There is a need to adapt and apply OLM and diagnostics for condition assessment of digital
equipment and subsequent surveillance frequency extension. This requires development of a methodology
for analysis of both hardware and software at a component and system level to ensure that all regulations
are met and safety function performance is not degraded. The scope of this project spans methodology
development for extending TS surveillance frequency intervals for digital equipment to account for OLM



capabilities. This effort is part of the technology-enabled risk-informed maintenance strategy project, as
discussed in the Light Water Reactor Sustainability (LWRS) Plant Modernization Pathway Technical
Project Plan [1].

The scope of the project includes: (1) developing a methodology for extending technical specification
of digital equipment surveillance frequency intervals in order to account for OLM capabilities; (2)
creating OLM and diagnostic technologies for selected components and systems; (3) implementing
strategy and using metrics to evaluate performance; and (4) cultivating a partnership with one or more
nuclear utilities for future pilot-scale deployment of the developed technologies in an operating plant.

The outcomes of the research scope of this project will expedite the implementation of the proposed
Technical Specification Surveillance Interval (TSSI) methodology at a pilot nuclear utility in fiscal year
2020 and enable NPPs to accelerate minimization of inefficiencies in the current preventive maintenance
strategy and enhance cost savings.

This report summarizes the initial work performed to address the challenges of digital equipment
self-diagnostics and OLM for technical and non-technical (e.g., balance of plant) surveillance in nuclear
plants licensed to 10 CFR Part 50. Section 2 identifies documents published by U.S. Nuclear Regulatory
Commission (NRC), Electric Power Research Institute (EPRI), nuclear industry and utilities, and
standards related to TSSI extension, along with a review of Nuclear Energy Institute (NEI)-04-10
Revision 1 [2]. Section 3 identifies digital equipment with self-diagnostic and OLM capabilities that can
replace analog plant systems, with a focus on digital equipment that have already been utilized by nuclear
utilities to perform TSSI extension by leveraging self-diagnostic capabilities. This section also presents
discussion on different vendor-based solutions that are available to date and how they could utilize self-
diagnosis to eliminate manual TS surveillance. Section 4 proposes development of an initial methodology
to augment the approach outlined in NEI 04-10 Rev. 1 [2] to support evaluation of digital equipment with
the ability to perform self-diagnosis/OLM. Section 5 identifies the technical gaps based on input received
by engaging industry vendors and nuclear utilities, and a review of technical documents published by
NRC, EPRI, and other research organizations. Recommendations are made to address the identified
technical gaps in collaboration with nuclear utilities as part of path forward. Section 6 summarizes the
report outcomes and describes potential path forward.

2. Review of Industry and U.S. Commercial Reactor Experience with
Technical Specification Surveillance Interval Extensions Following
NEI 04-10 Rev. 1

There are a number of approaches and methodologies that have bene implemented to date in
achieving TSSI extensions. These include:

e U.S. NRC Generic Letter (GL) 91-04 18-24 Month Surveillance Interval Extension Guidance [3]
e EPRI Guidance provided in their multiple reports as discussed below

e Preparations for and issue of NEI 04-10, Rev. 1, “Risk-Informed Technical Specification Initiative
5B, “Risk-Informed Method for Control of Surveillance Frequencies”

NRC GL 91-04 18-24 Month Surveillance Interval Extension Guidance

In the early 1990’s, a number of utilities, led by Southern California Edison, applied for, by license
amendment, an 18-24 month surveillance interval extension following the guidance in NRC GL 91-04
[3]. This methodology included an allowance for changing TS that specify an 18-month surveillance
interval to at least once every 24 months. The provision to extend surveillances by 25% of the specified
interval would extend the time limit for completing these surveillances from the existing limit of 22.5
months to a maximum of 30 months. As noted in GL-91-04 [3], licensees must address instrument drift
when proposing an increase in the surveillance interval for calibrating instruments that perform safety



functions including providing the capability for safe shutdown. The effect of the increased calibration
interval on instrument errors must be addressed because instrument errors cause by drift were considered
when determining safety system set-points and when performing safety analysis.

Also, for all surveillances, licensees were requested to evaluate the effect on safety of the change in
surveillance intervals to accommodate a 24-month cycle. This evaluation should support a conclusion that
the effect on safety is small. In addition, licensees should confirm that historical maintenance and
surveillance data do not invalidate this conclusion. Licensees should confirm that the performance of
surveillances at the bounding surveillance interval limit provided to accommodate a 24-month fuel cycle
would not invalidate any assumption in the plant licensing basis.

In the 1990’s, multiple utilities submitted license amendment requests (LARs) to the NRC and were
approved for these extensions to a nominal 24-months including San Onofre Units 2&3, Diablo Canyon
1&2, and Palo Verde Units 1,2,&3 as well as many other units.

EPRI Guidance Provided in Multiple EPRI Reports

A significant number of EPRI reports have been issued on the subject of surveillance interval
extension and crediting OLM in place of or as a supplement to the current surveillance process. The
following is a summary of the most relevant reports issued to date on this. Appendix D provides a more
complete listing of all of the identified EPRI reports on this subject.

A common method for TS surveillance interval extension has been the evaluation of instrument drift
using as found and as left (AFAL) measurements [4]. In [4], an overview to the most common method of
TSSI extension which has been the evaluation of instrument drift using AFAL data. In general, calibration
reduction or fuel cycle extension efforts require an analysis of plant-specific instrument performance to
demonstrate that the longer calibration interval will not result in larger-than expected drift. The analysis
techniques described in this report are based on determining a statistically derived value of drift by
analyzing the AFAL measurements recorded during calibration or surveillance of the instruments. This
analysis methodology is termed AFAL analysis. In the report, online monitoring data for entire fuel
cycles of operation was also obtained and evaluated to ensure that instrument performance is understood.
Statistical analysis methods presented in the report are based on the actual behavior of in-service
instrumentation and are applied to fuel cycle extension, calibration reduction, and instrument setpoint
verification activities.

EPRI developed documents describing application of OLM to extent the calibration intervals of
pressure, level, and flow transmitters in an operating NPP in the U.S. and around the world [5]. This
report is a comprehensive summary that details the research and findings of three previously published
EPRI reports describing the implementation of OLM for transmitter calibration interval extension at the
Sizewell B pressurized water reactor (PWR) plant operated by British Energy in the United Kingdom.

Need for and Development of NEI 04-10 Rev. 1, “Risk-Informed Technical
Specification Initiative 5B, “Risk-Informed Method for Control of Surveillance
Frequencies”

In the early 2000 timeframe, the industry saw an opportunity and a need to develop to provide the
technical methodology to support risk-informed technical specifications initiative 5B, which provides a
risk-informed method for licensee control of Surveillance Frequencies. The corresponding TSTF 425,
Rev. 1 [2] relocates the majority of the TS Surveillance Requirement Frequencies to the licensee-
controlled program. The Surveillance Requirements themselves will remain in the TS, pursuant to 10
CFR 50.36. The intent was for the Administrative Controls section of the TS to specify the requirements
for a Surveillance Frequency Control Program (SFCP) that the licensee will use to control Surveillance
Frequencies and make future changes to the Surveillance Requirement Frequencies. The resulting
document, NEI 04-10, Rev 0 and 1 [2], was intended to provide the approved guidelines on how utilities
could perform the specific steps in the extension of surveillance intervals.



2.1 Overview of the NEI 04-10 Rev. 1

On September 19, 2007, the U.S. NRC issued its “Final Safety Evaluation for NEI Topical Report
(TR) 04-10, Revision 1, “Risk-Informed Technical Specification Initiative 5B, and “Risk-Informed
Method for Control of Surveillance Frequencies” [6] authorizing the application of NEI-04-10 [2] in
implementing and maintaining NPP component surveillance test intervals (STIs) within approved Risk-
informed-Surveillance Frequency Control Program (RI-SFCP). Since early 2008, program supported
surveillance test risk-informed documented evaluation (STRIDE) development for the STP Nuclear
Operating Company (STPNOC) RI-SFCP applying [2]. In March 2011, the Strategic Teaming and
Resource Sharing (STARS) alliance authorized a major project to implement RI-SFCPs during the
2011-2016 time period at the following seven NPPs: Callaway Nuclear Power Plant, Comanche Peak
Nuclear Power Plant, Diablo Canyon Power Plant, Palo Verde Nuclear Generating Station, San Onofre
Nuclear Generating Station®, South Texas Nuclear Generating Station, and Wolf Creek Nuclear Power
Plant. These plants and now many others including plants in the Exelon, Duke, and Southern fleets have
supported and continue to support STRIDE development for other nuclear power utilities since 2011. The
general scope of work associated with STRIDE development includes three major task areas: risk
assessment (RA), deterministic assessment (DA), and instrument drift evaluation (IDE). An example of
the benefits of implementation of NEI-04-10 is covered in Section 2.2.

Risk Assessment (RA) Process Overview

NEI 04-10 [2] provides the NRC-endorsed industry guidance for performing probabilistic risk
assessment (PRA) risk assessments of proposed STI changes. This procedure provides clarifications and
refinements to this guidance, where applicable. However, since PRA capabilities vary across the plants in
the U.S., it is expected that plant procedures will need to incorporate the plant-specific PRA attributes to
make this generic guidance plant-specific. Regardless of PRA capabilities, the risk assessment is based on
evaluation of the following risk hazards: internal events at full power; fire events; seismic events; other
external events (such as tornadoes); and shutdown events.

The PRA model must be of sufficient scope and quality to adequately assess potential risk impacts of
STI risk changes. In support of this, the PRA model shall have been evaluated against NRC Regulatory
Guide (RG) 1.200, Revision 1 [7]. This RG addresses the use of the American Society of Mechanical
Engineers (ASME) PRA standard [8] and the NEI PRA peer review process [9] for evaluating PRA
technical adequacy. The RG specifically addresses the need to evaluate important assumptions that relate
to key modeling uncertainties (such as reactor coolant pump seal models, common cause failure methods,
success path determinations, human reliability assumptions, etc.). Further, the RG addresses the need to
evaluate parameter uncertainties and demonstrate that calculated risk metrics (e.g., CDF and LERF)
represent mean values.

At a minimum, the PRA must model severe accident scenarios resulting from internal initiating
events occurring at full power operation. Beyond this, the other risk hazards are addressed by one or more
of the following:

e An integrated model that incorporates one or more of these risk hazards.
e A separate model for a particular hazard (e.g., a Fire PRA).
e A qualitative evaluation for any hazard that is not modeled.

e For hazards that are modeled but where the component(s) being evaluated is not explicitly modeled, a
bounding analysis or a qualitative evaluation.

For STI quantitative risk evaluations, the overall impact of a specific proposed change to surveillance
frequency is assessed and compared to the quantitative risk acceptance guidelines of RG 1.174. Two

2 The plant is now closed.



types of effects on CDF and LERF are considered: the first effect involves the total or aggregate risk
impact for all PRA events for each individual surveillance frequency change; the second effect involves
the cumulative risk impact from previous Surveillance Frequency Control Program (SFCP) surveillance
frequency changes plus the current one under consideration.

A 20-step process for risk-informed SFCP implementation and control at NPPs is described in [2].
Refer to [2] for details on each step. This procedure focuses on those portions of the process that are
directly related to the PRA risk assessment activities. These are Steps 8 through 12 and 14 of the process
in [2] (Step 13 is simply the consideration of a revised STI, which re-initiates the risk evaluation process).

Deterministic Assessment (DA Process Overview

Several reviews and evaluations are performed in the RI-SFCP DA process, which are summarized as
follows:

e Surveillance test history of the components and system associated with the STI change:

o Review surveillance test history of affected components and system.

o Review sufficient surveillance test (ST) history to include approximately 100 performances.
For example, for a two-train quarterly surveillance at a two unit Plant, this is satisfied by a
review period of approximately six years.

o For STs that do not have at least 100 performances or may not have data reasonably available
far enough back, review all retrievable test history.

o Identify any pertinent information or insights regarding plant modifications, component
changes, or changes in test methods implemented that provide a supporting basis justifying
why any prior failures are no longer applicable or cannot recur.

e Performance history of the components and system associated with the STI change:
o Review the preventive maintenance (PM) items that are associated with the components
listed in the STI change. This review includes documentation of:

= The types of PMs performed and their periodicity

= PMs that test any of the same characteristics or functions that the surveillance does

= PMs that can identify degraded conditions before it affects the surveillance

= Adverse trends identified by PMs and, if any, what the impact is on the surveillance.
For this aspect, review associated history for the past five years.

= A conclusion stating whether or not the PM review imposes any constraints on the
extension

o Review the corrective maintenance (CM) items that are associated with the components listed
in the STI change. Review associated CM history for the past five years at a minimum.
Longer periods may be used if significant component history issues exist. This review
includes documentation of:

= The failure history of the components associated with the surveillance
= A conclusion indicating whether the CM history imposes any constraints on the STI
change

o Identify the current Maintenance Rule status for the associated system and identify any
Maintenance Rule (a)(1) performance history for the associated components.

o Review the above data for trends of equipment performance issues. The review should focus
on the amount and significance of equipment performance issues found.

o Past industry and plant-specific experience with the functions affected by the STI change:
Search for past industry and site-specific operating plant experience issues relevant to the



proposed STI change by reviewing data sources such as EPIX, NRC website, documents
(Generic Letters, NUREGs, etc.), and other relevant sources.

o Vendor-specified maintenance frequency: Review vendor recommendations including

testing recommendations relevant to the proposed STI change.
e Test intervals specified in applicable industry codes and standards:

o Review the committed version of industry codes and/or standards to determine if any specific
STI is specified therein.

o Ifamore current code or standard exists compared to the committed revision, review the
more current version for additional insights that may pertain to the proposed STI change.
However, there is no explicit obligation to comply with the newer code or standard.

o Any deviations from STIs specified in applicable industry codes and standards currently
committed to in the plant licensing basis are reviewed and documented consistent with the
other deterministic considerations within Section 6.5. The basis for any such deviations are
documented, up to and including, if applicable, a change to the commitment in accordance
with the Station’s commitment change process. Any other deviations from applicable
industry codes and standards should be documented.

e Impact of a system, structure, and component (SSC) in an adverse or harsh environment:

o Consult with the {Environmental Qualification (EQ) coordinator or program manager} to
determine if any impacts are created against site EQ reports for the SSCs associated with the
proposed STI change.

o Identify the environmental conditions under which the SSC is normally exposed. If these
conditions are considered harsh, evaluate whether extending the STI would result in an
adverse impact (i.e., delay in identifying an SSC failure or degradation).

e Benefits of detection at an early stage of potential mechanisms and degradations that can lead to
common cause failures:

o Review SSCs associated with the proposed STI change for potential time-based failure
mechanisms such that extending the STI may limit the ability to detect a level of degradation.
Considerations include:

= chemical degradation of lubricating oil.

= formation of rust films.

= settlement of dust in areas that could increase friction.

= unusual wearing patterns.

= any data that could only be collected from the surveillance and trended to indicate an
imminent failure.

o Consult the cognizant {component specialist, system engineer, program manager or a PRA
representative} for assistance in identifying possible mechanisms and degradations of SSCs
associated with the proposed STI change.

e The degree to which the surveillance provides a conditioning exercise to maintain equipment
operability:

o Consider the effect of fewer conditioning exercises from the proposed STI change (if
proposed interval is an extension from current interval). Some conditioning exercises aid in
maintaining equipment functionality. Examples include lubrication of bearings and electrical
contact wiping (cleaning) of built up oxidation.



o

Review vendor manuals and recommendations to determine what credit, if any, that periodic
testing provides in terms of conditioning.

If there is a conditioning benefit, then identify if any PMs, typical plant evolutions, or other
testing activities are conducted more frequently than the proposed STI change and provide
the same benefit.

e The existence of alternate testing of SSCs affected by the STI change:

o

Identify any existing alternate testing of SSCs associated with the STI change. Note that
alternate testing need not necessarily be other surveillance testing but could include checks or
tests such as those that may be performed during PM activities.

If SSCs associated with the proposed STI change are tested as often as or more frequently
than the current STI through other methods or tests, this consideration supports the proposed
interval change from a qualitative and reliability perspective.

If the only test that exercises the affected SSCs associated with the proposed STI change is
the proposed STI itself, then no alternate testing exists, and this aspect does not provide any
mitigating justification for the proposed STI change.

e Verify that assumptions in the plant licensing basis would not be invalidated when performing the

surveillance at the maximum interval limit for the proposed STI change:

o

Review the plant licensing basis (e.g., Updated Final Safety Analysis Report, TS Bases, etc.)
for any assumptions, including any instrument drift assumptions, related to the STI being
proposed for change.

Consider whether or not the assumptions would be invalidated at the maximum STI limit
(i.e., the proposed STI plus the grace period, as defined in the Station’s Surveillance Program.
Consider impact of STI change on {instrument uncertainty and setpoint methodology
calculations} used in the safety analysis.

Consider if the proposed adjustment to the STI will require a change in the acceptance criteria
(if proposed interval is an extension from current interval).

The as-left acceptance criteria should factor in the potential for additional drift over any
extended interval including any new uncertainties in the new drift value.

If the acceptance criteria review deems that more stringent acceptance criteria is required,
document this result and recommend a more conservative acceptance criteria in the STRIDE.

e Unavailability Review:

o

Perform a review of system/train unavailability associated with the SSCs utilized in the
proposed STI change, if supporting Maintenance Rule data exists.

For systems whose actual unavailability is tracked by the Maintenance Rule, compare the
actual unavailability performance values for the system/train to established site Maintenance
Rule performance criteria values.

e Review the Mitigating Systems Performance Index (MSPI) and consider the impact, if any, of the STI
increase on the MSPI.

e Review the Nuclear Electric Insurance Limited (NEIL) requirements contained in the applicable
NEIL Loss Control Manual to identify if the proposed STI would result in not meeting a NEIL test
interval requirement.

e Other deterministic considerations not specifically detailed above may be performed as applicable to

provide additional insight into the evaluation of the proposed STI change.



e For each of the deterministic considerations identified in the DA, the associated assessments, results,
and individual conclusions as to the acceptability of the STI change are documented in the STRIDE.
e Document the consolidated deterministic recommendation based on all insights drawn from the DA.

Instrument Drift Evaluation (IDE) Process

The RI-SFCP STRIDE IDE process is outlined in this section. It is important to note that the tasks
described below are to be performed using each station’s site-specific empirical data obtained during the
performance of surveillance tests for the specified monitoring period (typically five years). The product
will be an engineering evaluation that determines whether or not the proposed STI extension will
significantly affect the “drift” term used in the associated instrument uncertainty calculations to a 95/95
acceptance criteria. The IDE process is summarized as follows:

e Calculate the instrument drift by subtracting the as-found actuation value from each surveillance test
result from the as-left data from the previous surveillance test. This difference is assumed to be the
instrument drift.

e Since the drift is considered a random term, the differences are summed using the
square-root-sum-of-the-squares methodology for all STs performed in the maximum interval
(proposed STI plus the applicable grace period). Standard International Society of Automation
(ISA)-67.04 [7] provides guidelines for analyzing instrument calibration data to a 95/95 acceptance
criteria. The analysis should be done consistent with the methods described in that standard.

e Repeat this calculation for all maximum intervals starting with the end of the monitoring period and
going back to the beginning of the monitoring period. In general, sufficient data should be retrieved to
develop approximately 100 data points as found and as left (AFAL) for each device.

Average the results of the above calculations to determine the average drift over the maximum interval for
each instrument or channel. Standard ISA-67.04 [10] provides guidelines for analyzing instrument
calibration data. The analysis should be done consistent with the methods described in that standard. The
methods described in the standard involve more than averaging.

2.2 Benefits and Impacts Due to Changes in Technical Specification
Surveillance Interval Extensions

Experience has shown that the Technical Specification Task Force (TSTF)-425 (industry Initiative
5B) [11] SFCP is one of the least complex of the endorsed risk-informed programs to implement at NPPs,
and it has significant potential benefit. For example, for the 68 STRIDEs performed for the STARS plants
that have completed for the industry to date, the associated power plant staffs have estimated that they
will save over 12,110 person-hours of effort per year, or over 178 person-hours per year per STRIDE, on
average. Conservatively, this equates to a combined potential savings of over $605,000.00 per year, or
over $8,900.00 per year per STRIDE, on average. As one can see then, if each of these plants has a
significant number of years remaining prior to the end of its license period, the potential total savings is
very substantial. Taken collectively, the estimated reactor unit outage critical path time savings associated
with the STRIDESs discussed above is 22.7 critical path hours per year. If we conservatively assume an
average plant outage hour replacement power cost of approximately $400,000.00 per day for
implementing plants (depends, of course, on a number of complex factors such as load dispatch strategies
and specific electricity regional market power pricing and contracts for the implementing plants), the
average annual replacement power cost savings is equivalent to $378,333.33 per year over the remainder
of plant life. Therefore, taken together, these two sources of SFCP savings represent a total estimated
savings of over $1,000,000.00 per year over the remainder of plant life. Additionally, experts believe that
the above benefits are significantly underestimated, because there are other, as yet un-quantified, benefits
associated with implementation of the STRIDESs the associated plant staffs. These benefits include, but
are not limited to, the following:



e Reduced Frequency of Surveillance Test-Induced Reactor Trips, Plant Transient Forced Power
Reductions, and Safety System Actuations

e Reduced Frequency of Potential Events Leading to Undesirable Steam Generator Chemistry Control
e Reduced Wear and Tear on Standby Safety Systems, Such as Emergency Diesel Generators

¢ Reduced Unavailability of Safety-Related and Safety-Significant Equipment Associated Directly with
Surveillance Testing

e Improved Plant Resource Planning and Scheduling Flexibility, Including Enhanced Outage Planning
and Scheduling Management

e Reduction in occupational exposures supporting as low as reasonably achievable (ALARA) programs
e Reduced Frequency of Human Errors Associated with Surveillance Testing

e Reduced Average Annual Material Costs Associated with Surveillance Testing

e Reduced Average Annual Contractor Costs Associated with Surveillance Testing

e Reduced Effort and Resource Requirements Associated with Surveillance Test Planning, Scheduling,
Coordination, Documentation, Review, Approval, and Record Archiving.

Experts on this program are confident that rigorous assessment and crediting of these and other additional
program benefits could effectively more than double the average annual estimated value of the SFCP to
the implementing plants.

2.3 Review of NRC, EPRI and Industry Related to Surveillance
Extensions

In developing the report, a listing of available documents related to Surveillance Interval Extension
programs and processes, was developed and is included in the following three Appendices to this report:

Appendix A:  Reference Table — NRC Documents Relating to Surveillance Interval Extension
Appendix B:  Reference Table -- EPRI Documents Relating to Surveillance Interval Extension

Appendix C:  Reference Table — NEI and Other Guidelines and Documents Relating to
Surveillance Interval Extension

2.4 Hardware and Software Reliability of Digital Equipment
(Including Software Common Cause Failures) and Failure
Mechanisms
This section provides an overview of the hardware and software engineering analysis issues and

methods that need to be evaluated in order to credit the diagnostics for extending or eliminating TS
Surveillances. Appendix E provides more details on these methods and analysis issues.

241 Hardware Reliability Issues of Digital Equipment

Failure modes and effects analyses (FMEA) were developed by reliability engineers to enable the
predication of equipment reliability. The FMEA emphasizes successful functioning rather than risk and
hazards. The goal is to specify the overall probability that the product will operate without failure for a
given period or that the product will operate a certain length of time between failures.

Reliability, availability and maintenance activities are limited to reliability prediction analysis and
FMEA. The scope of the analysis is limited to the functions performing the safety-related functions.



Calculations are according to the guidelines in IEEE STD-352-1987 [12], using methods described in
MIL-HDBK-217F, Notice 2 [13]. A number of sources including manufacturer’s data and
MIL-HDBK-217F, Notice 2 [13] provide reliability data. The failure rates for the components that make
up the product are gathered from this generic data developed from experience and are usually published in
varied manuals.

Superior reliability is achieved through stringent derating criteria during design. Reliability
assessments are done according to the guidelines in IEEE STD-352-1987 [12] and using the parts count
prediction method described in MIL-HDBK-217F, Notice 2 [13].

There are two types of failures: Mission Critical failure causes a loss of a critical module function,
and Logistics failure does not affect a critical function but results in a demand for maintenance action or
other logistical action. Based on the module schematic, a logistics Mean Time Between Failure (MTBF)
is predicted. The Mean Time Between Critical Failure (MTBCF) is also predicted.

The FMEA is based on the module schematic. FMEA calculations are in accordance with
MIL-STD-1629 [14], with applicable tailoring. The schematic is evaluated for functional single points of
failure (SPoF) (Severity Level A) which would prevent the module from performing its safety function.
Functional failure modes (e.g., open, short, loss of or erroneous signal) are considered one at a time at the
module level and its resulting effects analyzed. In some cases, a piece part analysis was done particularly
when looking for and identifying any common mode failures that could potentially affect both sides of a
redundant function or affect multiple legs of the Triple Modular Redundant (TMR) architecture. The
severity of each failure mode is assessed based on the Severity Categories Level A through Level D with
Level A being functionally the most severe. The FMEAs are documented using a spreadsheet format that
should be stored in the configuration management system.

242 Software Common Cause Failure (SWCCF)

The installation of digital-based safety systems raises the concern of SWCCFs and potentially
increases the vulnerability of the protection system to Common Cause Failures (CCFs) due to software
errors. This concern is addressed in the initial system design to meet the below requirements, but also
needs to be addressed when considering crediting system design attributes to verify functionality in the
operational phase of the digital systems life.

As stated in NUREG/CR-6303 [15]:

Common-mode failures (CMFs) are causally related failures of redundant or
separate equipment, for example, (1) CMF of identical subsystems across
redundant channels, defeating the purpose of redundancy, or (2) CMF of
different subsystems or echelons of defense, defeating the use of diversity. CMF
embraces all causal relations, including severe environments, design errors,
calibration and maintenance errors, and consequential failures.

The NRC has also stated in Branch Technical Position BTP 7-19 [16]:

that software design errors are a credible source of common-mode failures.
Software cannot be proven to be error-free, and therefore is considered
susceptible to common-mode failures because identical copies of the software are
present in redundant channels of safety-related systems.

By implementing safety systems with digital platforms; a postulated SWCCF of redundant elements
within these systems could occur in such a manner that events discussed in the Updated Final Safety
Analysis Report (UFSAR) Chapter 15 will not meet the applicable acceptance criteria. For certain beyond
design basis failures, such as a SWCCFs, an evaluation of defense-in-depth and diversity (D3) should be
performed to demonstrate the ability to safely shutdown the plant using the remaining echelons of
defense.

10



The objective of the D3 evaluation is to determine the vulnerability of the digital safety systems such
as the Reactor Protection System (RPS) and Engineered Safety Feature Actuation Systems (ESFAS) to a
postulated digital platform SWCCF by performing a systematic assessment of the proposed architecture.
If design features are identified that are susceptible to SWCCEFs, either 1) the architecture must be
modified to remove the design aspects vulnerable to a digital CCF; 2) compensate for the identified
vulnerabilities by implementing a Diverse Actuation System (DAS) that includes diverse Anticipated
Transient without SCRAM (ATWS) functions or 3) perform a D3 evaluation to demonstrate the resultant
plant response to specific anticipated operational occurrences (AOOs) and design basis accidents (DBAs)
analyzed in the UFSAR meets the applicable acceptance criteria.

The diversity of the proposed RPS 1&C architecture together with existing diverse protection
functions, such as ATWS or DAS, will ensure that all UFSAR Chapter 15 analysis acceptance criteria
continue to be met in the event of credible safety digital platform SWCCFs. An important point to note is
that in most cases, if an accident were to occur, the plant initial conditions would be less severe than those
analyzed for the UFSAR and that best-estimate analysis can be used.

The NRC and industry are currently working together to build a newer and updated design
standard and process to address the SWCCF concern in a graded approach with a higher level of
agreement on the methods and acceptance criteria, depending on how important the system is to
overall safety.

2.5 Online Monitoring for Technical Specification Instrument
Surveillance Extension Overview

Maintenance and calibration of instrumentation within the NPP is an important part of ensuring safe
and reliable operation of the plant. The current method of surveillance of a safety-related sensor
instrument loop is through time-based preventive maintenance tasks which calibrate the instrument
channel and perform functional testing of the equipment. These time-based surveillances are required by
the plant TSs for analog safety-related sensor instrument loops. The performance of time-based
calibrations of the safety-related sensor instrument loop is generally setup to be performed during
refueling outages which results in a considerable amount of work for the I&C technician teams. In
addition, the calibrations result in personnel radiation exposure for the technicians that perform the work.
The global benefits for evolving to a performance-based calibration and surveillance frequency include
reduced labor costs, personnel radiation exposure, out of service time, and potential to impact equipment
reliability.

As part of the efforts to focus on doing the right work at the right time, the nuclear industry and
supporting research institutes and laboratories have worked to identify a method to extend the calibration
of safety-related sensor instrument loops based on the performance of the instruments channels. The
performance would be evaluated by OLM systems to determine when a sensor instrument loop had
drifted or deviated from the expected parameters for the channel. Despite the amount of research and
industry activities related to on-line performance monitoring extensions of surveillance requirements, no
nuclear utilities within the United States have successfully adopted the use of an OLM system to extend
their TS surveillance calibration frequencies.

For the U.S. Department of Energy (DOE) INL research project, “Technical Specification
Surveillance Interval Extension of Digital Equipment in Nuclear Power Plants: Review and Research,” a
portion of the project scope includes the review of regulatory, industry and other agency documents on
TS surveillance interval extensions related to analog instrumentation sensors. The focus of the review is
the identification and documentation of any precedent for the use of an OLM system for surveillance
extension and reduction that applies to sensors which perform TS functions. In addition, the challenges
with implementation of the existing OLM guidance which has been developed and, in some cases,
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approved by the NRC will be documented to allow for further research to address the challenges to allow
for full implementation of OLM systems.

251 OLM Regulatory and Industry Guidance and Experience for Technical
Specification Instrument Surveillance Extension

This portion of the research report reviews EPRI documentation of a proposed OLM methodology
which was approved by the NRC in a SER. The implementation of the OLM methodology in the United
Kingdom by Sizewell B is reviewed since it demonstrates the ability to extend the sensor instrument loop
calibration surveillances to an 8-year period on a staggered test basis. In addition, the attempt by
V. C. Summer Nuclear Station (VCSNS) to implement the EPRI OLM methodology was examined since
the approach was withdrawn from NRC review and not implemented. NRC guidance contained in
NUREGSs and other documents is included in the OLM research review. A summary writeup for the
documentation and conclusions related to the TS instrument surveillance extensions is provided below
with additional information captured in Appendix F of this report.

2.5.1.1 Online Monitoring of Instrument Channel Performance Report Review —
TR-104965

In EPRI TR-104965 [17], the basic information for implementation of OLM at NPPs is provided. The
information indicates that OLM methods can be applied to any instrument channel application for which
performance data is available. Specifically, the safety-related sensor instrument channels of the Reactor
Trip, the Engineered Safeguards Features Actuation, and Post-Accident Monitoring systems are prime
candidates for field calibration reduction efforts based upon implementation of a plant-specific OLM
program.

In the EPRI TR, an implementation strategy is provided based on the technical discussions and is
intended to assure that use of OLM continues to satisfy instrument performance requirements. The use of
OLM is intended to allow calibration extension of safety-related sensors. An unconditional replacement
of TS periodic time-directed calibrations with only OLM is not proposed by the TR. The following
specifics form the basis for implementation:

1. At least one redundant sensor will be calibrated each fuel cycle. If identified as in need of calibration
by OLM, other redundant sensors will also be calibrated. All n redundant safety-related channels for a
given parameter will require calibration at least once within n fuel cycles. A TS change will be
necessary to extend the calibration interval to the above frequency.

2. The maximum allowed interval between calibrations is 8 years, regardless of the number of redundant
channels.

3. Some OLM algorithms allow for analytically-derived channels that have a definable relationship to
the physical redundant channels. The reason for creating analytical channels is usually to improve the
OLM redundancy for a given parameter. In these cases, the physical channels still have to be
calibrated at the n fuel cycle frequency, where n is the number of redundant channels, with
analytically-derived channels excluded.

4. On a quarterly basis, a formal surveillance check will be performed to verify that no channels are
outside the prescribed alarm limits. The quarterly frequency was established on the basis of
engineering judgment and is consistent with the Maintenance Rule evaluation frequency.

5. Channel checks will continue to be performed by the operators without modification to the TSs.
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2.5.1.2 NRC SER for EPRI TR 104965

Following the submittal in November 1999 of EPRI TR-104965 [17] to the NRC for review and
approval, the NRC staff held several meetings with EPRI and issued an SER on July 24, 2000 [18] to
document their review of the topical report. In the NRC SER, it was noted that the staff review of the TR
focused on the generic application of the OLM technique to be used as a tool for assessing instrument
performance.

The staff reviewed the technical basis presented in the TR for using the OLM technique to evaluate
instrument performance in place and extend calibration intervals based on the results of performance
evaluation. Since the current traditional calibration practice would be replaced by the new calibration
assessment method of OLM, the staff compared the current practice to the proposed new method,
analyzed the advantages and disadvantages of each, and attempted to assess the impact on plant safety.

The NRC documented their evaluation by focusing on the following technical areas related to using
OLM to determine the adequacy of the instrument performance.

Traditional calibration versus OLM
Drift evaluation

Single point monitoring

OLM acceptance criteria
Instrument failures

OLM Loop

System algorithms.

NS R LD =

As a result of the NRC evaluation, they outlined fourteen requirements which must be addressed by
utilities which desire to implement OLM in order to extend the instrument calibration frequencies.

The staff concluded that the generic concept of an OLM technique, as presented in the TR, was
acceptable for on-line tracking of instrument performance. The staff agreed with the TR’s conclusion that
OLM has several advantages, including timely detection of degraded instrumentation. The staff believes
that OLM can provide information on the direction which instrument performance is heading, and, in that
role, it can be useful in determining preventive maintenance activities.

For establishing instrument operability, verifying the drift to be within an acceptable limit is the most
vital function of the conventional calibration. Although the proposed OLM technique compared to
traditional calibration process will render results with less accuracy, the staff finds EPRI’s conclusion
acceptable that accuracy rendered by the process parameter estimate is sufficient to assess instrument
operability; also, compared to traditional calibration once per refueling outage, the OLM technique when
taken as a whole provides higher assurance of instrument operability throughout a plant operating cycle.
However, if results of the OLM technique are being applied to relax the TS-required calibration frequency
of the safety-related RPS, Engineered Safeguards System, and Post Accident Monitoring instrumentation,
the staff requires that every plant-specific license amendment submittal for implementing OLM to relax
the TS-required calibration frequency of the safety-related instrumentation, address all applicable
requirements discussed in this SER.

2.5.1.3 Online Monitoring Technical Guidance Reports

In the NRC SER, the fourteen requirements identified issues that need to be addressed in order to
implement OLM as part of a LAR. EPRI developed several technical reports in order to provide more
details and justifications for use by licensees that desired to implement OLM to allow for extension of TS
surveillance requirements. These EPRI reports include the following technical reports.
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e EPRI Technical Report 1006833 - Implementation of Online Monitoring for Technical Specification
Instruments [19]

e EPRI Technical Report 1003361 - Online Monitoring of Instrument Channel Performance
Volume 1 - Guidelines for Model Development [20]

e EPRI Technical Report 1003579 - Online Monitoring of Instrument Channel Performance
Volume 2 - Algorithms and Examples [21]

e EPRI Technical Report 1007930 - Online Monitoring of Instrument Channel Performance
Volume 3 - Applications to Technical Specification Instrumentation [22]

The NRC has provided additional guidance related to the implementation of OLM for TS
instrumentation surveillances through the issuance of NUREG/CR-6895 which consists of three volumes.
NUREG/CR-6895 Volume 1, entitled “State of the Art”, provides a general overview of sensor
calibration monitoring technologies and their uncertainty analysis, a review of the supporting information
necessary for assessing these techniques, and a cross-reference between the literature and the
requirements listed in the NRC SER for EPRI TR-104965. NUREG/CR-6895, Volume 2 investigates the
models being applied for OLM application and their predictive uncertainty in detail. It is believed that
quantifying this predictive uncertainty is one of the most challenging steps in gaining regulatory
acceptance for OLM. Volume 3 of NUREG/CR-6895 explores assumptions inherent in modeling. This is
accomplished by summarizing seven case studies investigating the effects of model development and
assumptions on model performance and applying performance metrics that can be used during testing and
validation.

2.5.1.4 Online Monitoring Implementation to Extend Transmitter Calibrations at
Sizewell B. TR-1019188 and TR-1013486

EPRI technical report TR-1019188 [11] and TR-1013486 [23] was developed to combine the series of
documents which outline the implementation of OLM to extend the surveillance frequencies for the
protection system transmitters at Sizewell B and to incorporate insights from the calibration interval
extension process. Sizewell B began their implementation of the OLM methodology in 2001 with the
evaluation of the calibration history for its pressure, level, and flow transmitters to determine the expected
performance at longer calibration frequencies. The historical analysis demonstrated that almost all of the
Sizewell B transmitters maintained their calibration far beyond a single operating cycle of 18 months.

The implementation of OLM at Sizewell B focused on reducing maintenance costs and outage duration
by extending the calibration of transmitters. The OLM analysis supported an extension of the transmitters to
a duration of 8 years based on 24-month operating cycle with one channel being calibrated each cycle on a
staggered test basis. Any instruments which were demonstrating significant drift during the operating cycle
would also be calibrated during the refueling outage. The OLM does not replace the channel calibrations for
the instruments, but it does allow for the determination of when a calibration needs to be scheduled if
needed less than the required 8-year frequency. The implementation of the calibration extensions using the
OLM methodology allowed Sizewell B to reduce their outage required calibrations for transmitters by 75%,
their outage duration by 5 days, their radiation exposure and their operating costs by $5 million per
operating cycle.

The conclusions from the technical report state that the transmitter calibrations performed on
transmitters which had gone 6 years without a calibration found the transmitters to show no significant
drift. This confirmed the underlying assumption supporting transmitter calibration extension that the
transmitters do not drift.
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2.5.1.5 V.C. Summer License Amendment Request for Online Monitoring of Instrument
Channel Performance

South Carolina Electric and Gas submitted a license amendment on February 6, 2006 for
V.C. Summer to revise the TSs to implement an On-Line Monitoring System which utilized the guidance
from EPRI TR-104965 [17]. The TS changes included a definition for OLM, revision to the instrument
tables specifying applicable surveillances and changes to the surveillance requirements for channel
calibrations.

The V.C. Summer LAR include 12 instruments in the scope of the proposed OLM program. These
instruments consisted of:

e Reactor building narrow range pressure
e  Pressurizer pressure

e Pressurizer level

e Reactor coolant system flow

e Steam generator narrow range level

e Steam generator pressure

e Feedwater glow

e Steam glow

e Turbine impulse pressure

e Meteorological tower wind speed

e Meteorological tower wind direction

e Meteorological tower delta temperature.

All of the instruments included in the license amendment were previously included in the scope of
EPRI TR-104965 with the exception of Reactor Building Pressure and Meteorological Tower
instruments.

Following the submittal of the license amendment to the NRC, the NRC and V. C. Summer
representatives met on June 19, 2006 to discuss the license amendment for the OLM system
implementation. The NRC notice for the meeting was issued on June 5, 2006. The purpose for the
meeting was listed as a discussion of concerns which were enclosed in the meeting notice as agenda
discussion topics.

The NRC meeting notice agenda stated that the NRC staff views OLM as a viable concept as
reflected in the NRC SER for EPRI TR-104965 [18]. In terms of the VCSNS LAR, the NRC noted
several areas which would require additional information to support the review of the submittal. Some of
the issues cited by the NRC meeting notice included the fact that the application does not include: (a) an
adequate description of the particular OLM modeling methodology and algorithms to be implemented at
VCSNS, (b) analyses showing that the planned implementation is appropriate for VCSNS, (c¢) analyses of
the uncertainties introduced by the use of OLM and (d) the incorporation of those uncertainties into the
individual channel uncertainty calculations and the associated TS limits for VCSNS.

Based on the meeting with the NRC, VCSNS determined that it was prudent to withdraw the OLM
license amendment and submitted a withdrawal letter on June 29, 2006. SCE&G did state that they would
determine an appropriate amendment method and make a resubmittal at a later date. However, no
additional submittal by VCSNS for implementation of OLM was identified by this project.
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2.5.1.6 Implementation of Online Monitoring to Satisfy NRC Requirements

Based on the feedback from the NRC acceptance review of the VCSNS submittal for implementation
of OLM for TS analog instruments, it is evident that the NRC is expecting a detailed submittal covering
several topics related to OLM methodology development, software verification and validation (V&V),
licensee specific acceptance criteria, and explicit analyses of impact on TS set-points. Reference to
un-reviewed industry documents as part of the LAR justification in place of licensee specific information
is not a viable option.

For the OLM implementation at Sizewell B, a lot of site-specific analyses were performed to justify
the implementation of OLM. As mentioned in the earlier discussion of Sizewell B OLM implementation,
the process for review of the historical calibration data, development of OLM methodology supporting
justification, and phased implementation took an extended period which began in 2001 and ended in
2009.

Another part of the Sizewell B OLM implementation included the development of the OLM
acceptance criteria. The acceptance criteria were derived from uncertainties which are used in the plant
set-point methodology which is similar to the approach used to determine the manual calibration
acceptance criteria. The incorporation of uncertainties with the OLM methods were detailed for the
different sources of the uncertainty

In summary, the details for the Sizewell B OLM implementation provided in both volumes of EPRI
TR 1013486 [23] combined with the guidance in EPRI TR 1019188 [17] outline a solid approach for
developing and justifying an OLM program in a licensee specific LAR.

3. OVERVIEW OF DIGITAL EQUIPMENT GENERIC ATTRIBUTES
WITH SELF-DIAGNOSTIC AND OLM CAPABILITIES

The following sections provide an overview of past precedent for digital system surveillance
frequency interval extension as well as the digital equipment and self-diagnostic and OLM capabilities
that can be credited for surveillance extension. This section also provides input on the current methods of
reliability and availability analysis (resultant PFD) and availability calculations (MTBF and MTTF) that
are used by the current vendors (to satisfy their FMEA), and to credit the diagnostics and prognostics
attributes) that provide digital RPS /Engineered Safety Features and Auxiliary Systems replacement
solutions. Identify and document areas of challenge in crediting the use of OLM for surveillance
extension and reduction as it applies to sensors performing TS functions. These challenges include
traceability, coverage for normal range and emergency actuation range only, redundancy and
requirements specific to the availability, and reliability of the proposed OLM system.

3.1 Precedent on Reliability Methods Approved for STI Extension

Table 1. Precedent on reliability methods submitted to NRC related to surveillance elimination or
extension based on digital system diagnostics.

provides an overview of the license applications and status for STI extension crediting diagnostics.
3.1.1 Duke Oconee RPS Replacement Project
3.1.1.1 Overview

A review of the Oconee digital upgrade project for the RPS and the Engineered Safeguards Protective
System (ESPS) was performed.

Due to obsolete equipment issues, Oconee performed a digital upgrade to replace the RPS and ESPS.
As part of the upgrade, Duke Energy submitted a LAR to the U.S. NRC on January 31, 2008 [24]. The
NRC approved the digital upgrade request by SER on January 28, 2010 [25]. The digital RPS and ESPS
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provides online self-testing and diagnostic functions to improve the availability of the system and reduce
maintenance burdens.

Table 1. Precedent on reliability methods submitted to NRC related to surveillance elimination or
extension based on digital system diagnostics.

Submitted/Approved Additional
Licensee Applicant | and Vendor STI Applied For Details
GE ESBWR Approved --- GE No extensions requested on Appendix G
Design Control vendor system of initial licensing
Document (DCD) | NUMAC/INVENSYS

TRICON
NuScale DCD Approved — HIPS Established basis for existing Appendix H

Platform (ULTRA) CFT of 6 months and Channel
Calibration of 24 months or as
defined in both cases by the
SFCP — which leaves this open
to change by 50.59

The AREVA TELEPERM XS (TXS) platform, which replaced equipment originally manufactured by
Bailey Meter Company, provides the signal processing, signal validation, and protection logic function
for the RPS and ESPS. The TXS platform processes the existing sensor inputs associated with the RPS
and ESPS. The fail-safe designs of both systems were maintained in that the RPS fails to the tripped state
on a loss of power and the ESPS fails to the non-actuated state on a loss of power.

Duke installed a Diverse Low-Pressure Injection Actuation System concurrent with the RPS/ESPS
digital upgrade to mitigate a postulated large break loss of coolant accident concurrent with a RPS/ESPS
software common mode failure that the diversity and defense in depth (D3) assessment concluded could
not be mitigated by manual operator actions. Additionally, Duke installed a Diverse High-Pressure
Injection Actuation System concurrent with the RPS/ESPS digital upgrade to eliminate NRC concerns
regarding one redundant set of ESPS channels sharing processors with RPS Channels A, B, and C.

3.1.1.2 TSSI Extensions

The TELEPERM topical report (EMF-2110 [NP)) and the U.S. EPR Surveillance Testing Technical
Report (ANP-10315NP) both provided a basis for the automation of the channel check and channel
functional test requirements. The digital upgrade to the RPS and ESPS at Oconee Nuclear Station used
the basis from EMF-2110 (NP) to modify the TSS Requirements for Channel Checks and Channel
Functional Tests. In addition, TS changes were needed to support implementation of the digital upgrade
and to take advantage of design features that supported extending the Required Action Completion Times
for placing a channel in trip.

3.1.1.3 Channel Check

The Oconee Nuclear Station LAR [24] for the digital upgrade to the RPS and ESPS systems outlined
how the self-test capabilities address the channel check requirements using the features of the TXS
System. The RPS/ESPS provides automatic monitoring of each of the input signals in each channel to
perform software limit checking (online signal validation) against required acceptance criteria and to
provide hardware functional validation for performance of continuous channel checking. The Oconee
RPS/ESPS performs automatic online cross channel checks separately for each channel and performs
continuous online signal fault detection and validation. The system also performs continual online
hardware monitoring.
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In the Oconee LAR for the digital RPS/ESPS upgrade, Enclosure 8 provides an evaluation of the
proposed TS changes [24]. The TXS-based RPS/ESPS automatically performs Channel Checks many
times each second. Analog inputs to TXS are cyclically checked for range violation and deviation from
other redundant analog inputs. On the basis of these automatic features, Duke proposed to credit these
automatic tests to fulfill the 12-hour channel check of TS SR 3.3.1.1 and SR 3.3.5.1. The TXS automatic
method of performing Channel Checks is consistent with the recommended surveillance testing provided
in TR EMF-2341(P), Rev. 1 [26]. This recommended surveillance testing was reviewed by the NRC as
part of their review and approval of the TXS TR EMF-2110 (NP), Rev. 1 [27].

3.1.1.4 Channel Functional Test Coverage

From the Oconee LAR [24], the purpose of the Channel Functional test is to ensure the channel is
operable. Oconee incorporated the Channel Functional test for the digital RPS/ESPS into the definition of
the Channel Calibration which was performed on a refueling frequency. The self-monitoring functions
confirm proper function of the safety function processors, the integrity of the installed code, and provide
reasonable assurance of operability. The operating history of TXS modules demonstrates high reliability.
Credible failure modes of TXS modules that can only be identified by test were evaluated to support the
proposed Channel Functional test interval of 18 months. This evaluation considered the operating history
and reliability data factors recommended by IEEE STD-338-1987 [28]. The combination of self-testing
features and the reliability of the TXS equipment support the proposed Channel Functional test interval of
18 months plus 25%. This recommended surveillance testing was reviewed by the NRC as part of their
review and approval of the TXS TR EMF-2110 (NP), Rev. 1 [27].

3.1.1.5 Oconee RPS and ESPS Completion Time Extension for Inoperable Channel

Oconee proposed an extension of the Required Action (RA) time for placing an inoperable RPS or
ESPS channel into the tripped condition as a result of the digital upgrade. The proposed change revised
the Completion Time (CT) for the RA to specify 4 hours to place the inoperable channel in the tripped
condition for Unit(s) with the RPS/ESPS digital upgrade complete. The justification for increasing the CT
from 1 hour to 4 hours was based on the continuous OLM provided by the new digital RPS/ESPS. The
digital RPS/ESPS design, which allows continuous automatic Channel Checks and system monitoring,
provides the basis for extending the CT to place an inoperable channel in trip from 1 hour to 4 hours.
Continuous cyclic self-monitoring features for channel deviations provide prompt notification to the
operator. Previous TS requirements required operators to perform a Channel Check once per shift. Since
the operator will become immediately aware, based on alarms in the control room of the inoperability of
another channel versus becoming aware during channel checks performed every shift, the proposed 4
hours CT is considered appropriate. The additional CT would allow the operator to investigate the trouble
alarm and take appropriate action to address the problem.

3.1.1.6 Oconee ESPS Limiting Condition of Operation (LCO) Revision

The previous analog ESPS consisted of only three redundant channels meaning any failure of the
system equipment within the cabinets would require entry into a Required Action for an inoperable ESPS
channel. The CT to restore the inoperable channel to service was 72 hours. Given the age of the system,
failures of the equipment (particularly board or power supply capacitors) would occur occasionally and
result into entry into a 72-hour required action.

With the new digital system, the ESPS functions were implemented using two redundant subsystems
each consisting of three channels. The use of two subsystems provides additional redundancy, which did
not exist in the analog system. The bases for the ESPS TSs were revised to indicate that one subsystem of
ESPS needed to be operable to meet the LCO requirements. This allows for one channel of an ESPS
subsystem to be inoperable without entering a Required Action with a 72-hour CT.
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3.1.1.7  TSSI Additions

With the extension of the Channel Functional Test to a refueling frequency of 18 months, there were
additional tests added to the Oconee TSs to validate the RPS and ESPS set-points every 92 days and to
demonstrate the operability of the ESPS output channel interposing relays.

3.1.1.8  RPS and ESPS Instrumentation Set-point Verification Test

The TS surveillance for the analog RPS required performance of a CFT on a frequency of 45 days on
a staggered test basis. For the analog ESPS, a channel functional test was required every 92 days. As part
of the installation of the digital RPS/ESPS, a new surveillance requirement was established to manually
verify that the set-points were correct. In addition, a new surveillance requirement was established to
manually actuate the output channel interposing relays. Both of the new surveillances were setup to be
performed on a 92-day frequency.

3.1.1.9 Oconee RPS and ESPS Replacement Benefits and Impacts

As a result of the digital upgrade of the RPS and ESPS, the overall operation and maintenance burden
was reduced in regard to time spent performing channel checks and channel functional testing. The net
benefit of the digital RPS and ESPS in terms of periodic testing and verification work hours is a reduction
of 2296 work hours between operations and maintenance activities.

3.1.2 Vogtle Units 3 & 4 Technical Specification Change
3.1.21 Overview

As part of the design and licensing of Vogtle Units 3 & 4, a LAR has been developed to support
changes to the Protection and Safety Monitoring (PMS) TS SR. The LAR was submitted to the NRC on
March 25th, 2019 [29]. The scope of the LAR is to reduce the surveillances for the PMS system and is
focused on the following changes to the SR.

1. The SRs requiring a manual channel check to be performed on PMS components are proposed to be
removed from the TS.

2. The SRs requiring performance of a manual Channel Operational Test (COT) to be performed on
PMS components are proposed to be removed from the TS.

3. The SRs requiring a manual Actuation Logic Test (ALT) to be performed on PMS components
(excluding the Automatic Depressurization System (ADS) and In-containment Refueling Water
Storage Tank (IRWST) injection blocking device) are proposed to be removed from the TS.

4. The SRs requiring a manual Actuation Logic Output Test (ALOT) to be performed on PMS
components are proposed to be removed from the TS.

5. The approach for satisfying the reactor trip and ESFAS response time SRs is changed. The current
approach for satisfying the PMS response time surveillance tests is to perform a response time tests
on the PMS equipment. The proposed method is to use allocated response times for the PMS
equipment in lieu of testing.

The LAR activity credits the PMS self-diagnostic test features already part of the approved PMS
design and uses existing self-diagnostic features to justify the removal of redundant manual PMS
surveillance tests.

3.1.2.2 TSS Requirement Removal

As part of the technical evaluation for the removal of Channel Checks, COTs, ALTs, and ALOTs, the
manual PMS surveillance tests which are included in the TSs were compared to the PMS self-diagnostic
tests which are part of the system design. Most of the SRs associated with PMS Channel Checks, COTs,
ALTs, and ALOTs were proposed to be deleted based on the information provided in the comparison of

19



the manual surveillance tests to the system self-diagnostics. With a few exceptions addressed in the
comparison, the LAR demonstrated that the self-diagnostic tests can detect the same failures as would be
detected by the channel check, COT ALT, and ALOT surveillance tests but on an automatic and
continuous basis. The following information contains the comparison information from the Vogtle Units
3 & 4 LAR for the channel check, COT, ALT and ALOT.

3.1.2.3 Channel Check

The PMS performs continuous channel comparison on specific sensor values across all four divisions.
This includes intra-channel and inter-channel comparison checks. The PMS self-diagnostic test verifies
the same information verified by the manual channel check test. Therefore, the PMS Channel Checks can
be eliminated.

3.1.2.4 Channel Operational Test

The PMS self-diagnostic tests have been shown to adequately test the operability of the same PMS
components tested as part of the manual COTs in all the SRs listed except SR 3.3.20.3 for the ADS and
IRWST injection blocking devices. In addition, the self-diagnostic tests have been shown to put the
system into a safe state following the same PMS failures evaluated as part of the PMS FMEA. In all
cases, the internal fault detected by the diagnostic initiates the necessary visual and audible annunciation
in the main control room so that the operator can take the appropriate action.

The COT for the ADS and IRWST injection blocking device (SR 3.3.20.3) confirms the device is
capable of unblocking on low level. The ALT for the blocking device (SR 3.3.20.5) confirms it is capable
of unblocking for each of the blocking device inputs (i.e., remote shutdown room transfer switch,
block/unblock switch, battery charger under-voltage, and level low). Therefore, the ALT for the blocking
device is more comprehensive than the COT and overlaps the COT.

In summary, the PMS self-diagnostics adequately verified the components tested as part of the COT
(except for SR 3.3.20.3) and, therefore, the COT can be eliminated. In addition, the COT for the ADS and
IRWST injection blocking device (i.e., SR 3.3.20.3) can be eliminated because the ALT performed on the
blocking device is adequate.

3.1.2.5  Actuation Logic Test

The PMS self-diagnostic tests have been shown to adequately test the operability of the same PMS
components tested as part of the manual ALTs. Specifically, the PM646A, CI631 Module, BIOB, and
High Speed Link (HSL) Common Q Platform diagnostics were evaluated and shown to cover the
applicable processor module failure modes. In all cases, the internal fault detected by the diagnostic
initiates the necessary visual and audible annunciation in the main control room so that the operator can
take the appropriate action. In summary, the PMS self-diagnostics for the components tested as part of the
ALT and the existing TADOT associated with SR 3.3.7.1 together provide complete coverage for the
components tested as part of the ALT. Therefore, it is concluded that the ALT is unnecessary and can be
deleted from the TS with the exception of SR 3.3.20.5 that will remain n the TS to address the ADS and
IRWST blocking device testing.

3.1.2.6 TS Required Response Time Test Revision

Though the Response Time Tests will be retained as a surveillance requirement, it is determined to be
unnecessary to periodically test the response time of the PMS equipment. An allocated value for the PMS
equipment is proposed to be used in lieu of a test in order to support the overall Response Time Test
measurement. There was one exception to the proposed use of an allocated value which was addressed in
the LAR evaluation. The LAR provides a proprietary diagram of the response time signal path, along with
the other surveillance tests that cover each part of the signal path. Each component in the signal path was
evaluated to determine whether the associated self-diagnostics within the equipment could adequately detect
failures that impact response times.
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The PMS self-diagnostic tests or other surveillance tests (not being removed in this activity) have
been shown to adequately test the PMS components within the reactor trip and ESF actuation response
time signal paths and identify any failure that could impact equipment response times.

3.1.2.7 TS Required Actuation Logic Operational Test Revision

The PMS self-diagnostic tests have been shown to adequately test the operability of the same PMS
components tested as part of the manual ALOT, except for the CIM output circuitry to various valves.
The internal fault detected by the diagnostic initiates the necessary visual and audible annunciation in the
main control room so that the operator can take the appropriate action. The coverage of the diagnostics
capability to detect failure modes for various components is addressed in the LAR.

In summary, the PMS self-diagnostics for the components tested as part of the ALOT and the existing
surveillance requirements provide complete coverage for the components tested as part of the ALOT.
Therefore, it is concluded that the ALOT is unnecessary and can be deleted from the TS.

3.1.2.8 Self-Diagnostics Improvement of Reliability, Safety and Operability

Vogtle Units 3 & 4 provided information related to the benefit of self-diagnostics in digital equipment
as part of the LAR [29]. Self-diagnostics are a reliable and superior alternative to manual surveillance
tests. The self-diagnostics tests are automatically and continuously executed. This is in contrast to the
manual tests which are executed every 92 days or 24 months, per the surveillance test program.
Therefore, the self-diagnostics tests are executed more frequently than the manual tests. In addition, the
self-diagnostics tests do not reduce the redundancy of the safety system. The PMS remains at full system
redundancy during the self-diagnostic tests, unlike the manual surveillance tests which require the system
to be at less than full redundancy. Because the surveillance tests are accomplished by the operator, they
have a higher probability of a human error adversely impacting the operation of the safety system than the
self-diagnostic tests which are inherently less prone to error than a human operator. This is supported by
the fact that the self-diagnostics have gone through a rigorous design life-cycle process.

3.1.3 GE-Hitachi ESBWR DCD SER

The GEH-Hitachi application for a Standard Design Certification for the ESBWR was submitted to
the NRC on August 24, 2005 [30]. The NRC issued a final rule certifying the design on October 15, 2014
[31]. This section includes an overview of the GEH design and associated Tech Spec surveillance
intervals. Additional details are provided in Appendix G of this report.

In the DCD submittal [32], GE-Hitachi noted that the RPS is designed to provide the capability to
automatically or manually initiate a reactor scram while maintaining protection against unnecessary
scrams resulting from single failures. The RPS logic will not result in a reactor trip when one entire
division of channel sensors is bypassed or when one of the four automatic RPS trip logic systems is out of
service (with any three of the four divisions of safety power available). This is accomplished through the
combination of fail-safe equipment design, the redundant sensor channel trip decision logic, and the
redundant 2/4 trip systems output scram logic. The RPS is classified as a safety system.

3.1.3.1 ESBWR RPS Self-Diagnostics and Online Monitoring

GE-Hitachi did not provide a direct section in the DCD describing the self-diagnostics and OLM
capabilities, because it was not required at the time of DCD approval. Instead, the DCD refers to Codes
and Standards compliance including Reference to IEEE-603-1991 [33] Section 5.10 as noted in the NRC
ESBWR Chapter 7 DCD SER [34].

The staff evaluated whether IEEE Std 603-1991 [33], Section 5.10, is adequately addressed for the
safety systems. This criterion requires the safety systems to be designed to facilitate timely recognition,
location, replacement, repair, and adjustment of malfunctioning equipment. SRP Appendix 7.1-C states
that digital safety systems may include self-diagnostic capabilities to aid in troubleshooting, but the use of

21



self-diagnostics does not replace the need for the capability for test and calibration systems, as required
by IEEE Std 603-1991 [33], Sections 5.7 and 6.5. DCD Tier 2, Revision 9, Section 7.1.6.6.1.11, specifies
that the Q-DCIS provide periodic self-diagnostic functions to locate failures to the component level. DCD
Tier 2, Section 7.1.6.6.1.11, also specifies that the Q-DCIS provide, through the ability to bypass
individual divisions, the capability to repair or replace a failed component online without affecting the
safety system protection function.

3.1.3.2  RPS Reliability Analysis

GE-Hitachi did not provide reference to a specific methodology for performing the reliability analysis
of the RPS components, but they did commit in the DCD Chapter 7 to comply with the following
requirements from GDC 21 [35], “Protection System Reliability and Testability,” as a document in the
NRC SER for the GE-Hitachi ESBWR Chapter 7 [33].

3.1.3.3 GE-HITACHI RPS Surveillance Interval

In the ESBWR DCD Chapter 16 [36], GE-Hitachi committed to complying with the current
surveillance intervals for channel check, channel functional test, and channel calibration for the rack
equipment, as noted in Appendix G. No interval extension was proposed to take credit for the diagnostic
capabilities of the digital instrumentation.

3.14 NuScale DCD SER Overview

The NuScale Small Modular Reactor (SMR) application for a Standard Design Certification for the
SMR Design was submitted to the NRC in December 2016. The NRC review of the NuScale DCD is still
in process, but the SER [37] of the DCD Chapter 7 [38] was issued on August 16, 2018. This section
provides an overview of the NuScale design and additional information is provided in Appendix H.

The design of the safety system architecture for each NuScale module utilizes the Highly Integrated
Protection System (HIPS) platform. As documented in the NRC staff’s evaluation of the HIPS platform
[39] (ADAMS Accession No. ML17116A097), the NRC staff reviewed and approved TR-1015-18653,
Revision 2 [40].

3.1.4.1 NuScale RPS Surveillance Interval

In the NuScale DCD Chapter 16, “Technical Specifications” [41], NuScale committed to comply with
the current surveillance intervals for channel check, channel functional test, and channel calibration for
the rack equipment, as noted in Table 1, or as defined in the SFCP which is authorized with
implementation of NEI 04-10 Rev. 1 [2]. In Revision 2 of the NuScale DCD Chapter 16, both the
Channel Functional Test and the Channel Calibration were cited at the established frequencies of 6
months and 24 months, respectively, or as defined in the associated SFCP.

3.2 Vendor Input on Reliability Methods and Crediting These for STI

This is an overview of Digital Equipment Generic Attributes with Self-Diagnostic and OLM
Capabilities that can used to replace analog plant systems. Also, here we identify the current methods of
reliability and availability analysis (resultant PFD) and availability calculations (MTBF and MTTF) that
are used by the current vendors (to satisty their FMEA analysis), and to credit the diagnostics and
prognostics attributes) that provide digital RPS/ESFAS replacement solutions.

Table 2 provides an overview of the vendor’s identified capabilities for STI extension based on
crediting diagnostics and status of any licensing actions on their platform or applications.
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Table 2. Vendor input on reliability methods and creditin

these for STI extension.

NRC Additional
Vendor Platform Application/approval STI Extension Credited Details
Framatome TRICON NRC SER dated NRC staff reviewed self-test Appendix |
May 15, 2012 [43] capabilities of the TRICON
and found suitable and
possible to credit for TS STI
on a plant specific basis.
Rolls Royce Spinline-3 STUK Approval for Spinline-3 has the capability to | Appendix J
Loviisa application, perform automatic surveillance
2018 [45] testing on a plant specific
application
NuScale ULTRA-HIPS | NRC SER dated In response to RAI 3, Appendix K
(FPGA) Dec 23,2015 [39] Question 07.01, NRC staff
agreed with the applicant that
self-testing features could take
the place of TS STI during
operation.
RADIY RadICS TR submitted to NRC | In [46] documents the Appendix L
(FPGA) Sept 20, 2016 [46] automatic capability for the
platform to perform channel
check and channel operational
test automatically — if applied
for on a plant specific basis.
3.21 Westinghouse Common Q Platform

3.2.1.1

Overview

As part of this research, the Common Qualified (Common Q) platform was reviewed to determine the
available information on self-diagnostics and equipment reliability. Publicly available information on the
Common Q platform [47, 48] and the SER [42] were utilized.

Common Q products can be used to replace obsolete components in Post-Accident Monitoring
Systems, Core Protection Calculator Systems and Digital Plant Protection Systems. Common Q by
definition is Class IE; therefore, all of its building blocks are Class IE.

A key aspect of the Common Q platform is the ability of the system to perform self-diagnostics and
OLM for the equipment and safety functions. The submittals provided by Westinghouse to the NRC in
topical reports supply a summary of the different features, which are included in the Common Q platform
for self-diagnostics and OLM.

In addition, equipment reliability is another key metric for the Common Q system which is designed
to exceed the reliability of the existing analog equipment which is currently in service at U.S. NPPs.
Westinghouse provided specific analyses to the NRC for their review of the equipment reliability for the
Common Q platform.

3.2.1.2

Westinghouse Common Q Platform Self-Diagnostics and Online Monitoring

The Westinghouse Common Q platform topical reports [48] outlined the self-diagnostic features
available for the Common Q equipment and functions. Several revisions of the Westinghouse topical
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reports were reviewed as part of this project. All of the reports included a focus on self-diagnostics. The
following sections provide a summary of the different diagnostics built into the Common Q platform.

3.2.1.3 Watchdog Timer

The processor module has a built-in watchdog timer module that can be used to annunciate a failure,
actuate a divisional trip, or set output states to predefined conditions.

3.2.1.4 Input/Output (I/0) Cards

The system software in the Advant Controller 160 automatically checks that all I/O modules are
operating correctly at system startup and by the application interfacing with the module. Also, the I/O
module runs a self-testing routine following power-up and during operation. Diagnostics of I/0 and
communication modules are executed by interrogating all modules for errors.

3.2.1.5 Interface and Test Processor (ITP)

The ITP is a testing system which performs continuous passive monitoring of expected outputs based
on the current inputs, and manually initiated automatic active testing. Cross divisional data is compared in
the ITP for consistency. The status of the other divisions is checked before any divisional test is initiated.

3.2.1.6 PMG646A Processor Module Diagnostic Functions

Advant Controller 160 performs a variety of diagnostic and supervision functions to continuously
monitor the correct operation of the whole system. The CPU module monitors the system as a whole by
collecting all the diagnostic information and checking the consistency of the hardware configuration and
the application software.

3.2.1.7  High Speed Link (HSL)

HSL diagnostics are executed to detect physical layer failures and failures of the communication link
to another PM646A processor module.

3.2.1.8 AF100 Interface

The AF100 uses bus mastership to continuously monitor the status of the nodes on the bus. The AF
100 communication interface, CI631, monitors the validity of the data sets it is supposed to receive. If no
data has been received for four cycles for the data set, or when the communication interface has failed, the
database element for the data set will be flagged as failed.

3.2.1.9 Passive Testing

Passive testing requires the AC 160 processors to periodically transmit sufficient data to the ITP so it
can validate the correct operation of the processors and compare its divisional data with corresponding
data from other divisions (via other ITPs).

3.2.1.10 Application Watchdog

The design of the Common Q platform includes a hardware watchdog function within the processor
module to override the activation outputs of the safety system should the processor halt. The AC160
internal diagnostics monitoring the activation and execution of each application task eliminates the need
for application-level software watchdog counters.

3.2.1.11 NRC Safety Evaluation of Common Q Platform

The NRC has reviewed several revisions of the Common Q platform topical reports with revision 0
submitted on June 5, 2000, [49] by Combustion Engineering Nuclear Power in CENPD-396-P. Several
versions of the Common Q safety evaluation reports were reviewed as part of this project. On the basis of
the review in the latest SER [42], the NRC staff concludes the self-testing features of the AC160 system
adequately support the self-test issues identified in BTP 7-17.
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3.2.1.12 Westinghouse Common Q Platform Reliability and FMEA

During a conference call with a Westinghouse representative, a non-proprietary version of
WCAP-16438 for the AP1000 Protection and Safety Monitoring System FMEA was identified [50].
WCAP-16438-NP Revision 3 [50] indicates that a FMEA was performed for the generic Common
Qualified Platform Digital Plant Protection System, of which the AP1000 Protection and Safety
Monitoring System (PMS) is an example.

The AP1000 FMEA for the PMS made the following conclusions about the system architecture:

a. Due to the high degree of redundancy within the reactor trip interface, a single failure of the
electronics does not prevent a division from responding to a valid actuation signal for reactor trip.

b. Single failures may prevent the actuation of an individual ESF component, or may lead to its
spurious actuation; however, plant safety is retained through the redundant ESF components
actuated from other divisions. The effects of the spurious actuations of the equipment on the plant
operation are addressed as DBAs in the DCD.

c. Single failures may prevent information display through one Safety Display; however, all
monitored process variables will remain available through redundant measurements on the
displays of other divisions.

d. Failures affecting protective functions are detectable by either diagnostics or planned periodic
surveillance tests.

e. Several failures that depend on a periodic surveillance test for their detection have been
identified. The design of the test facilities and sequence, and the interval at which the testing is
performed, takes these failures into account.

A review of the NRC SERs on the different versions of the Common Q topical reports did not provide
any additional detail about the methods for determining the reliability, performing FMEAs, or addressing
operating histories of the equipment. The NRC did review the proprietary information and provided the
following evaluation writeup about the FMEA in its SER

On the basis of its review of the failure modes and effects analyses that Combustion Engineering
previously submitted in Appendices 1, 2, and 3, the NRC staff concludes the proposed design approaches
are consistent with the requirements of GDC 23 [35]. Plant specific FMEAs will be required for any
implementation of the Common Q system.

3.2.2 Framatome TXS Platform
3.2.2.1 Overview

Here the TXS system was reviewed to determine the available information on self-diagnostics and
equipment reliability. The following three design projects which utilized TXS were reviewed using
publicly-available information.

1. TXS TR and safety evaluation [42,47,48].

2. AREVA U.S. EPR design certification documentation [S1-57].
3. Oconee Nuclear Station RPS/ESPS digital upgrade [24, 25].
3.2.2.2 TXS Self-Diagnostics and Online Monitoring

Throughout the different projects which referenced or utilized the TXS equipment, the
self-diagnostics and OLM has factored into the design processes, regulatory reviews, and the credited
capabilities of the system. The self-diagnostics are highlighted as a benefit of the system to provide
continuous system monitoring, to ensure high reliability of the safety functions, and to eliminate some
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periodic testing. The strategy for surveillance testing was addressed in the TELEPERM XS (TXS) design
review as part of the system TR review and mentioned in NRC SER.

The summary from the Oconee Nuclear Station LAR [24] indicates that Table 1.1 of EMF-2341(P)
provides a listing of the various surveillance testing and how TXS performs those tests. Functional testing
is accomplished by 1) continuous self-monitoring, 2) periodic input channel tests, and 3) periodic output
channel tests. Logic System Functional Tests are accomplished by continuous self-monitoring.

The best coverage of the TXS SR is provided in the “U.S. EPR Surveillance Testing and TXS
Self-Monitoring Technical Report ANP-10315NP” [51]. The overall surveillance testing philosophy is
described with particular emphasis on:

e Describing complete testing coverage of the safety-related 1&C systems via overlapping tests,
including self-monitoring and periodic surveillance testing.

e Providing detail regarding the self-monitoring features to demonstrate their adequacy.

e Describing compliance with regulatory requirements and conformance to guidance applicable to
surveillance testing of the U.S EPR safety-related [&C systems.

The U.S. EPR safety-related 1&C systems surveillance testing philosophy consists of both periodic
testing and self-monitoring that provide complete coverage from sensor to actuator for reactor trip
function and engineered safety features functions. This philosophy takes advantage of self-monitoring
features of the TXS platform that render additional periodic testing of some portions of the system
unnecessary. Specifically, self-test features replace the traditional channel check and channel functional
test surveillances.

Self-monitoring features fall into one of two main categories: inherent self-monitoring and engineered
self-monitoring. Inherent self-monitoring features are those contained in the TXS system software and are
present in every TXS system. Engineered self-monitoring features are designed on a project-specific basis
as part of the application software. The inherent and engineered self-monitoring features together provide
exhaustive coverage of detecting failures that could prevent performance of a safety function [51].

3.2.2.3 Inherent Software Based Self-Test

Extensive self-testing is designed as part of the TXS system software. It consists of one part, which is
executed once during every startup (i.e., extended self-test), and another part, which is processed
repeatedly during operation of the TXS function processor (i.e., continuous self-test). The continuous
self-test performs only those tests which can be performed without affecting the operation of the
application software. The continuous self-test is executed repeatedly during the function processor’s
cyclic processing. It is executed as an operating system task with the lowest priority. Thus, the operating
system schedules the continuous self-test only if no other task with higher priority is pending.

3.2.2.4 Inherent Hardware Watchdog Timer

The function of the watchdog timer (WDT) is to provide indication of the loss of cyclic operation of
the run time environment (RTE). At the beginning of the processing cycle of the RTE, the local cycle
counter is incremented and the WDT is set to a value that is larger than the activation cycle for the RTEs
set in the TXS Operating System Software. The hardware WDT must be re-triggered by the RTE software
before its expiration. If the software fails to do so, the watchdog times out and an activation signal is
generated.

The hardware WDT is periodically tested by the cyclic self-test. For this test, a trip of the watchdog is
triggered by the self-test task, and the trip is verified on the associated interrupt signal. The “normal”
response to this watchdog-interrupt is blocked for the duration of the test.
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3.2.2.5 Inherent Error Detection by the Runtime Environment

The runtime environment is the most important task of the function processor because it calls the
actual application functions. The functioning of the runtime environment is essential for the TXS
communication principle. It triggers and controls all actions during the processing cycle. During runtime,
three tasks are defined: Monitoring, Cycle, and Self-Monitoring.

The monitoring task is automatically started by the operating system after each reset. When no more
control commands need to be processed, the monitoring task is suspended. It is activated by the cycle task
each time a new control message is received.

The cycle task is activated by the RTE initialization after successful completion of the initialization
phase. The cycle task handles all communication via messages, the /O modules, and the cyclic
processing of the FDG-modules. It has the highest priority of all three tasks, thus ensuring that the cyclic
operation of the FDG-modules always happens with the specified cycle time. If a new control message
from the service unit has been received, the cycle task activates the monitoring task to process the control
commands.

The self-monitoring task is automatically started by the operating system after each reset. It has the
lowest priority of all tasks and is only scheduled when the monitoring and cycle tasks are not active.

3.2.2.6 Communication Monitoring

Communication in the TXS system is performed cyclically with a fixed communication cycle time. If
one of the listed checks fails, the affected data are marked with an error status. These checks are
performed by the runtime environment of the function processors. Independently from this, the firmware
of the communication module performs additional checks (e.g., destination address check, frame check,
sequence check). If these checks fail, the received data packet is discarded by the communication module,
resulting in a loss of the data packet.

3.2.2.7 Engineered Self-Monitoring Features

In addition to the inherent self-monitoring performed by the TXS system software/hardware,
additional monitoring is implemented in the application software on a project-specific basis. The
engineered monitoring features included in the U.S. EPR design are (1) monitoring runtime environment
message flags, (2) monitoring the signal status of input signals, (3) checking the channel, and 4) checking
rationality.

3.2.2.8 TXS Surveillance Interval Extensions

The TELEPERM TR (EMF-2110(NP)) [27] and the U.S. EPR Surveillance Testing Technical Report
(ANP-10315NP) [51] both provided a basis for the automation of the channel check and channel
functional test requirements. The digital upgrade to the RPS and ESPS at Oconee Nuclear Station used
the basis from EMF-2110(NP) to modify the TS SR for Channel Checks and Channel Functional Tests.

3.2.2.9 Channel Check

Channel Check surveillance is based on the assumption that instrument channels monitoring the same
parameter should read approximately the same value. Significant deviations between the two instrument
channels could be an indication of excessive instrument drift in one of the channels, or of something even
more serious. The TXS platform is designed to automatically perform the channel-check comparisons
many times each second.

3.2.2.10 Channel Functional Test Coverage

The purpose of the channel function test is to confirm that the division is operable. It is a test of the
required logic components of each logic path, from as close to the sensor as is practical, up to, but not
including, the actuated device. Self-monitoring confirms proper performance of the safety function
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processors, the integrity of the installed code, and provides reasonable assurance of operability. These
tests are equivalent to a channel function test verifying that the analog bi-stable card works electrically
and has the correct set-point.

3.2.2.11 TXS Reliability

The reliability and availability of the TXS system was a key topic of discussion in the TXS TR, U.S.
EPR design certification documentation, and in the Oconee digital RPS/ESPS upgrade LAR. The
fundamental quality requirement for a safety I&C system is the reliability with which it performs its
assigned safety functions. To assess this reliability, two mutually complementary methods are in standard
use in Germany. These two methods are the probabilistic and the deterministic reliability analysis.

For a cyclic TXS safety [&C system, the non-availability calculated from component failure rates and
observable in operation is the relevant measure for quantification of system reliability. For assessment of
reliability for a cyclic digital I&C system it makes no difference whether this system is a closed-loop
control system that acts on the process continuously or a safety I&C system. This is one important
difference to a hardwired 1&C system in that such a system only performs its function once a year outside
of system testing, or possibly not at all.

In the NRC’s evaluation of the TXS TR [25], the staff determined that the system reliability would be
acceptable based on the following statements in their evaluation report. Reliability has been assessed with
both probabilistic and deterministic analyses. The probabilistic analysis has been used to quantify the
non-availability on demand. The staff has reviewed these calculations, but they do not use probabilistic
and deterministic reliability analyses as the sole means of determining acceptability of a safety system.
The calculations are related only to the hardware aspects of the TXS system; however, confirmatory
testing performed by Siemens and GRS included the software.

For the system software, the NRC SER included a review to ensure that the software reliability met
the requirements of IEEE Std 7-4.3.2-2003 Clause 5.15 [58]. The TXS platform and the digital RPS/ESPS
application development software processes were reviewed in accordance with BTP 7-14 to ensure that
they will produce reliable software. The impact of SWCCFs was evaluated by the NRC staff in the D3
evaluation. The reliability impact of potential cyber security vulnerabilities was addressed. Based on these
evaluations the NRC staff determined that the digital RPS/ESPS conforms to the guidance of Clause 5.15.

3.2.2.12 TXS FMEA

As part of the design documentation for different TXS licensing review efforts, FMEA was used to
address system performance and reliability. In the U.S. EPR Protection System Technical Report
ANP-10309NP [57], FMEA information is summarized as part of the design certification process. An
FMEA is a systematic procedure used to analyze the protection system in order to identify potential
failures and their consequences. A system-level FMEA is performed on the protection system to identify
potential single point failures and their consequences. The FMEA for the Oconee RPS/ESPS digital
upgrade demonstrates that credible failure modes of TXS hardware are detectable and that the design
complies with the single failure criterion. Potential failures have been systematically investigated to
determine bounding failure modes for each component, module or portion of the system.

Failures were considered down to the part, module, subsystem and system levels and included
evaluation of impacts to the system functional trips and indications. In accordance with the IEEE
379-2000 methodology, once redundancy and separation are confirmed single failures do not have to be
further investigated except at points where the separate RPS/ESPS channels come together.

The FMEA concludes critical functions required for performing protective actions, during both
normal and abnormal conditions, will continue for all credible single failure modes. Further, the FMEA
concludes that the failure modes for the digital RPS/ESPS have been adequately considered and that there
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are no credible failures that could defeat the ability of RPS/ESPS to perform its safety functions. As such,
the RPS/ESPS meets the single-failure criterion.

The NRC staff reviewed the digital RPS/ESPS FMEA documentation and has determined the level of
detail is appropriate for a system with this degree of complexity. The FMEA is sufficiently detailed to
provide a useful assessment of the potential failures and the effects of those failures. The NRC staff
concurs with the licensee’s determination that the FMEAs provide reasonable assurance that the
single-failure criterion is met for all creditable single failures and all failures caused by the single-failure.
Based on the NRC staff review, there is reasonable assurance that all credible FMEAs have been properly
identified and evaluated for the Oconee RPS/ESPS system.

3.2.2.13 TXS PRA Modeling

The protection system is modeled to the level of detail of the rack mounted TXS modules. This level
of detail is sufficient to resolve dependencies related to shared equipment (e.g., computer processors and
I/0 modules that perform multiple functions) and also corresponds to the availability of failure data from
the worldwide TXS operating experience.

The TXS hardware and software used by the protection system have extensive self-testing features
and fault-tolerant design. These features improve the reliability of the system and minimize the need for
periodic surveillance testing. However, the PRA model assumes that a portion of the failure modes are not
“covered” by the self-testing and fault tolerance. The “non-covered” failure modes, although they present
the smaller percentage, are more important to the PRA results, because they have a long mean time to
repair (MTTR) relative to the self-revealed failures and a less favorable impact on the (fault tolerant)
coincidence logic.

The protection system PRA model includes two categories of SWCCF: CCF of the TXS operating
system (OS) software, and CCF of the application software. The OS CCF includes software that is
common to the system including the OS itself and support software such as functional blocks. CCF of the
OS is a hypothetical failure that is assumed to cause catastrophic failure of all of the protection system
computers.

Since there is uncertainty in SWCCEF estimates, it is important to understand the design features that
influence it. The OS design and the application software development are both significant parts of the
TXS platform’s defense against CCF. The quality of the software development life-cycle process is
significant in preventing defects in the application software.

Also significant for reducing SWCCEF are the features of the OS software that reduce failure triggers.
Deterministic program execution and strictly cyclic processing are used in the TXS platform so there is
only one path through the software instructions, and all of the application code is executed every cycle
(i.e., the program always performs the same computations). This provides software execution on each
processor that is independent of any input data trajectory or data-triggered interference (processor
overload or software exception). These characteristics of the TXS design limit the opportunity for CCF
due to untested software paths and datasets and reduce the probability that postulated latent errors may be
triggered to cause failure.

As would be expected, the protection system contribution to the PRA results is dominated by CCFs.
The results are sensitive to the assumptions made for SWCCF, as well as CCF of computers and key
sensors. These sensitivities are tempered somewhat by additional functions, which are incorporated into
the DAS for D3.

3.23 Framatome TRICON Platform

The TRICON V10 PLC was evaluated as part of this report and is a with a fault-tolerant PLC that
uses a TMR architecture in which three parallel control paths are integrated into a single overall system.
The system is designed to use two-out-of-three voting with the intent of providing uninterrupted process
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operation with no single point of random hardware failure. The TRICON was submitted for NRC
approval as a safety-system platform, as the “TRICON Topical Report,” [59] and approved by NRC on
May 12, 2012, [44] and the associated SER. A brief summary is provided here, and additional
information are in Appendix I.

In addition, the TRICON was submitted for license approval to the NRC as part of the Diablo Canyon
Plant Protection System Replacement Project in a LAR, dated October 26, 2011 [60] and approved by the
NRC on December 21, 2016 by a SER [61].

3.2.3.1 TRICON Self-Diagnostics and Online Monitoring

The TRICON V10 PLC system provides continuous self-testing, including monitoring memory and
memory reference integrity, using WDT, monitoring communication channels, monitoring central
processing unit status, and checking data integrity. The TRICON V10 PLC system performs self-tests and
1/0 validation on each module. The TRICON V10 PLC system TMR architecture provides continuous
self-testing to detect, tolerate, and alarm on single internal failures. The internal self-test functions are
transparent to the application program and are an integral part of the base platform operating software.
These diagnostics check each main processor, as well as each I/0O module and communication channel.
Transient faults are recorded and masked by the hardware majority-voting circuit. Persistent faults are
diagnosed, and the faulted module can be replaced or operated in a fault-tolerant manner until
replacement is completed.

The NRC staff reviewed these self-test capabilities in [44] and found them to be suitable for a digital
system used in safety-related applications in NPPs.

The NRC staff also noted in [43] that it may also be possible to use some of these diagnostic
capabilities to modify or eliminate certain TS-required periodic surveillance tests; however, this is a
plant-specific, application-dependent issue and, therefore, is was not addressed in [44].

3.2.3.2 TRICON Reliability Analysis

Invensys performed a reliability and availability analysis of the TRICON V10 platform as specified in
Section 4.2.3 of EPRI TR-107330 and documented the results a supporting document to [60].
Calculations were done for periodic test intervals ranging from 6 to 30 months. In all cases, the calculated
reliability and availability were greater than 99.9 percent, which exceeds the recommended goal of
99.0 percent from the EPRI TR. For a periodic test interval of 18 months (corresponding to the typical
NPP refueling outage cycle), the reliability is 99.9987 percent and the availability is 99.9990 percent.

Both the availability and the safety availability were determined from a Markov model of the
TRICON PLC. A Markov model uses a state diagram of various failure states of the system. From this
model, the probability to be in any one state at a given time can be predicted. Using the combined
probabilities of various failed states, the mean time to failure due to a spurious trip (MTTF) and the
probability of failure on demand (PFD) can be calculated for the system. These quantities are directly
related to the availability and the safety availability.

3.2.3.3 TRICON FMEA

Triconex performed a FMEA on the TRICON PLC system platform and documented that analysis in
Triconex document noted in [60]. This FMEA was done in accordance with the guidelines of Section
6.4.1 of TR-107330 and the requirements of IEEE 352, Sections 4.1, 4.4, and 4.5. The FMEA reviewed
possible failures of the TRICON PLC system components, identified the mechanisms that could cause
those failures, and evaluated the consequences of those failures on the operation of the Tricon PLC
system. Triconex stated that because of the architecture of the Tricon PLC system, failure mechanisms
that affect a single leg of the triple-redundant system generally have no effect on system operation.
Therefore, the FMEA also considered (1) failure mechanisms that are recognized as being highly unlikely
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but could affect multiple components, and (2) the coincident occurrence of otherwise single failures (i.e.,
multiple failures).

3.2.3.4 Diablo Canyon Process Protection System Replacement Project

Diablo Canyon Power Plant (DCPP) intended to replace the existing digital Westinghouse Eagle 21
PPS to address maintenance and obsolescence issues. Eagle 21 was installed in 1994 to replace the
original analog Westinghouse 7100 PPS. The license amendment for replacement of the Eagle 21 PPS
was submitted to NRC on October 26, 2011 [60], and approved by the NRC on December 21, 2016 [61].

3.2.3.5 TRICON Surveillance Interval Extension

The Pacific Gas and Electric Company submitted the DCPP, Units 1, and 2, proposed changes to TS
1.1, “Definitions.” Because the DCPP TSs are common to both units, proposed TSs use notes and
qualifiers, as appropriate, to differentiate the TS requirements for operation with the TRICON/ALS PPS
and with the Eagle 21 PPS.

No changes to SR or surveillance frequencies were requested and no changes to required action CTs
were made as a result of the PPS upgrade. It was intended to perform those later under the SFCP.

3.24 Lockheed Martin FPGA Platform

This section provides a review of the Lockheed Martin Field Programmable Gate Array (FPGA)
design, NRC review and any credit taken for diagnostics toward extension and elimination of STI.

By letter dated May 5, 2017, Lockheed Martin Nuclear Systems and Solutions (Lockheed Martin)
submitted a TR, NuPAC ED610000-47-NP [44] which proposes to use a FPGA based [&C platform to
implement safety systems in NPPs. The NuPAC platform was approved by the NRC with certain plant
specific action items.

3.24.1 FMEA

A FMEA and failure modes, effects, and criticality analysis (FMECA) have been prepared for the
NuPAC platform in accordance with guidance in both EPRI TR-107330 [62] and IEEE STD-352-1987
[12]. The FMEA, NuPAC ED610000-049 [63], identifies potential NuPAC platform failure modes and
categorizes the effect of each failure on performance in terms of the fault categories in EPRI TR-107330.
The FMEA groups NuPAC platform failure modes by circuit card and by a specific fault associated with
a function of that circuit card. Items included in the FMEA are the Carrier Card, Logic Mezzanine, 1/0
mezzanines, backplane, power sources, and external-loop power supplies.

3.2.4.2  Reliability Analysis

The first step in extending TS surveillance intervals is to use the results of the NuPAC Reliability
Prediction Report which are provided to a nuclear plant for an actual application. This was prepared for
the NuPAC platform in accordance with the guidance contained in IEEE Standard 352. The reliability
analysis provides NuPAC platform reliability predictions to the circuit card level, based on the random
hardware failure rate of its components. The failure rate data may represent prediction, test, or observed
field failure data. The reliability predictions are performed using the parts stress analysis method.
Component stress data, thermal data, and quality data are elements of the reliability prediction and are
identified with other component characteristics as the Pi values in the failure rate calculations. The piece
part stress level of the electrical components on circuit cards are calculated and recorded. These stress
levels are used in the reliability prediction to verify stress level compliance with de-rating criteria. The
component failure rates will also be applied to the FMECA.

3.2.4.3 Online Monitoring

NuPAC has the capability of monitoring its memory, the FPGA, all inputs and outputs, LED display
functions/diagnostics, associated components, communication paths, and interfaces. For example,
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comparison of readings from sensors in different divisions may provide useful information concerning the
behavior of the sensors (for example, OLM). Such a function executed within a safety system, however,
could also result in unacceptable influence of one division over another, or could involve functions not
directly related to the safety functions. The output of both analog voltages and currents can be monitored
by NuPAC software and channel checks performed automatically on a more frequent cycle than currently
in the TS. In addition, these same values can be used to perform operational testing.

NuPAC has been designed to support manual actuations of all types and can support the
signal/information processing for manual protective actions by monitoring specified discrete inputs and
providing discrete outputs. Operator displays are not currently provided with NuPAC.

3.2.4.4 NuPAC Automated Channel Checks, Functional Tests, Response Time Testing,
and Calibrations

NuPAC is designed to support certain TS surveillance intervals automatically. At this time, there has
been no documentation established for these automatic surveillance tests due to the lack of a plant specific
application. A Nuclear Plant application will initiate more detailed investigations into these areas land. At
that time, automatic surveillance design details would be established.

3.2.5 Rolls Royce SPINLINE Platform

The Rolls Royce SPINLINE 3 digital platform has been implemented in the Finland Loviisa Nuclear
Plant. This implementation was the result of a modernization effort to replace an older analog based
safety system with a modern digital platform. The discussion highlights the design features of the
SPINLINE 3 digital platform that support automatic surveillance testing to aid in meeting TS testing
intervals. A brief summary of SPINLINE 3 is presented here and additional information on NRC review
are in Appendix J.

The STUK (Finnish Government Regulator) decision is found in a document titled Loviisa 1 and
2 - Automation renewal (ELSA-Project) [45]. This document is only available in Finnish and in English
with an unofficial translation.

Furthermore, most of the I&C system testing is performed using the Automatic Test Unit (ATU) as
No-Go tests, which can be performed in both plant power operation or during annual maintenance, when
the plant is in a shutdown state. Since the ATU is classified as non-safety, STUK has no regulatory
requirements and therefore no official decisions or approvals for said unit.

It is evident that the SPINLINE 3 system has the capability to perform automatic surveillance testing
such as channel checks, operational testing, portions of calibrations, and response-time testing. Rolls
Royce has stated that a combination of surveillance, software diagnostics, and automatic self-tests are
necessary to provide comprehensive coverage of all platform failures. The NPP licensee must establish
the additional periodic surveillance testing necessary to detect system failures for which automatic
detection is not provided and define appropriate surveillance intervals to provide acceptable
comprehensive coverage of identifiable system failure modes. Also, the licensee must determine those
physical configuration and plant-specific installation conditions that impact safety system maintenance
and define any necessary diagnostic, testing, or surveillance functions to be implemented in application
software to support maintenance and repair. Additionally, the NRC plant-specific action items must be
resolved before automatic surveillance testing is acceptable.

3.2.5.1 FMECA

Generic board/device-level FMECASs have been prepared in accordance with the guidance in
International Electrotechnical Commission (IEC) 60812 [64]. Unless otherwise noted, IEC 62380 [65]
provides the distribution of failure modes and failure rates of the components that comprise the
board/device being analyzed. These FMECA are consistent with the FMEA guidance of IEEE Standard
352-1987, Sections 4.1, 4.4, and 4.5 [12].
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e Each board-level FMECA includes the following information on the device being analyzed:
e General description

e External functional analysis that identifies the device boundaries and the external systems that interact
with the device

e Functional block diagram of the device
e Description of the function blocks

e The FMECA is used to identify the effects of the failure modes of each function block in the device
and define the potential malfunctions of the device. For each board/device-level malfunction, the
FMECA assesses the ability to detect the malfunction

e For each board/device, the FMECA results are presented in table format following the format and
content guidance in IEC 60812

3.2.5.2  Reliability

Three different base methods were used to estimate the reliability of SPINLINE 3 boards/modules as
follows:

e For all SPINLINE 3 modules that are installed in a rack, the analyses have been recently updated and
are based on IEC 62380, “Reliability Data Handbook, Universal Model for Reliability Prediction of
Electronics Components, PCBs and Equipment,” instead of MIL HDBK 217F [13], which is
recommended in IEEE Standard 352-1987 [12]. The reason for the IEC application was that IEC
62380 provides optimized more current data for modern electronic hardware than that provided by
MIL HDBK 217F.

e For all SPINLINE 3 modules (MV16 and the output relay terminal block) that are installed in the
cabinet but outside of the rack, the analyses reverted to MIL HDBK 217F.

e For modules from manufacturers other than RR, the analyses are based on MIL HDBK 217F. These
items are all installed in the cabinet but outside of the rack.

The diagnostics and self-test capabilities comply with the guidance of EPRI TR-107330 [62] overall.
The Rolls Royce position is that surveillance and periodic testing are both necessary, in addition to the
diagnostics and self-test capabilities of the SPINLINE 3 platform, to detect all failures.

3.2.5.3 Automated Testing Units

The ATUs are non-Class 1E automatic devices that provide an aid for systematic testing. The ATU is
plugged into the front of the tested cabinet when needed for testing a unit. Once maintenance personnel
plug the device into the cabinet and start the tests, they are automatically processed. Test results are
provided in a printed report.

The ATUs are dedicated to periodic testing by including the following basic features:

e The ATUs produce signals equivalent to all types of input signals, coming from sensors (analog and
digital) or from networks.

e The ATUs receive the output signal from the tested unit by connection to the network.
3.2.5.4 Monitoring and Maintenance Unit

The Monitoring and Maintenance Unit (MMU) hardware is a non-safety PC-type computer, equipped
with interfaces, screen, and keyboard for a non-safety man-machine interface. As designed, it is
permanently connected to SPINLINE 3. The purpose for the MMU is to process the self-diagnostics test
results, success or failures, either from an 1&C unit or by using the communication network. This is
accomplished by comparing test results to support the self-diagnostics process and to process the
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surveillance functions including the comparison between redundant sensors and computational devices
such that a wrong operation can be detected, or a wrong parameter is located within a unit. These tests are
received from all units such that the maintenance operator will be able to review this test result
information to locate such things as failed or failing boards. In addition, maintenance operators can use
the results from the MMU for corrective and preventive maintenance.

3.2.5.5 Testing Strategy

The main objective of the testing strategy is to ensure, by means of failure detection, that the
performance requirements defined in the design basis for automatic actuation and manual control are met.
The testing strategy includes the verification of the main parameters, which are accuracy, calibration, set-
point value, and response time. Testability involves all the features implemented to detect all failures that
can render the equipment incapable of performing its function.

The testing strategy is based on a combination of the following
e Seclf-diagnostic tests that run as part of each cycle
e Surveillance functions that are performed by the MMU during plant operation
e Periodic tests that are performed during refueling outages.
3.2.5.6 Testing Conclusion

It is evident that the SPINLINE 3 system has the capability to perform automatic surveillance testing
such as channel checks, operational testing, portions of calibrations, and response time testing. Rolls
Royce has stated that a combination of surveillance, software diagnostics and automatic self-tests are
necessary to provide comprehensive coverage of all platform failures. The NPP (licensee) must establish
the additional periodic surveillance testing that is necessary to detect system failures for which automatic
detection is not provided and define appropriate surveillance intervals to provide acceptable
comprehensive coverage of identifiable system failure modes. Also, the licensee must determine those
physical configuration and plant-specific installation conditions that impact safety system maintenance
and define any necessary diagnostic, testing, or surveillance functions to be implemented in application
software to support maintenance and repair. Additionally, the NRC plant-specific action items must be
resolved before automatic surveillance testing is acceptable.

3.2.6  Ultra — NuScale Highly Integrated Protection System (HIPS) Platform

This section provides an overview of the Ultra FPGA platform, selected by NuScale for its SMR
safety system [&C design. Appendix K provides additional details on the engineering and licensing of
this platform and the associated STI.

By letter dated December 23, 2015, NuScale Power, LLC (NuScale) submitted a request for the

NRC staff to review TR-1015-18653, “Highly Integrated Protection System Platform,” Revision 0
[40]. Specifically, NuScale requested staff review and approval to confirm that the HIPS platform meets
the applicable regulatory requirements associated with the fundamental 1&C design principles. The NRC
accepted the TR for review by letter dated February 19, 2016. As documented in the NRC staff’s
evaluation of the HIPS platform [39] (ADAMS Accession No. ML17116A097), the NRC staff reviewed
and approved TR-1015-18653, Revision 2 [40].
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3.2.6.1 HIPS Architecture

The HIPS platform is a logic-based platform that does not use software or microprocessors for
operation. It is composed of logic implemented using discrete components and FPGA technology. The
scope of the HIPS platform does not include the cabinet and peripheral devices, such as sensors, external
redundant power supplies, breakers, terminal boards, and fuse holders. The maintenance workstation
(MWS) is not part of the base platform, so it is not within the scope of the TR [40]. The MWS is only
included to support the evaluation on monitoring/indication, testing, and calibration.

3.2.6.2  HIPS Calibration, Testing and Self-Diagnostics Capabilities

The HIPS platform incorporates self-testing of the individual modules that is designed to
continuously verify the operation of the board. These tests are performed in the background continuously.
If any of these tests fail, the module transitions to the fault mode, which cannot be cleared without manual
interaction. These detected failures would not affect a safety function due to the required redundancy in
safety-related I&C systems.

Calibration of the safety function module (SFM) involves the temperature and analog input
submodules. The discrete input submodule does not require calibration. In NRC RAI 3, Question 07.01
Draft DSRS-8, the staff asked the applicant to give detailed information on the automatic calibration tests
for the input submodules, to provide detection of operability and correction for drift, and to explain how
those tests comply with Clause 5.7 of IEEE STD-603-1991. In its response to RAI 3, Question-07.01
Draft DSRS-8, dated August 19, 2016, the applicant described the self-test and calibration tests for the
SFM input submodules. It is acknowledged that tests of components not part of the platform itself would
have to be covered by manual tests. Therefore, the staff agrees that these self-test and calibration tests can
provide detection of operability and correction for drift. Based on its review of the applicant’s response to
RAI 3, Question 07.01 Draft DSRS-8, the staff found the applicant’s response acceptable. The staff also
reviewed the markup of TR Section 8.2.1.1, “Input Sub-Module,” provided with the response and found it
acceptable. The applicant subsequently incorporated the proposed changes into Revision 1 of the TR and
the NRC closed RAI 3, Question 07.01.

In NRC RAI 3, Question 07.01 Draft DSRS-6, Item (g), the staff asked the applicant to describe the
provisions for the HIPS platform that provide calibration and testing for execute features. In its response
to RAI 3, Question 07.01 Draft DSRS-6, Item (g), dated August 19, 2016, the applicant stated that the
HIPS platform provides self-testing and auto calibration features for the SFM (including the input
sub-module [ISM)) and EIM (i.e., discrete input operation and high-drive output features) that support
sense and command functions. Furthermore, the applicant stated that the HIPS platform does not provide
any self-testing features for execute functions. The staff agrees with the applicant’s position that these test
methods and test frequencies are application-specific items.

The HIPS platform has end-to-end self-testing that covers each module from sensor input to the
output switching logic. The individual self-tests on the different components of the HIPS platform
evaluate whether the entire platform is functioning correctly. For the APL (which contains discrete logic)
periodic surveillance testing, as required in TSs determine if the APL is functioning correctly. In the
overlap method, the modules check if each is functioning correctly, and the error checking on the
communication buses verifies that the transfer of data is correct.

3.2.6.3 NuScale HIPS Surveillance Interval Extension

In NRC RAI 3, Question 07.01 Draft DSRS-6, Item (f), the NRC staff asked the applicant to discuss
the coverage capabilities of the self-testing features. In its response to RAI 3, Question 07.01 Draft
DSRS-6, Item (f), dated August 19, 2016, the applicant described the SFM input submodule and EIM
self-testing features. In its response, the applicant also described other self-testing features of the HIPS
modules to detect failures and faults related to the communication buses and FPGA-related portions of the
independent divisions of a system. For the APL, the applicant stated that individual transistors and logic
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gates are designed to be tested for functionality by periodic surveillance tests. The individual self-tests on
the different components of the HIPS platform ensure that the entire platform is functioning correctly.
The applicant also stated that the MIB can be used to transmit channel input data to other plant equipment
(e.g., indicators or plant computers) to allow for the performance of manual or automated channel checks.
The NRC staff agreed with the applicant’s position that these self-testing features could take the place of
TS SR (e.g., channel functional tests) that are performed during power operation to verify set-points and
the PS actuation capability.

3.2.7 RADIY FPGA Platform

This section provides an overview of the engineering and licensing of the RADIY FPGA platform,
currently under review by U.S. NRC. Additional details are provided in Appendix L.

By letter dated September 20, 2016, RADIY submitted a request for the NRC staff to review RADIY
Doc. No. 2016-RPC003-TR-001, Rev. 0, “RadICS Digital I&C Platform TR [46]. RPC RADIY, acting
through RPC RadICS, requested formal review of the RadICS TR, Revision 0, in accordance with the
NRC TR program for review and acceptance for reference in regulatory actions. The RadICS design
documents submitted in support of the RadICS TR review were noted as cross-referenced to the relevant
document item numbers in Enclosure B of D&IC-ISG-06 in RadICS TR Table C-1.

3.2.7.1 RadICS Description and Architecture

The RadICS Platform is a state-of-the-art digital control system platform specifically designed for
safety-related control and protection systems in NPP applications. The RadICS Platform features a
modular and distributed FPGA-based architecture. The RadICS Platform components are functionally
similar to legacy analog measurement and trip modules; however, the RadICS equipment takes advantage
of the benefits of digital technology. The FPGA-based architecture supports effective implementation of
key nuclear safety design principles: redundancy, independence, predictability and repeatability, and D3.
The FPGA-based architecture allows simple programmable logic that avoids the unfavorable aspects of
software-based systems.

3.2.7.2  RadICS Diagnostics and Surveillance Interval

The RadICS Platform has extensive self-diagnostic testing features. These tests can be supplemented
with application specific engineered test features and engineered end-point equipment actuation tests that
are performed as a series of overlapping tests to satisfy the requirements of IEEE 603-1991 [33].

The self-diagnostic testing is performed continuously during operation of the RadICS Platform. Most
other surveillance tests can be engineered to be semi-automated (i.e., features design to assist
maintenance or operators in the task) for completion during power operation. The high reliability of the
RadICS Platform allows for the remaining tests to be performed during refueling outages rather than
during plant operation. These features increase the amount of diagnostic testing performed during
operation, simplifying maintenance activities, and minimizing the potential for plant transients caused by
maintenance or testing errors.

The testing features for the RadICS Platform are described in the context of the typical surveillance
tests required by plant TSs:

e Channel check

e Channel calibration

e Channel operational test
e Actuation logic test

e Response time test.
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The RadICS Platform performs a large portion of these tests automatically during operation without
the need for human interaction either through inherent platform self-diagnostics or engineered solutions.
For testing that must be performed manually or during refueling outages, the RadICS Platform offers
solutions that can automate aspects of the testing process to reduce human error and reduce the time
required to perform the tests.

Channel Operational Test

The Channel Operational (or Functional) Test required by plant TSs is a test of all required logic
components to verify channel operability, including required alarm, interlock, display, trip functions, and
channel failure trips. This test includes verifications, as necessary, such that the setpoints are within the
necessary range and accuracy. The Channel Operational Test may be performed by means of any series of
sequential, overlapping, or total channel steps so that the entire channel is tested.

For a RadICS Platform-based system, the Channel Operational Test is accomplished by a series of
overlapping tests that ensure the operability of the entire system. The overlapping tests include:

e Input operability test
e Continuous self-diagnostic and test features
e Communication monitoring and diagnostics.

The Module self-diagnostic and communication interface testing is performed continuously during
operation of the RadICS Platform. Automation of the Channel Operational Tests using the RadICS
Platform features can be used to replace the manual Channel Operational Tests performed by plant
maintenance technicians. These features simplify the required maintenance support necessary and
increase the amount of diagnostic testing performed during operation while minimizing the potential for
plant transients caused by maintenance or testing errors during plant operation. The high reliability of the
RadICS Platform allows, in most cases, for the remaining required tests to be performed during refueling
outages rather than during plant operation. One test that should be completed during a refueling outage is
a channel reset. Power should be completely removed from the RadICS Platform and then restored during
each refueling outage. This action will clear any accumulation of soft RAM failures in the FPGAs. The
maintenance test technician should verify that all Modules display RUN in the 4-character display after
repowering.

3.3 Risk-Informed Applications in Nuclear Power

In its 1995 policy statement on PRA, the NRC encouraged the use of PRA technology in regulatory
applications if the application could be supported by quality PRA methods and data (Volume 60, page
42622, of the Federal Register) [66]. Since then many activities have been completed in the area of
risk-informed regulation. This section explores how the unique attributes of digital I&C to monitor and
detect failures might be leveraged in risk-informed applications. This section discusses three common
types of risk-informed applications: (1) TS STIs extension, (2) TS allowed outage time (AOT) extension,
and (3) 10 CR 50.69 risk-informed categorization of SSCs.

Risk-informed applications are LARs to the NRC for relaxation in prescriptive requirements based on
risk-informed arguments. The arguments rely on demonstrating that the risk increase associated with the
relaxation in the prescriptive requirement is acceptably small and meets other related regulatory
requirements such as PRA quality requirements. The quality requirements for PRA modeling of a digital
1&C system is, in general, more demanding than the same digital system reliability models.
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3.3.1 Risk-Informed STI Extension

As discussed in previous sections, plants have been successful in their requests when implementing
digital I&C systems for entirely eliminating certain surveillance tests based on the fault detection and
self-diagnostics capability of the systems. The general reasoning was that the function of the eliminated
surveillance tests was covered by the digital system fault detection and self-diagnostics. Therefore, to the
research team there seemed to be a potential for risk-informed STI extension based on the same
reasoning.

In one type of risk-informed application, plants who adopt NRC-approved TSTF-425, Rev. 3 [67],
can relocate (with some restraints) periodic frequencies of TS surveillances to a licensee managed SFCP.
These LARSs are performed using guidance in from NEI 04-10, Rev. 1 [2] which has been endorsed with
limitations and conditions in a letter from NRC dated September 19, 2007 [3] Guidance in NEI 04-10
provides an acceptable approach for determining risk-informed test intervals for SSCs having TS SR and
is consistent with NRC guidance in RG 1.174 [68] and RG 1.177, Rev. 1 [69].

In general, if the STI for the SSC can be modeled in a PRA, then the quantitative risk increase
associated with STI extension can be calculated. The STI extension is shown to be acceptable, if the risk
increase associated with an individual STI from all PRAs (i.e., internal events, external events, and
shutdown events) is less than a risk acceptance criterion of 1.0E-06 per year for CDF and 1E-07 per year
for LERF. The cumulative risk increase from all STI changes using the SFCP is 1E-05 per year for CDF
and 1E-06 per year for LERF. The guidance in NEI 04-10 also states that if by using bounding analysis
the risk increase can be shown to be less than a CDF of 1E-07 per year and less than a LERF of 1E-08 per
year, then this can be used by the Independent Decision Making Panel (IDP) to justify the STI extension.
In this case, the risk increase would not be added to the cumulative total for the SFCP.

If it is determined that an STI extension cannot be modeled in the plant PRA, then guidance in NEI
04-10 (Step 10) allows the option to either provide a bounding analysis that indicates the impact of the
STI extension on risk, or a qualitative evaluation may be performed for consideration by the IDP.
However, qualitative assessments are not normally performed for systems or components whose failure
directly impact plant risk, because in that case the system or component would be modeled in some
manner in the PRA. Also, qualitative assessments must be sufficiently comprehensive and cover, at a
minimum, a list of considerations identified in Step 7 of NEI 04-10. However, a bounding analysis could
be provided to represent the risk increase associated with the STI extension. This might be accomplished
by either failing the associated channel (i.e., the channel for which the STI extension is being sought) or
failing the function that the channel supports.

In general, the probabilities of failures of interest used in a PRA consist of a demand-related
contribution (i.e., the demand-stress failure probability) which result from electrical and mechanical
stresses occurring when the component is demanded (e.g., a pump is started); and a time-related
contribution (i.e., the standby time-related failure rate) which results from causes such as corrosion,
erosion, and wear. It is this second failure mode (i.e., the standby time-related failure rate) that is used in
the SFCP to quantitatively determine the risk increase associated with an STI extension. The basic
formula for computing the average component unavailability (g) of a standby time-related failure for a
component that is tested is provided in [70] as follows in Equation (1).

q=1—1/AT(1 — e 7*T) (1)
where
T = the surveillance test interval for the component
and
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A = the time related component failure rate per unit time

If AT is sufficiently less than 1.0, then the formula above can be approximated by the formula below:
q =1/2(AT) )

Based on the formula above it is easy to understand that the average component unavailability (q) of
a standby time-related failure for a component that is tested is significantly impacted by an increase in the
length of the STI (e.g., If the STI of a component were increased from quarterly to semi-annually the
unavailability for the component would be approximately doubled).

A goal of this project is to understand whether the self-diagnostic and failure detection capabilities of
digital I&C equipment offer advantages for risk-informed applications. Accordingly, we asked industry
representatives (i.e., NPP owners and PRA contractors) whether failure detection capabilities of digital
1&C equipment can be leveraged in a SFCP based on NEI 04-10). Industry representatives stated that they
would not perform the NEI 04-10 process any differently for digital systems versus analog systems.
Industry representatives stated that most likely they would employ a conservative approach using a
surrogate event (whether assessing a digital or analog 1&C system) to fail the entire function associated
with the intended action to be executed by the 1&C system. Industry representatives stated that a
conservative approach can be used because the calculated risk increase is never expected to challenge the
risk acceptance criteria for an individual STI extension involving 1&C systems. The research team
interpreted this to mean that for a system like a digital ESFAS, a surrogate event would be used to fail a
given ESFAS function in which a signal is generated and an action initiated (e.g., main feed pumps are
tripped, or emergency diesel generators are started). This is conservative because there are redundant
channels for each function with separate sensors and actuation logic in each channel.

However, the unique features of digital I&C could assist in meeting one of the qualitative
requirements of NEI 04-10. Step of 18 (Monitoring and Feedback) of the NEI 04-10 guidance requires
implementation of performance monitoring to fulfill two purposes. The first purpose is to confirm that no
failure mechanisms become important enough to alter the failure rates assumed in the change-in-risk
calculations on which the extended STIs are based. The second purpose is to ensure that adequate
component-operating characteristics, over time, do not result in reaching a point of insufficient margin
before the next scheduled test. The self-diagnostic and failure detection associated with digital 1&C could
play a clear role in performance monitoring process required by NEI 04-10, provided these features are
reliable and cover the failure modes of interest.

In summary, there appears to be no practical advantage to crediting the fault-detection and
self-diagnostics of digital I&C systems in a NEI 04-10 process, because STI extension for I&C systems
can readily be achieved under the NEI 04-10 process as it currently exists. However, the self-diagnostic
and failure detection associated with digital I&C could play a real role in performance monitoring
function required by the NEI 04-10 process.

3.3.2 Risk-Informed AOT Extension

Besides risk-informed the STI extensions discussed above based on NEI 04-10 guidance, there other
risk-informed applications that may benefit from crediting the unique features of digital I&C systems.
Another one of these risk-informed applications are risk-informed AOT extension requests. By adopting
the approach described in NEI 06-09, Rev. 0-A [71] licensees are allowed to extend selected TS Required
Action CTs consistent with the requirements of its approved Risk-informed Completion Time (RICT)
program. NEI 06-09, Rev. 0-A includes within its documentation the NRC staff’s safety evaluation letter
and its approach is consistent with guidance in RG 1.174 and RG 1.177. Guidance for making changes to
the TSs are provided Technical Specifications Task Force (TSTF) 505, Rev. 2 [72].
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In general, if the AOT for a system or component can be modeled in a PRA and the component or
system is in the RMTS program, then the quantitative risk increase associated with AOT extension can be
calculated potentially shown to be acceptable. There are a number of steps and requirements in NEI 06-09
that must be followed, to achieve an acceptable AOT extension, but the most basic involves calculating a
RICT for the subject system or component. The RICT is plant-specific configuration CT calculated based
on maintaining plant operation within allowed risk thresholds or limits by applying a formally approved
configuration risk program (CRMP). At a minimum, the internal events, including internal flooding, and
the fire PRAs models are explicitly used. The RICT is defined as the time interval from discovery of a (or
planned) condition requiring entry into a TS action with the provision to use the RICT until the 1E-05
incremental core damage probability (ICDP) or 1E-06 incremental large early release probability (ILERP)
threshold is met or 30 days, whichever is shorter (the 30-day limit is referred as the “back-stop”). Given
that the change-in-risk is based on a specific plant configuration in time, opposed to the average
configuration, the actual unavailability of systems and components are reflected in the CRMP model (i.e.,
the PRA model used for RICT calculations).

In addition to the RICT calculations, another calculation is required to determine whether Risk
Management Actions (RMAs) must be considered which utilize a more restrictive risk threshold than the
threshold used in the RICT calculations. RMAs are operational actions that (1) provide increased risk
awareness and control, (2) reduce the duration of maintenance activities, and (3) minimize the magnitude
of the risk increase. The Risk Management Action Time (RMAT) is the time interval up until the RMA
threshold is exceeded. More specifically, it is the time from the discovery of a (or planned) condition
requiring entry into a TS action for a SSC with the provision to use a RICT until the 1E-06 ICDP or
1E-07 ILERP RMA threshold is reached.

Again, a goal of this project is to understand whether the self-diagnostic and failure detection
capabilities of digital I&C equipment offer advantages for risk-informed applications. Initially the project
team focused on the advantages of digital equipment in STI extensions as explained in the previous
section. Therefore, the project team did not ask industry representatives (i.e., NPP owners and PRA
contractors) whether the unique capabilities of digital I&C equipment might be leveraged in a RMTS
program based on guidance from NEI 06-09. However, the project team identified possible qualitative
benefits that might be gained by crediting self-diagnostic and failure detection capabilities of digital 1&C
equipment in the RMTS process.

As explained above for a RICT calculation, the change-in-risk is based on a specific plant
configuration, opposed to the average configuration, so the unavailability of the SCC for which an AOT
extension is sought is set to a probability 1.0. Therefore, for an AOT extension the fault detection and
self-diagnostics of the out-of-service equipment cannot play a role. However, there may be a way to credit
these features for digital I&C channels that remain in service. NEI 06-09 states that 30-day backstop was
established to limit the time that the plant condition is not consistent with design basis and was selected
because certain conventional CT limits are as long as thirty days. For many Reactor Trip System (RTS)
and ESFAS functions there are four channels for which the design basis success criteria are two out of
four channels. Accordingly, when a channel becomes inoperable a common LCO is restoration of the
channel in a specified time frame (e.g., a CT of 48 hours) which in a NEI 06-09 application may be
replaced with a RICT. All RICTs have a 30-day backstop, but an argument might be made for extending
the RICT beyond 30 days for digital I&C equipment. If the calculated RICT for the digital I&C system
exceeds the backstop of 30 days, then it might be argued that removal of 30-day backstop is acceptable
because the remaining three channels provide a sufficient degree of reliability and advance warning
because of the self-diagnostics and fault-detection.

Another possible benefit of the unique characteristics of digital I&C equipment under the RMTS
program is to credit those features as RMAs, given that one of the purposes of RMASs is to provide
increased risk awareness and control. The self-diagnostic and fault detection capabilities of the channels
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remaining after one channel is deemed inoperable automatically provide increased risk awareness and
control as it to pertains to the function of the digital I&C system.

In summary, the unique features of a digital I&C system function channel that is TS inoperable,
cannot play a role in a RICT calculations to extend AOTs because the unavailability of the channel is set
to 1.0. However, the self-diagnostics and fault-detection capabilities of the remaining channels might be
leveraged to extend the RICT of digital equipment past the 30-day backstop. Also, failure detection and
self-diagnostics might be credited as an RMA to provide increased risk awareness and control.

3.3.3 Risk-Informed SSC Categorization

Another common risk-informed application is the adoption of Part 10 CFR 50.69 which allows
risk-informed categorization adjustment to equipment designated as safety-related and subject to “special
treatment” (e.g., quality assurance, testing, inspection, condition monitoring, assessment, and evaluation)
to a lower safety designation based on risk information and engineering insights. Guidance in NEI 00-04,
“10 CFR 50.69 SSC Categorization™ [73] provides a NRC accepted approach to meet the requirements in
10 CFR 50.69 regarding how a licensee should categorize SSCs and adjust the treatment requirements of
those SSCs relative with significance of the SSC. However, digital systems, subject to a RICT
determination or 10 CFR 50.69 categorization would need to be modeled in enough detail that their
impact on the application is captured. All risk-informed applications are subject to the requirements in
ASME/ANS PRA standard ASME/ANS RA-Sa-2009, and the qualifications in RG 1.200, Rev. 2 [74].

In general, if the risk importance of an SSC can demonstrate to be low through quantitative and
qualitative means then it can be categorized to be of low safety significance. Accordingly, under the
risk-informed safety classification (RISC) a safety related SSC would be designated RISC-1 if it is
determined to safety significant but could be designated RISC-3 if it is determined to be of low safety
significance. The advantage of categorizing a safety related SSC as RISC-3 is, as stated above, that a
RISC-3 designated SSC does not require the same level of treatment (i.e., level of quality assurance,
testing, inspection, condition monitoring, assessment, and evaluation). The quantitative criteria used to
provide the threshold values that are used to determine safety significance are PRA importance values. In
general, the importance value threshold values are a Fussell-Vesely (F-V) value of > 0.005 and a risk
achievement worth (RAW) value >2. F-V values are calculated as the ratio of the baseline risk
(Riskbaseline) minus the risk given the failure probabilities of the component of interest are set to zero
(Riskx=0) over the baseline risk a shown in Equation (3).

F —V Value = (Riskpgsetine — Riskx=0)/RisKpasetine 3)

RAW Value = Riskyx—1/Riskpgsetine 4)

RAW values are calculated as the ratio of risk given the failure probabilities of the component of
interest are set to 1.0 over the baseline risk.

Based on the formulas above it is easy to understand that in order to calculate the importance values
of digital I&C systems, complete PRA models including models of the digital 1&C system are needed to
because the digital I&C modeling is needed to calculate the baseline risk.

Again, a goal of this project is to understand whether the self-diagnostic and failure detection
capabilities of digital I&C equipment offer advantages for risk-informed applications. Initially the project
team focused on, as stated earlier, the advantages of digital equipment in STI extensions as explained in
the previous section. Therefore, the project team did not ask industry representatives (i.e., NPP owners
and PRA contractors) whether the unique capabilities of digital I&C equipment might be leveraged in a
CFR 50.69 categorization process. However, the project team identified possible benefits that might be
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gained by crediting self-diagnostic and failure detection capabilities of digital I&C equipment in the 10
CFR 50.69 process.

The research team notes that in many digital 1&C reliability models the concept of “fault coverage”
was used. As described earlier, fault coverage is an estimate of the percentage of the failure rate for each
module that represents self-monitored versus test-monitored failure modes. Failure modes that are
self-monitored, or “covered,” are those faults that can be detected and compensated for such as by the
components downstream. Fault coverage could play an important role in the PRA model because it drives
which mathematical unavailability model (repair-time model, test-interval model, or both) is used for
each component. The research team notes that in a number of cases, plants have managed to use LARs to
eliminate the surveillance tests required by the TSs for the self-detected failures of installed digital I&C
systems. These failures and the fault-detection features of digital I&C can also be modeled in a PRA
using recovery and repair models. The capability of digital 1&C to self-detect a failure combined with a
simple recovery action (e.g., replacement of card or module) could have the effect of significantly
reducing the risk associated with that equipment failure because the unavailability caused by the failure is
significantly reduced. This in turn could help reduce the safety classification of a safety related digital
1&C system. The Human Error Probability (HEP) of plant staff failing to recover the failure and the
unavailability of the channel due to the time it takes to perform the repair would need to be considered in
the modeling.

Another possible benefit of the unique characteristics of digital I&C equipment that might be
leveraged under the 10 CFR 50.69 program is to credit those features as part of performance monitoring.
NEI 00-04 cites 10 CFR 50.69 (e) by stating “The licensee shall monitor the performance of RISC-1 and
RISC-2 SSCs. The licensee shall make adjustments as necessary to either the categorization or treatment
processes so that the categorization process and results are maintained valid.” The self-diagnostic and
failure detection associated with digital I&C could play a role in performance monitoring function
required by the 10 CFR 50.69 risk-informed categorization process laid out in NEI 00-04.

In summary, in order to perform risk-informed categorization of a digital I&C system under 10 CFR
50.69 using the guidance in NE 00-04 complete PRA models including models of the digital I&C system
are needed to because the digital I&C modeling is needed to calculate the importance values of the
equipment. Accordingly, all the caveats about the challenges of modeling digital I&C systems in a plant
PRA discussed in Section 3.3 apply. Those challenges notwithstanding, digital 1&C system failures that
are self-detected can be modeled in a PRA using recovery and repair models. The capability of digital
1&C to self-detect a failure that can be quickly recovered could have the effect of significantly reducing
the risk associated with that equipment failure because the unavailability caused by the failure is
significantly reduced. This in turn could help reduce the safety classification of a safety related digital
1&C system. Also, the self-diagnostic and failure detection associated with digital I&C could play a role
in performance monitoring function required by the risk-informed categorization process laid out in NEI
00-04.

4. INITIAL METHODOLOGY FOR INTEGRATION OF DIGITAL
EQUIPMENT DIAGNOSTICS AND ONLINE MONITORING TO SUPPORT
EXTENSION OF SURVEILLANCE INTERVALS

The licensing process for digital I&C systems is primarily based on deterministic engineering criteria
but is supported by reliability modeling. If the digital I&C system is to be credited in the plant PRA for
supporting any number of possible risk-informed decisions, then the quality of the PRA modeling must be
established by showing that applicable NRC regulatory requirements are met. Depending on the
risk-informed application different NRC approved guidance applies (for further discussion see Section 4
of this report). However, in all cases PRA modeling should be consistent with the guidance of RG 1.200,
Rev. 2 [74]. In RG 1.200, Revision 2, NRC staff has approved with qualifications the requirements in the
ASME/ANS RA-Sa-2009 PRA standard [5] for developing PRA models specifically in support of risk-
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informed applications. This translates to a higher standard of quality than for a product reliability model.
Challenges remain in modeling digital I&C systems for product reliability models required in LARs to
install digital systems and in plant PRAs for use in risk-informed applications.

This section discusses (1) the challenges of modeling digital 1&C systems in a PRA, as documented
in NRC sponsored research and other sources, (2) the experience of modeling digital 1&C systems
including modeling self-diagnostic and OLM features as part of product reliability models, and (3) the
necessary features of digital 1&C systems for use in reliability and PRA modeling that credit for
self-diagnostic and OLM features.

4.1 Digital I&C Modeling Challenges

The purpose of product reliability modeling is to determine the overall probability that the product
will operate without failure for a given period or for a certain length of time between failures. This
modeling is somewhat different than modeling the same product (e.g., digital 1&C system) in a PRA. In a
PRA the, the digital 1&C system must respond to some initiating event that trips the plant by performing
defined safety functions associated with putting the plant in a safe state in the face of whatever stress or
damage was caused by the initiating event. However, even though the quality requirements under risk-
informed applications for modeling digital I&C systems in a PRA are different than for product reliability
modeling the challenges are similar.

PRA typically considers hardware failures components in terms of their failure probability and the
effects that any given component failure has on the systems it supports. Digital 1&C systems, which
include both hardware and software, bring new modeling challenges with the introduction of new failure
modes and relative lack of failure data. Failure probabilities are typically based on industry operating
experience on component wear-out. However, there is little U.S. nuclear power experience with digital
1&C systems, with most insights from operating experience coming from the deployment of digital 1&C
systems in plants in other countries particularly for safety related systems. Furthermore, the determination
of the failure modes and failure rates for software is a challenge.

In the U.S., the NRC and EPRI have published the results of a number of studies investigating the
feasibility of modeling digital I&C systems using traditional PRA methods and non-traditional PRA
approaches (dynamic modeling methods). Key findings from these approaches are briefly described
below.

411 Traditional Modeling Approach

Several USNRC-published documents describe the application of the traditional PRA modeling
approach to digital I&C such as NUREG/CR-6962 [75] and NUREG/CR-6997 [76]. These studies focus
on specific examples of a digital I&C system, such as a digital feedwater control system (DFWCS). While
traditional PRA models based on fault trees and event trees are explored, the studies also report on
insights gained during the PRA model development process and identify areas for further research that
will address gaps identified during these studies.

Broadly, the insights gained from these studies include:

e There was a lack of guidance at the time of the NUREG documents on performing FMEA for digital
systems in the public domain. While this is changing with recent studies documenting proposed
approaches [77-80], there is still a lack of consensus on their application. There also appears to be a
need to better understand whether such methods are the appropriate analysis method for complex
systems such as digital I&C (systems containing both hardware and software) [81], and their impact
on regulatory assurance.

e There are limited databases and studies on failure experience, partly due to rapid obsolescence of
digital equipment and components and partly due to the complexity of quantifying software failure

43



modes. Generic databases for digital components based on Reliability Prediction Methods tend to
lack accuracy and do not fully account for uncertainty. No relevant databases appear to exist for CCF.

e Related to the issue of limited databases, there also appears to be limited information on standard
failure modes for digital systems/components. However, Organization for Economic Cooperation and
Development (OECD) and the Nuclear Energy Agency (NEA) has published a taxonomy of failure
modes and effects for digital I&C that appears to be useful for use in PRA modeling [77].

e For digital systems, the order in which faults occur can affect the impact failures have on the system.
FMEA, in combination with simulation studies, can uncover fault scenarios that may be hidden from
conventional hazards analysis. An example of this would be scenarios where the timing and order of
the failures plays a role in the failure of the component. The importance of considering plant
dynamics may point to the need for unconventional approaches to modeling (covered in the next
sub-section). However, it is not clear from the literature if the inclusion of plant dynamics brings any
significant gain in quantifying high-consequence failure scenarios relative to the increased complexity
of adding the dynamic modeling. This is particularly true for systems like the plant protection systems
where there is little impact from the changing plant dynamics on the digital I&C system operation
after the actuation by the digital I&C system has occurred.

e It is important that the reliability model capture the fault-tolerance features of the digital system such
as those associated with fault detection. This is often accounted for by adjusting the component
failure rates probabilities for the covered faults (i.e., the fraction of the faults that are automatically
detected and compensated for). If the fault cannot be accounted for in the failure data, then it must be
explicitly included in the reliability model. In addition, there may be a need to account for online or
self-repair (for instance, through resetting the system).

e The level of detail needed for modeling digital systems depends on how sensitive the decisions being
made are to the modeling assumptions and the quantitative results of the modeling [78]. Accordingly,
sensitivity studies are suggested as the principal means of determining the necessary level of detail.
High level (“black box’’) methods are only considered adequate when the decisions are not sensitive
to how the digital systems are modeled. More detailed methods are appropriate when the overall PRA
results and decisions being made based on the modeling or are sensitive to details of the digital [&C
system design. When more detailed modeling and parameter estimation is determined to be of value,
modeling to the component type or computing unit level is suggested (e.g., sensors, data acquisition
and processing, communications, voting logic and actuation devices) as opposed to developing logic
down into basic components (e.g., circuit boards, processors, etc.).Guidance on parameter estimation
considers the design of the system and identifies several available methods including comparison with
consensus standards, statistical testing and taking advantage of published operating experience.

e  When modeling digital I&C systems for PRA purposes, certain failures may need to be treated as an
initiating event (for example, failure of a digital DFWCS can lead to loss of control of the associated
feedwater loop [NUREG/CR-6962, NUREG/CR-6997]). Further, digital I&C systems can perform a
normally-operating or standby system function. When operating in a standby mode (for example, the
ESFAS), failures in the digital I&C system can lead to loss of a safety function after an initiating
event occurs in which they are required to initiate an action. However, spurious actuations associated
with standby digital I&C systems could also lead to inadvertent actuation of a safety function causing
an initiating event.

The following recommendations for further research based on development of the approach described
in NUREG/CR-6962 and on the performance of the DFWCS modeling benchmark study described in
NUREG/CR-6997 illustrate technical gaps in being able to comprehensively model digital systems:

e Improved approaches are needed for defining and identifying both hardware and software failure
modes of digital systems.
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e Software reliability methods for quantifying the likelihood of failures of both application and support
software need to be developed. (Many risk analysts believe that software CCFs are the most risk
significant failures for digital 1&C systems.)

e  Methods and parameter data are needed for modeling self-diagnostics, reconfiguration, and
surveillance, including using other components to detect failures, e.g., watchdog timers and
microprocessors. The data would include the fraction of failures that can be detected, e.g., coverage,
and break down the failure rates by failure mode.

e Better data for hardware failures of digital components is needed that includes breakdown of the
failure rates by failure modes. This would apply parsing out the appropriate credit for fault-tolerance
features.

e Better data for the CCFs of digital components needs to be collected.

e Asdigital upgrades may introduce human system interfaces that are significantly different from the
existing ones, adjustments to traditional human reliability analysis (HRA) or new methods may be
needed to model operator actions associated with digital systems.

e Methods for considering modeling uncertainties in modeling of digital systems is needed.
41.2 Non-Traditional Modeling Approaches

While traditional PRA methods have been applied to model digital I&C systems, there are concerns
about the ability to capture interactions between physical processes and triggered events
(NUREG/CR-6901 — [82]). The concern is that potential dependencies among failure events may not be
identified.

Ideally, digital I&C system contributions to accident scenarios need to be captured at an appropriate
level that allows the rest of the plant-level risk assessment to be performed correctly [82]. A number of
additional requirements for such models are described in NUREG/CR-6901 and discuss the need for these
models to provide the necessary information on I&C system reliability and its impact on the plant state,
while being compatible with existing risk models and techniques.

Past research (NUREG/CR-6901) has proposed a number of potential non-traditional methods of
modeling the reliability of digital 1&C systems:

e  Markov/cell-to-cell mapping technique (M/CCMT) (Ref. Aldemir et al, 2010)
e Dynamic flowgraph (DFG) methodology

e Petri Nets

e Bayesian methods

o Test-based methods.

Some of these methods provide for the inclusion of timing issues in event sequences, while other
methods (such as M/CCMT and DFG) require explicit inclusion of timing in the models. Generally, a
detailed model of the digital I&C system also results in state-space explosion and the consequent need to
evaluate a very large model. The inclusion of SWCCF may further increase the complexity, though it is
not clear which approaches to include SWCCEF in the risk models are appropriate. However, these
methods have been applied to model reliability in other areas (aerospace, defense) and so are expected to
be applicable to nuclear with some modifications.

4.1.3 Software Reliability

Digital 1&C systems incorporate software that will need to be included in the reliability and risk
assessment process. Among the challenges with software reliability testing to quantify information such
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as the number of faults are the need to account for both defects that are produced repeatedly as well as
those that are complex to generate (example: race conditions, hardware-software interface defects,
age-related defects such as improper memory handling, etc.). Testing, while able to identify some faults,
is usually insufficient to provide the level of confidence necessary to demonstrate the low failure rates
associated with high Safety Integrity Levels (SIL) levels. This is because of limitations in testing methods
(usually test the same conditions and execution pathways over and over) and the operation times (several
years) needed to demonstrate the low failure rates [83].

Software, especially safety critical software, has therefore been the subject of reliability assessment
and reliability growth modeling for a number of years, resulting in software reliability prediction and
growth models [84,85]; many of these advances in modeling have been incorporated into recent guidance
from standards organizations [86].

A number of metrics are often used to quantify software reliability and include, among others,
traditional quantities such as MTBF, MTBCF, mean time between system abort (MTBSA), mean time
between essential function failure (MTBEFF), and mean time to software restoration (MTSWR).
However, the specific quantities used vary based on models (e.g., exponential vs Duane and
AMSAA-PM2 models) that predict when a fault will occur [86].

Studies have examined the concept of software reliability modeling to a limited extent [87-91], with
the goal of predicting the reliability of the operational phase of the software. These studies describe the
concept of a software Reliability Prediction System (RePS). An RePS is a set of software engineering
measures from which software reliability can be predicted. A number of software engineering measures
from four phases of software design and development (requirements development, design,
implementation, and testing) are identified, ranked, and a subset assessed for their potential as software
reliability indicators. The resulting assessments seemed to indicate the potential of this method even when
using just six measures (“Mean time to failure,” “Defect density,” “Test coverage,” “Requirements
traceability,” “Function point analysis,” and “Bugs per line of code [Gaffney estimate]”) to assess one
phase of the software development life cycle. Further studies [89] expanded this to more indicators and
provided evidence that these indicators can be used to predict the reliability of safety critical software.
Other quantitative software reliability methods (QSRMs) were also identified [90,91] based on a set of
desirable characteristics; however, these appear to not have been evaluated. Note that the indicator-based
models discussed above are similar to other metric-based models of software reliability growth, many of
which use similar metrics [85].

It is clear from these and other studies that the applicability of a specific model to the specific
problem needs to be determined prior to its use. Further, as with hardware, there are limited databases
available documenting software reliability. There are also challenges in integrating software reliability
into a PRA model, though methods for formal inclusion of software reliability into PRA models [83] have
been proposed.

In summary, whether modeling software or hardware, use of a traditional PRA approach has the
advantage of being a mature approach compared to dynamic PRA and is accepted by the NRC for
risk-informed applications. In RG 1.200, Revision 2, NRC has approved with qualifications the
requirements in the ASME/ANS RA-Sa-2009 PRA standard for developing a traditional PRA specifically
in support of risk-informed applications. For the most part, methods and data exist for modeling reactor
system using a traditional PRA. Also, the model needs to have the capability to quantify the likelihood of
system failure in a credible manner and the methodology must be compatible with current PRA
techniques. This implies that it cannot require highly time-dependent or continuous plant state
information and must provide discrete system states which can be directly related to the performance of
components or operator actions dependent on the digital 1&C system. The data used in the quantification
process must be credible to a significant portion of the technical community, and key modeling
assumptions that can lead to significantly different results need to be identified and their reasonableness
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discussed. A major challenge is that NPP operating data is sparse for digital systems which impacts the
ability to identify all applicable failure modes the ability to develop accurate failure rates. Limitations
none-with-standing, the authors find that currently the most practical and supported approach for
producing reliability and PRA models for digital equipment is use of traditional modeling.

4.2 Experience with Modeling Digital I&C

In general, guidance exists for performing reliability analysis of NPP safety systems in sources such
as IEEE Standard 352-1087 [12] and there are sufficient sources of data for I&C system modeling. Also,
there are sufficient methods to understand the failure modes that must be modeled in product reliability
model using FMEA models built for digital I1&C.

As discussed above, however, available data for digital 1&C system is limited to generic data in
sources such as MIL-HDBK-217F [13] and other generic sources [92] and in some cases vendor compiled
failure data. General FMEA guidance certainly exists such as the guidance in MIL-STD-1629A [14].
Moreover, it appears from talking to industry representatives that FMEAs for digital I&C are currently
under development. Software reliability modeling also exists but is an evolving domain and has the same
issues of limited data. Challenges certainly exist in the area of common cause failures, particularly for
SWCCFs.

Incorporation of reliability modeling into a plant PRA for the purposes of supporting risk-informed
applications has not been extensively tested, or at least, there appears to be limited information in the
public domain about such activities. Questions about data, modeling common cause failures, and
demonstrating that a comprehensive set of failure modes have been identified and modeled stand out as
challenges to modeling a digital 1&C system in plant PRA to be used in a risk-informed application.
However, in this regard, Oconee’s experience provides some insights.

Oconee was the first NPP in the nation to perform a full-scale upgrade from analog to digital the
systems that monitor the reactor and reactor coolant system (the RPS/ESPS). NRC granted approval in
2011 to install the digital RPS/ES system.

The Oconee RPS/ESFAS upgrade, is built on AREVA’s TELEPERM® XS (TXS) digital &C
platform [93]. Although AREVA first created the PRA model as a stand-alone product reliability analysis,
it was created using familiar PRA methodology and tools with the intent that it could be integrated into
the Oconee plant PRA by Duke Energy at a later time. Reliability engineers wanted to create a
stand-alone fault tree model that would serve the design assurance intent but could also be integrated into
the customer’s plant PRA after the system was installed. The modeling addressed emerging PRA issues
such as software CCF, which had been the subject of discussion in some industry and regulatory PRA
circles. The modeling is based on traditional PRA techniques.

Development of a FMEA was important to identifying failure modes to be modeled in the PRA. A
digital system PRA model is different from its analog counterpart because it must deal with multifunction
devices such as computer processing units (CPU) and multi-channel input/output (I/O) modules. It is
important for the PRA to know which system and plant functions are supported by each hardware device
(module or circuit board). The FMEA helped PRA to identify the modules and channels within a module
that each RPS/ESFAS function is allocated to, and what impact failure of the module has on system
function.

AREVA has accumulated an extensive failure rate data base for the various modules that are used in
the TXS platform since TELEPERM® XS installations have been operating for 20 years in over
60 nuclear units around the world. The dataset includes both hardware and software failure data.

Each component or module also has a parameter called “fault coverage.” Fault coverage is an
estimate of the percentage of the failure rate for each module that represents self-monitored versus
non-self-monitored failure modes. Failure modes that are self-monitored, or “covered,” are those faults
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that can be detected and compensated for by the components downstream. Fault coverage could play an
important role in the PRA model because it drives which mathematical unavailability model (repair-time
model, test-interval model, or both) is used for each component. It determines if the reliability is modeled
with a short or long meantime-to-repair (MTTR). In a digital system, known failures can typically be
repaired quickly via replacement of a rack-mounted module. Undetected failures on the other hand may
stay in the system for a relatively long time, for example until a scheduled surveillance.

Hardware CCEF is included for key TXS components such as computer processors and input/output
and signal conditioning modules. The MGL (multiple Greek letter) methodology is used to model CCF of
the TXS hardware. CCF of field devices (sensors, actuation relays) that are outside of the vendor scope of
supply are also included in the integrated PRA model.

Software CCF is included separately for the application software and platform software. For
application software, expert judgment was used to compare the features of the digital system with the
features of other high-reliability applications. Guidance in IEC standards IEC 61508 [94] and IEC 62340
[95] was used to guide the expert judgment. IEC 61508 provides demand probabilities according to SILs.
In general, a CCF probability was applied to individual functions, or groups of software functions that
have the same plant parameter inputs, algorithms and/or data trajectories. For a single one-parameter trip
signal, a failure probability from the low end of this scale was used (i.e., | E-05/demand). For more
complex trip logic, (e.g., use of two parameters), then then the probability was adjusted up (e.g., 2E-05).
For the CCF failure of the platform software a completely different approach was used as the AREVA
TXS platform was a mature operating history 250 million hours of service with zero failures (Over the
last 20 years, the TELEPERM ® XS systems have been installed in 60 nuclear units world-wide.) This
experience was used to generate upper bound failure probabilities using 95%-chi-squared statistics. (The
authors note that there are number ways to generate a failure estimate based on zero failures.)

In summary, it appears that modeling of the Oconee’s digital system (TELEPERM ® XS) systems
was accomplished using traditional PRA methods but heavy reliance on vendor data and expert judgment
especially as it pertains to common cause failure.

Another effort worth mention is AREVA’s design application. It appears that AREVA in its PRA for
the U.S. EPR design application also relied on vendor data and expert judgments to estimate certain
failure rates. (It should be noted that in February 25, 2015, AREVA requested that the staff suspend it
safety review of the U.S. EPR design certification application). The U.S. EPR design application
incorporated the ARVEA TXS as the safety related digital I&C platform for its RPS and ESFAS. The
final safety analysis report (FSAR) provides information to support NRC’s approval and certification of
the U.S. EPR design (https://www.nrc.gov/reactors/new-reactors/design-cert/epr/reports.html). Chapter 19
“Probabilistic Risk Assessment and Severe Accident Evaluation)”of the FSAR states that the failure rates
for the TXS components are derived from operating history and stated it has 14 years of operating history
in the RPS and ESF actuation system in various European plants (Chapter 19 of the FSAR is dated July
2013) (https://www.nrc.gov/docs/ML1326/ML13262A290.html.) Key system components include
computer-processor modules, input/output modules, signal conditioning modules, communication
modules, priority modules, subracks, power supplies, and sensors. For application software, the FSAR
states that the CCF probabilities are subjective estimates which are said to be necessary because the
software is application specific. The FSAR states that diversity is credited by modeling diverse actuation
systems and crediting operator actions. The FSAR states that the Protection system risk contribution to
the PRA results is dominated by CCF’s. However, diversity groups (subsystems A/B) are designed in a
fashion that CCF between diversity groups is unlikely because the subsystems are functionally diverse
(i.e., the application programs and parameter/sensor inputs are different) and the subsystems are
independent.

It should be noted that PRA and reliability models are often considered sensitive information.
Therefore, the material that the research team was able to examine was limited to high-level information
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(with the possible exceptions described above). Yet so, it appears for the reliability modeling there is
heavy reliance generic or vendor data and expert judgment as it pertains to common cause failure.

4.3 Reliability Modeling Lessons for Risk-informed Applications

As discussed above, there are open problems related to modeling digital I&C systems that may limit
the ability to implement risk-informed surveillance extension for these systems. Analog [&C models in
particular are inappropriate to represent digital I&C as the risk significance assessment will not take into
account any additional failure modes in digital I&C systems. These failures may: (a) increase the overall
risk significance of the I&C system (b) have interactions with other subsystems that also increase their
risk significance.

Adequate reliability analysis for digital I&C will likely depend on the level of detail necessary. At a
high enough level, traditional PRA modeling may be sufficient. If more details are needed, and there is a
need to capture interrelations between modules, then a non-traditional approach may be necessary.

Given the need for appropriate reliability and PRA models of digital I&C systems, it is worth
considering the characteristics of such models that would be necessary to support risk-informed
applications. Ideally, the modeling method will:

o realistically represent failures that are detectable using self-tests (for example, assumptions of a small
probability of failure for certain failure modes, and a low MTBF)

¢ model failures that are only detectable during a periodic test (usual PRA model)

e capture failures that are not detectable at all except through failure of the system on demand (possibly
using a high value for PFD)

e capture failure and the effects of failure under non-operating conditions (aging). This may be
equivalent to assuming a failure mode that is only detectable during a periodic test or on demand

e represent software reliability as an integral component of the model, if software components are part
of the digital 1&C system.

Note that sequencing/timing is important in modeling these systems and therefore approaches that can
explicitly include timing/sequencing may be useful (dynamic models). Obviously, data on component
failure rates will be a needed and will constitute a challenge. Some sources of data exist [13,92] but the
information from these sources is not necessarily applicable to system-level modeling that may be needed
accurately representing the reliability of digital I&C systems [85].

Given available information on digital I&C and risk modeling, consider the case of surveillance test
interval extension of digital I&C. If only the rack-mounted electronics are considered and the sensor and
cabling portions of the channel are ignored, then NEI 04-10 provides an adequate process for STI
extension. It is clear that the NEI 04-10 procedure is not specific to whether the equipment is analog or
digital, and the requirement for drift analysis. The risk increase calculations due to STI extension remain
unchanged. That is an increase in risk is calculated based on the increase in the standby time-related
failure rate of the component (to account for the extended STI); or an increase in risk estimated using a
bounding approach. With digital equipment comes the possibility of self-diagnostics. In most instances,
self-diagnostics will be capable of detecting some subset of fault conditions while incapable of
detecting/diagnosing others. This fault coverage will need to be accounted for when crediting
self-diagnostics in the context of STI extension. Clearly, given the focus on rack-mounted instrumentation
in this section, the impact of self-diagnostics and its fault coverage will be felt most on the risk
calculation and therefore on the ability to properly model the digital I&C system. Where self-diagnostics
can detect the fault, the only question will be whether the 1&C system can correct for the fault
(time-to-repair is close to zero) or if a repair is warranted (MTTR will be low). The resulting reliability of
the I&C system with respect to these covered faults is expected to be very high, especially if the
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self-diagnostic capability can be shown to have a low missed detection and low false call rate. Note that
all other faults will need to be considered in the model, and appropriate data sets will be needed to
determine the actual failure probabilities under those modes and whether these probabilities are
time-dependent. Two other factors come into play when considering digital I&C — SWCCF and the
probability of spurious actuation. The first is of clear concern; however, experience has shown [93] that:

e The failure rate under SWCCEF is likely to be very small in a properly designed system

e The system design should include adequate protection against SWCCF (for instance, through explicit
mechanisms introduced to increase diversity in the platform and limit stochastic code execution).

The second issue, while theoretically possible, is likely to have a very low probability of occurrence
because:

e System designs explicitly limit the possibility of spurious actuation caused by software and hardware
failures

e System designs for digital 1&C also limit susceptibility to electromagnetic interface (EMI) that may
be the cause of spurious actuations.

In either case, the problem is one of properly modeling the digital I&C system at the right level of
detail and incorporating these factors into the reliability calculations, and incorporating the digital 1&C
reliability models into the plant risk models (PRA) to correctly assess the incremental risk due to STI
extension. Note that, while technical issues exist in selecting the proper modeling procedure for digital
1&C, nevertheless several options are known to exist for this purpose. As a result, it is not clear whether
any major changes to NEI 04-10 will be needed to properly credit for self-diagnostics in STI extension.
Taking a step back and examining the risk-informed regulatory space, it is possible that other applications
exist where the risk contribution (increase or decrease) from self-diagnostics in digital I&C will need to
be calculated. As discussed in Section 4, there are other risk-informed applications that may benefit from
crediting digital 1&C systems such AOT extension requests and 10 CFR 50.69 SSC risk categorization.
Adoption of Part 10 CFR 50.69 allows adjustment of the scope of equipment originally designated as
safety-related and subject to “special treatment” (e.g., quality assurance, testing, inspection, condition
monitoring, assessment, and evaluation) to a lower safety designation.

4.4 A Proposed Approach to Leveraging Digital I&C Features in
Risk-informed Applications
441 Overview

The following is a summary of potential ways to take advantage of digital I&C system failure
detection and self-diagnostics in three major types of risk-informed applications discussed in Section 3.3:

e Support of performance monitoring under risk-informed SFCP

e Credit as a RMA under an RMTS program

e Support of performance monitoring under 10 CFR 50.69 risk-informed categorization
e Extension of the RICT past the 30-day backstop under an RMTS program

e Crediting failure detection and self-diagnostics to potentially reduce the safety classification of safety
related digital 1&C systems under 10 CFR 50.69 risk-informed categorization

For STI extension under a risk-informed SFCP using guidance from NEI 04-01, it appears crediting
the fault-detection and self-diagnostics of digital 1&C systems can readily be achieved under the NEI
04-10 process as it currently exists. However, the self-diagnostic and failure detection associated with
digital I&C could play a role in performance monitoring function required by the NEI 04-10 process.
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For AOT extension under an RMTS program using guidance from NEI 06-09, the unique features of
a digital I&C system for a function channel that is TS inoperable can play no role in a RICT calculations
to extend AOTs because the unavailability of a channel is set to 1.0 in the RICT calculation. However, the
self-diagnostics and fault-detection capabilities of the remaining channels might be leveraged to extend
the RICT of digital equipment past the 30-day backstop. Also, failure detection and self-diagnostics might
be credited as an RMA to provide increased risk awareness and control.

For risk-informed categorization under 10 CFR 50.69, using the guidance in NEI 00-04 complete
PRA models including models of the digital I&C system are needed because the digital I&C modeling is
needed to calculate the importance values of the equipment. Accordingly, all the caveats about the
challenges of modeling digital 1&C systems in a plant PRA discussed in Section 4.1 apply. Those
challenges notwithstanding, digital I&C system failures that are self-detected can be modelled in a PRA
using recovery and repair models. The capability of digital I&C to self-detect a failure that can be quickly
recovered could have the effect of significantly reducing the risk associated with that equipment failure
because the unavailability caused by the failure is significantly reduced. This in turn could help reduce the
safety classification of a safety related digital I&C system. Also, the self-diagnostic and failure detection
associated with digital 1&C could play a role in performance monitoring function required by the
risk-informed categorization process laid out in NEI 00-04.

Regardless of the specific application, the following statements apply to any risk-informed
application where we seek to credit self-diagnostics:

e Seclf-diagnostics, as a function available in digital I&C systems, reduces the human error probability
during routine surveillance and maintenance actions, and should increase the overall reliability of the
instrument.

e Models for digital 1&C (with or without self-diagnostics) will need to address software CCF and
spurious actuation.

e Self-diagnostics provides a mechanism for rapid and reliable detection of some faults. The overall
impact of these faults on plant risk may be taken to be very small (~zero) if the self-diagnostics
function is reliable (low false calls, low missed detection).

e Models of digital I&C that include self-diagnostics should reflect the fault-coverage of the diagnostic
system by including faults that are not detectable using the self-diagnostic functionality.

e Models of digital I&C will need to account for SWCCEF; interconnections between systems, and
systems and processes; and spurious actuation (though the probability of spurious actuation is
expected to be low in a well-designed system). Note that the process of analyzing the digital I&C
system may require quantification of the actual probability of spurious actuation, though there
appears to be limited information on the acceptance criteria for this quantity (i.e., how low does this
quantity need to be for regulatory acceptance).

e Instrument channel drift assessment, including drift introduced by a failing sensor, can usually be
addressed through self-diagnostics including OLM methods for calibration monitoring. However, it is
not clear whether risk-modelling sensor or instrument channel drift is necessary for risk-informed
applications given that the importance of computing the risk increase associated with drift is not
known.

44.2 Case Study: Proposed Methodology for Integration of Digital Equipment
Diagnostics to Support STI Extension or Elimination

The information in the earlier sections of this report outline the benefits related to self-diagnostics, the
self-diagnostic capabilities of equipment, and their potential use in many risk-informed applications.
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Given the specific case study of STI extension or elimination that this report focuses on, we discuss
below a proposed approach to leverage self-diagnostics for extending TS SR. To achieve the end result of
TS surveillance requirement extensions, the actions needed to credit self-diagnostics and OLM are
summarized below.

4.4.2.1 Review and Document the Equipment Self-Diagnostic Capabilities

The first part requires that the systems covered by TSs are upgraded or being upgraded with
equipment that has the capability to perform self-diagnostics. The equipment self-diagnostic features need
to be reviewed and documented to satisfy the applicable TS SR.

While the specific diagnostic capabilities vary depending on the function of the digital I&C system
(for instance, RPS/ESPS vs DFWCS), most systems will include at least some form of channel function
and channel input checks as part of their cyclic functions. The channel functional testing provided in the
self-tests for digital [&C systems has the capability to ensure functionality of the system inputs, internal
communications, and software performance. These functions are performed many times each second and
may be considered to be continuously performed for the purposes of meeting TS requirements for
surveillance testing of these functions. Examples of these include the RPS/ESPS upgrade at Oconee
Nuclear Station and the digital Protection and Monitoring System at Vogtle (see Section 3.2.1).

4.4.2.2  Perform a Comparison of Self-Diagnostics and SR

When upgrading the safety-related equipment with digital equipment, a comparison between the
embedded diagnostic capabilities and the TS SR is essential to documenting the diagnostic coverage for
the system. While designing and constructing Vogtle 3 and 4, a license amendment was developed to
support the elimination of the channel check, channel functional test, and ALT for the functions
performed by the Protection Monitoring System. One of the main elements of the LAR to support the
surveillance requirement eliminations was a comparison of the system self-diagnostic functions against
the TS requirements. The LAR for Vogtle 3 and 4 evaluated each Protection Monitoring System function
which had a surveillance requirement for a channel check, channel functional test, and ALT. The
evaluation compared the self-diagnostic functions against each of the SR. This comparison demonstrated
with a few exceptions that the system self-diagnostic test performed the functions outlined by the TS SR.

4.4.2.3  Proposal of TSS Extensions or Eliminations

As part of the upgrade process, the utility needs to propose TS surveillance changes to credit the
self-diagnostic functions to satisfy the SR.

Oconee RPS/ESPS License Amendment Request

Duke proposed in their LAR to the NRC that the self-diagnostic features could be credited to perform
the channel check and channel functional test surveillance required in the TSs. In order to incorporate the
benefits from self-diagnostic features of the RPS/ESPS systems, Duke changed the definition of the
channel check to include a specific element for digital systems. For the channel functional test, Duke’s
LAR demonstrated that the self-diagnostics completed the testing requirements and revised the channel
calibration surveillance during the outages to incorporate the channel functional test. The two changes
proposed by Duke resulted in the credit for the automatic performance of the channel checks by the
digital RPS/ESPS systems which eliminated manual verifications and extension of the channel functional
test to be included in the channel calibrations during an outage.

Vogtle 3 and 4 License Amendment Request

As noted in the discussion about the comparison of the self-diagnostic features of the system against
the TS requirements, Vogtle 3 and 4 developed a LAR to submit for elimination of the channel check,
channel functional test, and ALT for features in the Protection Monitoring System. The LAR addressed
the TS definition for each surveillance requirement which was being eliminated and provided an overview
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of the testing requirements. A comparison of the self-diagnostic capabilities of the system supported the
elimination of the SR with only a few exceptions.

4.4.2.4 Quantitative or Qualitative Risk Assessment

The PRA portion of the assessment for the digital I&C (instrumentation, part of the
rack/instrumentation cabinet/logic cabinet) is a technical gap, one which impacts all risk-informed
applications. The focus of the discussion below is on STI extension or elimination, but many of the points
below cut across the other risk-informed applications.

e Identify key 1&C system modules, including software line replaceable units (LRUs), at the level of a
replacement unit or higher. This is similar to identifying the basic functions of the system (assuming
each replacement unit is equal to a basic function).

e Perform an FMEA (i.e., identify system failure modes and the system effects of those failure modes).

e Divide failure modes into detectable faults (using self-test) and non-detectable faults that can occur
during system operation. Ensure that spurious signaling and SWCCFs are included in the failure
modes analysis.

e Build a model (We recommend a dynamic model, such as Petri Net or a Markov model) to account
for plant operating dynamics and interactions with other plant sub-systems. Modeling of failure
modes that are detected during self-tests need to account for delays due to the self-test frequency as
well as the time it takes to correct the failure. In addition, the possibility that software/self-check
systems can be in error needs to be considered.

e Incorporate the failure modes that are not detected until periodic testing. These include failures due to
aging of components (non-operating components). These failures might be accounted for through the
reliability modeling using an event that combines probability of failure due to operational stresses and
non-operational aging. Also, incorporate software reliability into the model to calculate the overall
failure probabilities of the unit/system.

e Integrate digital I&C reliability modeling into the plant PRA models. It is not clear how it will be to
accomplish this, so it is an open question. However, it might be done either by explicitly using the
1&C reliability model in the plant PRA model, or through modeling the effects of digital I&C
unavailability and/or spurious actuations in the plant PRA. The latter might be accomplished using
high-level modeling, conservative modeling or surrogate events. The latter may also consider a
simulation element to assist in computing the overall increase in risk due to the change in reliability
of the digital 1&C.

4.4.2.5 License Amendment Request Review

The final portion of the process is the support of the NRC review of the proposed TS surveillance
changes. Upgrades involving digital I&C equipment have licensing guidance provided by the NRC in
DI&C Interim Staff Guide 6. The activities include pre-application meetings, LAR submittal, providing
design documents, and requests for additional information. The licensee will need a dedicated effort to
focus on the NRC review to ensure it addresses open issues or requests in a timely manner.

4.4.3 Sensor Calibration Monitoring

The sensor itself remains to be included in the analysis. Sensor analysis will likely focus on drift
analysis and not PRA. If OLM is included in the drift analysis, then it is easy to demonstrate that drift can
be detected fairly early. When coupled with digital I&C, OLM is essentially a self-diagnostic capability
for the sensor.
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4.5 Recommendations for Technical Specification Instrument Online
Monitoring Implementation
As a result of the research into the industry and regulatory documentation related to OLM
implementation to extend the TS instrument surveillance frequencies, it is evident that the challenge with
implementation of OLM to extend surveillance frequencies is due to the level of plant specific detail
which must be provided as part of the LAR for OLM implementation approval. In order to address the

challenges of providing detailed information in a LAR for implementation of OLM at a NPP, a research
phase is needed working with a plant licensee as part of a pilot effort.

The pilot for OLM implementation would focus on developing the detailed plant specific information
to support the LAR submittal. This plant specific information would include:

e Historical drift analyses and instrument performance reviews

e Development of OLM acceptance criteria with supporting uncertainty analyses

e Description of selected OLM methodology, associated algorithms, and model training
e Software qualification and V&V process

e Development of plant specific information to address the fourteen NRC requirements

The pilot research effort would require collaboration with the pilot plant licensee, national labs, and
research SMEs.

5. RECOMMENDATIONS FOR UTILIZATION OF SELF-DIAGNOSTICS
FOR TECHNICAL SPECIFICATION SURVEILLANCE INTERVAL
EXTENSIONS

5.1 Overview

For existing fleet of light water reactors, the focus is on reducing labor intense activities and costs
while maintaining safety margins. This report is focused on addressing the challenges of crediting digital
equipment self-diagnostics and OLM for extension of TS SR in nuclear plants. While approved methods
exist for extending TS surveillance intervals for analog equipment, gaps remain in technology and
guidance on crediting internal self-diagnostics and OLM characteristics of digital equipment. Addressing
these gaps is likely to result in advances that reduce maintenance costs for light water reactors when
implementing digital systems.

Specifically, self-diagnostic and OLM capabilities of newer digital equipment installed in non-safety
and safety applications are expected to detect failures and potentially provide early warning of potential
failures, notifying plant operators to take appropriate action so safety margins are maintained. This
requires development of a methodology for analysis of both the hardware and software equipment at a
component and system levels to ensure that all regulations are met and safety function performance is not
degraded.

While approved methodologies exist for extension of TSSI for analog equipment, additional
reductions in maintenance costs are likely if OLM is implemented to address gaps remaining in
calibration-drift assessments in analog 1&C systems.

The major areas which factor into the extension of TS SR include:
e Seclf-diagnostic and OLM capabilities
e Comparison of TS SR to self-diagnostics and OLM

e LAR for TS surveillance extension
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e Digital 1&C modeling challenges

- Traditional modeling
- Non-traditional modeling
- Software reliability
e Risk Modeling of digital 1&C equipment

The sections below provide a discussion of the issues and concerns in these major areas. In addition,
recommendations are proposed to resolve the issues and concerns in order to facilitate implementation of
TS surveillance extensions for digital systems.

5.2 Proposed Pilot to Evaluate Self-Diagnostics and OLM
Capabilities

Several vendors provide safety and non-safety related digital equipment which can be used to replace
protection and control systems within nuclear plants. The majority of the digital system upgrades have
been with non-safety related systems which control the balance of plant operations. Recently, safety-
related digital system upgrades have occurred in a few applications.

The capabilities of the digital systems to provide self-diagnostic and OLM features is dependent on
the system architecture and vendor equipment. Earlier sections of this report summarized the details
surrounding several safety-related digital system implementations and the vendor self-diagnostic and
OLM capeabilities.

As part of continued development for crediting self-diagnostic and OLM to implement TS
surveillance interval extensions, work is needed to expand the surveillance extensions to safety-related
equipment. A pilot program is recommended in which the project team partners with a utility that is in the
process of upgrading a safety-related system with digital equipment to assist with the evaluation of the
self-diagnostic and OLM capabilities to identify potential surveillance requirement extensions.

5.3 Comparison of Technical Specification Surveillances to
Self-Diagnostics and OLM

From the digital upgrade examples where utilities have pursued extensions or elimination of TS SR, a
key element in the LAR is the evaluation of the self-diagnostics and OLM capabilities of the equipment
against the testing required by the SR. The NRC safety evaluations for TS changes at Oconee and for
vendor topical reports have demonstrated that a comparison between the embedded diagnostic capabilities
and the TS SR is essential to documenting the diagnostic coverage for the system.

Another example is the LAR by Vogtle to eliminate certain TS surveillances for safety-related digital
equipment. A license amendment was developed to support the elimination of the channel check, channel
functional test, ALT, and actuation logic output test for the functions performed by the Protection
Monitoring System. The main portion of the LAR to support the surveillance requirement eliminations
was a comparison of the system self-diagnostic functions against the TS requirements.

As part of the pilot project, it is recommended that the insights (Section 4.4) from the review of
previous industry precedence be applied to a digital upgrade, which is in progress. These insights will
help evaluate potential TS surveillance extensions or eliminations.

5.4 Licensing Amendment Request for Technical Specification
Surveillance Extension or Elimination

When pursuing TSS Extension or Elimination, the final portion of the effort is addressed by submittal
of the license amendment to the NRC for review of the proposed changes to the TSs. The review of
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licensing precedence identified the work performed by Oconee and Vogtle as two examples of license
amendments submitted to the NRC for review and approval of surveillance extensions and eliminations.

Based on the information available from NRC safety evaluation reports for the Oconee LAR and the
vendor topical reports, the level of detail needed to support the NRC review is a focal point of the LAR.
The detail must be sufficient to allow the NRC to determine that the self-diagnostics and OLM
capabilities of the digital equipment will equal or surpass the TS requirements.

Depending on the digital system upgrade, which is being performed, an LAR may or may not be
required for the utility pilot, which is recommended in section 5.2. If an LAR is required, the project
efforts should include support for the development of the appropriate level of detail in the LAR to address
NRC expectations. Also, part of the pilot could involve the evaluation of the surveillance changes under
the licensee SFCP.

5.5 Digital I&C Modeling Challenges

The review of industry precedence for TS surveillance extensions or eliminations identified examples
where utilities and vendors requested changes to the TSs based primarily on deterministic evaluations.
The LARSs and topical reports focused on the demonstration that existing testing requirements were met
by the self-diagnostics and OLM features of the digital equipment.

A detailed review using PRA modeling of the digital equipment and the proposed TS changes were
not included in the LARs. If the requested changes had involved analog equipment, a risk evaluation
would have been an essential element of the LAR submittal. The lack of the PRA modeling in the LAR
indicates that there is not an agreed upon method by industry or NRC for performing PRAs on digital
equipment.

In Section 4.1 of this report, several of the challenges related to the modeling of digital equipment
within plant PRAs were evaluated. Digital I&C systems, which include both hardware and software, bring
new modeling challenges with the introduction of new failure modes and relative lack of failure data.
Furthermore, the determination of the failure modes and failure rates for software is a challenge.

A brief summary of these issues and recommendations to address the challenges are provided below.
5.5.1 Traditional Modeling

Section 4.1.1 outlined the research that was reviewed as part of this project and the insights which
were obtained from previous information. The primary references were NRC published documents for
PRA modeling of digital I&C in NUREG/CR-6962 and NUREC/CR-6997. The insights from these
documents include:

e Lack of consensus on FMEA performance for digital systems

e Limited digital system failure experience

e Limited information on standard failure modes for digital systems

e Level of detail needed for modeling digital systems needs to be understood

e Modeling of failures as initiating events may need to be factored in digital system PRAs

5.5.2 Non-Traditional Modeling

A concern with traditional PRA methods applied to digital I&C system models is their ability to
capture interactions between the physical processes and triggered events. The digital I&C system
contributions will need to be captured at the appropriate levels to support a plant-level PRA evaluation of
risk. In order to differentiate between plant processes and triggered events, there are a number of potential
non-traditional modeling methods which could be evaluated for digital I&C system risk assessments.
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5.5.3  Software Reliability

As mentioned earlier, a unique aspect of digital equipment is that both hardware equipment and
software make up the system and need to be modeled to adequately assess the risk of the digital I&C
system. In order to better understand the impacts and modeling methods for software failures, research
has been performed by industry groups and the NRC with a goal of predicting the reliability of software
operations. The research, which was reviewed as part of this project, points to the challenge of limited
available data on software reliability and integration of software reliability into PRA models.

5.5.4 Digital I&C Modeling Needs

The following needs for further research for digital I&C modeling were identified in section 4.1 of
this report:

e Improved approaches for defining and identifying both hardware and software failure modes of
digital systems

e Software reliability methods for quantifying the likelihood of failures of both application and
software

e Methods and parameter data for modeling self-diagnostics, reconfiguration, and surveillances
e Better data for software failures and common cause failures of digital components

e  Methods for human reliability analysis associated with digital systems

e Methods for considering uncertainties in modeling digital systems.

5.5.5 Recommendation for Risk Modeling of Digital I&C Equipment

Based on the information provided in Section 4 and summarized in Section 5.5 concerning PRA
modeling of digital 1&C systems, it is evident there are challenges with modeling aspects. These
modeling challenges may limit the ability to implement risk-informed surveillance extensions, or other
risk-informed applications such as completion time extensions, or evaluation of safety classifications.

The research review indicates that the following areas apply for any risk-informed application which
credits self-diagnostics or OLM features:

e Self-diagnostics reduces the human error probability during routine surveillance and maintenance
actions and should increase the overall reliability of the instrument.

e Models for digital I&C will need to address software CCF and spurious actuation.

e Self-diagnostics provides a mechanism for rapid and reliable detection of some faults and the impact
of these faults may be taken to be very small if the self-diagnostics function is reliable.

e Models of digital I&C that include self-diagnostics should reflect the fault-coverage of the diagnostic
system by including faults that are not detectable using the self-diagnostic functionality.

e Models of digital I&C will need to account for SWCCEF, interconnections between systems, systems
and processes, and spurious actuation.

Section 4.4 provides a high-level process for crediting self-diagnostics in a risk-informed application.
As part of the pilot program, which is proposed in Section 5.2, it is recommended that digital equipment
for the selected digital I&C system upgrade be used in evaluating approaches to PRA model development
based on the application of the insights from this research project. The high-level process which is
outlined in Section 4.4 would provide a basis for the performance of the modeling efforts.

In addition, development and evaluation of a prototypic modeling approach for estimating the change
in risk due to the STI extension or elimination is needed. As described in Section 3.3.1, submission of an
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LAR to adapt a risk-informed SFCP based on guidance in NEI 04-10 is one way to get approval from
NRC to extend STIs associated with digital equipment. This approach requires the digital system to be
modeled in the plant PRA. However, in light of the PRA modeling challenges detailed in Section 4.0 of
this report, it may be necessary to use a high level or conservative modeling approach to reflect the
impact of failures of the digital I&C system into the plant PRA. As described in Section 3.3.1, discussions
with industry representatives indicate that using a conservative approach is practical because the risk
associated with the complete failure of any given channel function is believed to be low and certainly low
enough to meet the risk acceptance criteria laid out in the NEI 04-10 guidance. The remaining challenge
will be to model the digital system in enough detail so that the unique failures associated with a digital
1&C system compared to an analog system are reflected such as SWCCF and the potential for spurious
actuations.

5.6 Recommendations for OLM Implementation for Technical

Specification Instrumentation

As a result of the research into the industry and regulatory documentation related to OLM
implementation to extend the TS instrument surveillance frequencies for analog instrumentation described
in Section 2.5, it is evident that the challenge with implementation of OLM to extend surveillance
frequencies is due to the level of plant-specific detail which must be provided as part of the LAR for
OLM implementation approval. In order to address the challenges of providing detailed information in a
LAR for implementation of OLM at a NPP, a research phase is needed to work with a plant licensee as
part of a pilot effort. This pilot effort should be separate from the digital I&C pilot discussed above since
the sensor-related extensions are for currently-installed analog equipment.

e The pilot for OLM implementation would focus on developing the detailed plant-specific information
to support the LAR submittal. This plant-specific information would need to include:

e Identification of digital I&C system and function

e Historical drift analyses and instrument performance reviews

e Development of OLM acceptance criteria with supporting uncertainty analyses

e Description of selected OLM methodology, associated algorithms, and model training
e Software qualification and V&V process

e Development of plant specific information to address the fourteen NRC requirements.

5.7 Summary of Recommendations

Based on the information discussed earlier in this report and the discussion above, the following
summary of recommendations may be identified:

e A pilot program is recommended in which the project team partners with a utility that is in the
process of upgrading a safety-related system with digital equipment to assist with the evaluation of
the self-diagnostic and OLM capabilities to identify potential surveillance requirement extensions.

e [tis recommended that the insights (Section 4.4) from the review of previous industry precedence are
applied to a digital upgrade, in progress, to evaluate potential TS surveillance extensions or
eliminations.

e A recommendation for the pilot study is to evaluate the surveillance changes under the licensee SFCP
and develop the technical basis to support a LAR (if one is required) at a level of detail that addresses
the regulator’s expectations.
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e As part of a pilot program, it is recommended that digital equipment for the selected digital 1&C
system upgrade be used in evaluating approaches to PRA-model development based on the
application of the insights from this research project. The high-level process which is outlined in
Section 4.4 would provide a basis for the performance of the modeling efforts.

e Implementation of approaches to PRA model in a separate pilot study to address the challenges
associated with OLM implementation for analog instrumentation. Among the activities this pilot
would address is the assembly and evaluation of detailed plant-specific information necessary for a
license amendment requests for implementation of OLM at a nuclear power plant.

The pilot research effort would require collaboration with the pilot plant licensee, digital I&C system
vendor, national labs, and research SMEs. The pilot research effort would require collaboration with the
pilot plant licensee, digital I&C system vendor, national labs, and research SMEs.

6. SUMMARY AND PATH FORWARD

This report summarized the initial work performed to address the challenges of digital equipment
self-diagnostics and OLM for technical and non-technical (e.g., balance of plant) surveillance in nuclear
plants licensed to 10 CFR Part 50. Identified documents published by NRC, EPRI, NEI, nuclear industry
and utilities, and standards related to TSSI extension, along with a review of Nuclear Energy Institute
(NEI)-04-10 Revision 1. The report identified digital equipment with self-diagnostic and OLM
capabilities that can replace analog plant systems, with a focus on digital equipment that have already
been utilized by nuclear utilities to perform TSSI extension by leveraging self-diagnostic capabilities. The
report also presents discussion on different vendor-based solutions that are available to date and how they
could utilize self-diagnosis to eliminate manual TS surveillance. An initial methodology to augment the
approach outlined in NEI 04-10 Rev. 1 to support evaluation of digital equipment with the ability to
perform self-diagnosis/OLM was proposed along with set of recommendations.

The identified recommendations encourage detailed development of methodology for an identified
digital system with self-diagnostic and OLM capabilities to address the technical gaps identified including
hardware and software CCFs. The expectation is to collaborate with a nuclear utility and perform a pilot
study to evaluate the TSSI extension or elimination and provide sufficient technical basis to support a
LAR at a level of detail that address the regulatory concerns.
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EPRI Documents for Technical Specification Surveillance
Interval Extension

84
Appendix B



85
Appendix B



g xipuaddy
98

oIe s[ouueyd juepunpal ‘uoneyudwdur 3sordwis s, A TO U S[QUUBYD PAIOJIUOW

oy Surqanisip nopim ‘Surjerddo st jued ot o[IYM SIdNIWSURI MO[J PUB ‘[9A9] ‘dinssaxd | [eAIdU] uoneIqre)) 10J SULIONUOIN |  €L1STO0IT
JO sTeAIOIUI UOTIBIQI[BD AU} SUIPUIIX JOJ POYIAW [NFSSAIINS ' 9q 0} udAo1d sey INTO urt-uQ jo uoneorddy jue[qd Nda S
(SdS) wasAs uonodjoxd A1epuodas oy 10§
s103ruowr dnoi3 uonod301d 1030BAI SIDAIP IOYI0 Y} pue ‘WdISAS uonddjoxd Arewrid oy 10J
SIOJUOW SIOPIWSUEI) JO dnoig ouo {[[OMIZI§ Je SIoPImsues) uonodjoid 1030ea1 Jo sdnoild (8007 12qu209(]) SyuowNYSu|
0M) dTB QIJY ], "SIONIWSURI) MO[J PUB ‘[9AJ] ‘Inssaid JO S[eAIouUI UOTIRIQI[ED Y} SUIPU)X PAIR[OY-A19JeS JO UOISUI)XH
Jo asodind oty 103 wop3ury] pajun ay3 ur juerd g [[omoziS oyl Je N0 Jo uonejuowddwr | [eAIojul uoneIqie)) 10y SULIOIUON | €7.9101
oy uo £00Z pue 900z ur paysiqnd suxodar 1 dH om) syuowd[ddns 310dax siy T, Jurt-uQ jo uonedrnddy juerd ada %
‘wopSury payun Yy ut (Fg) AS1eug ysnug Aq pajerddo jueid Ymd (600T
g [[9MIZIS Y] T8 UOISUI) XS [BAIOIUI UONJRIQI[ED JONIWSURI) 10J IO JO uoneiudw[dwr | 10quadd(]) sjue]d Jomod Jed[ony ur
o Surquiosap syrodar [Yda paystqnd A[snoradxd 931y Jo SSUIpUL PUB [OIBISII O S[IBIdP SIOPIWSURI], QINSSAIJ JO S[RAIIU]
1) Aretiuns JAISUAYAIdWOD ST SIY T, "ddN Sunerodo ue ur SIONIusuer} MO[J Pue ‘[9AJ] uoneIqIe) pudlxy 0} SULIOIUON | 8816101
“a1nssaxd Jo s[eAIdIuI UONRIQI[ED JO UOISUIIXD JY) 0} A[[ngssooons parjdde uooq sey N0 ourt-uQ Jo uoneuowdrduy INEE €
‘ued JuswoSeurw dSULYD PIISI) B SIPN[IUI JBY) UONOIS uonejudwd[dur
3uons & surejuod os[e auIEpIND oY [, ‘(soniiqede)) SULIOIUOIA JOYIO UO ()] UONIAS
pue ‘S[opoIN UdV Surdo[oAd uo g uonods ‘SIOSUdS Uo / Uonddg) sj00} pue ‘(weidoid
IO ue Sunonpuo)) uo / uonddS pue Y M Surjeurpioo)) uo g uondas) sassooord (0107 dun() syue[d 1omod
‘(Surggess uo ¢ uonoag) adoad uo douepIng sapraoid 3] NTO Se Yons sAr30[ouyd) JeaponN Joj werdold SULIONUON | 9111201
Surua(reys pue mau SurajoAur 103fo1d e 103 9jerrdordde syuowd[d Ay [[e S19A09 JJodar Ay | QuIT-uQ ue Juneniuy JoJ AUIPPIND NdAa 14
"MO0I3 0} SINUIIUOJ dseq JOUILIIdX
) se A3o[opoyjowt SISATeue SIY} JO SULINJBW I} JO dANII[JOI—I0SSAIpad s)1 JO ey} uey)
Pa[TeIop 210w AJqRIIPISUOD PUB PAUIJOI QIOW SI UOISIOA MU SIY) UI PAUTLIUOD dJULpPINg
o ‘Terouds uy “synsax Ajdde pue eyep d[qe[reAe 9zATeue 0} 1S9q MOY pUE JLIP JUSWNISUL JO
oInjeu Y} SurpIe3aI SISIXd MOu dInjord JOIBI[O YOoNW € ‘[[BI9AQ “JLIP JUSWNIISUL JO dINjeU (4107 A1enuer)
) 03 urureirad sAIpmys [YdH PIIe[oI WOy poures 93pI[Mouwy| uo Sp[mng 3 ‘QIOWLIYLIN,] BlR( UONRIQI[E)) JUSWNISU]
‘ponsst sem 310da1 [RULSLIO O} 9OUIS PAOBJINS JARY JRY[} SONSSI A10Je[N3AI A3 SISSAIPPE | JO SISA[EUY [BONSNBIS 7 UOISIADY
pue 661 2ouls pauresd ooudLadxa sajeI0dIooul 7 UOISIADY "SanI[IN Jed[onu Aq d0ue)doode | - uonINPIY /UoIsudlXy uoneIqie) | 956700200€
PBOIQ PIADIYDE SBY PUB 661 Ul paysiqnd A[[euISLIO sem JUdWNOOP dUI[OpIng SIy I, JUOWNYSU] I0J SOUI[IPINL) Nda I
Anqednddy de( pueIPLL yudwndoq | ‘oN

T Ve

|eAJd}uU| @dUe|[I9AING UoIjedl}ioadg [eoIuyo29] 4o} sjusawnooq [¥d3

q xipuaddy




g xipuaddy
L8

*303l01d S1) uI pasn d1emiyos Ay}
JO suonen[ead IOyINJ pue ‘sjopowt padooAap Jo synsax pue sopdwexas oiy10ads ‘swpLoge
Surpopow [esridwo Yy Jo suondrosap paIe}dp I0W SUIBIUOD UOTIBULIOJU] 9UIJOY

(002
IOquIdd9(]) SHNSAY pue sojdwexyq

[OPON ‘suondrosoq wLos[y

pue ‘s[re1d wyod[y ‘sojdwexy [OPOJA 7 QWN[OA ‘QOUBULIONJ [QUUBY) JUdWNNSU] 17 QWIN[OA :90UBWLIONS [UURY)) |  6LSE001
JO SuLI0)UOIAl QUIT-UQ *s110daI T JH JO 195 QWN[OA-0IY) B UI PU0dAS Yy ST 110dar SIy], |  judwnnsuy Jo SuLIO}IUOA QUIT-UQ NdAa 8
‘pop1aoad os[e St sud) N'TO JO AIBSSO[S QAISUIXI UY PIQLIOSIP OS[.
dIe—SswISTURYOIW dsuodsar uLre[e pue ‘sonbruyod) uoroaop inej ‘Ainuenb eiep ‘Ajenb
BIBP—SONSSI PIIR[Y "SUIUIenAI [9powl pue ‘JudwAo[dop [opow ‘Uonen[eAd pue Jururer) 002
[opow ‘uonoda[as [eusdis ‘uoneredord viep Jurpnjour ‘WISAS NTO Ue Jo uoneudwo[dur I10qudoo(]) uoneuowd[dwy pue
ue 10} spepow dredard 03 pojordwod oq snuu 3y} syse) snouea 3y} s)udsaId (19€€00T) | uowdo[oAd( [OPOIA 10J SQUI[IPIN.
uonejudwddw] pue Juowdo[oAdd [OPOJA 0] SOUI[OPIND) [ SWN[OA ‘QOUBWLIOLIOJ :] QWIN[OA :9OUBWLIONMS [UURY) |  [9€€001
[ouuRY)) JUSWNLSU] JO SULIOIUOA dUI'T-UQ J9S JWN[OA-IIY) © Ul ISIIy Y ST podar siy [, | judwnysu] Jo SULIOIUOIA UIT-UQ radd L
"uUONeIS SUNBISUDS JBI[ONU g [[OMIZIS
S, e SIonIusuel} paje[dI-A19Jes JO [BAIdIUI UOTJRIGI[ED JU} PUAXI 0} IO Jo uonedrjdde
[NJSS909NS A} SOQLIISIP 110daI SIY ], “S[OUURYD JUSWNISUI JO S[RAIIUL UONBIQI[BD
o) pudIxd 03 UdA0Id pue pado[oAdp Udaq dARY saNbIUYdd) INTO “Opeodp Ised o) 10A0
*A39181)S UOT)RIQI[ED PASEQ-UONIPUOD B 0} SIONIWSULRI) JO UOLRIQI[ED Paseq-dw} ‘Orporad
WO} Yo}IMS 0} 9[qe 9q 0 AeM © J0J [OIedS 0} AIISNPUI Jed[dNU J} PAJBAJOW SJUSWINI)SUL
JUSIQJJIP USIMIDQ S[BAIIUI UOTJRIQI[BD Ul AJU)SISUOOUI J ], "UIJO Sk pajeIqI[ed
9q 0} Paau ‘0I0J2IA} ‘JOU OP PUB SYIUOW 7 0} Q] JO [0AD [oNJ € UBY) 2IOW J0OJ UONBIQI[BD
1oy} urejurewr A[[eord4A} ‘sioprwusuen aInssord opeid-1ed[onu se yons ‘SjudwnI}sut (9007 10qua9(])
Anrenb-y31y 183 umoys 9AeY SN Ul SIUSWNISUL $S3001d JO SOLI0)SIY UONBIqI[RD 7 PuUB [ QWN[OA :SjudtNISu|
JO SMIIAQI ‘STBIA JUIAI U] "9ITAIIS 0} WA} FUIUINIAI PUE ‘WAY) SUnRIGI[ED ‘SJUSWINI)SUL PAIR[OY-A19JeS JO UOISU)XH
oy} Surre[OSI 0} PAJOAP SI JOGE] [BIIUBISQNS ‘SIAMIAIIOR UONRIQI[RD YSNOIY ], "(SYIuowW | [eAIdIU] UoOneIqI[e)) 10J SULIONUOIN | 987 €101
7 01 81 AIOAD 90UO ‘ST JBY)}) J[IAD [onJ AI9Ad dou0 pauroytad A[[eord£) are suoneiqre) ourt-uQ jo uoneorddy jue[qd INEE 9
‘puesug Yjopng urjue[d YMd d [[9mazIS s A51oug
ysnug 1e uonejudwddwr N0 uo (9007 1quddq) 98+ €101 Hodar dd siuowdddns
110da1 SIY [, "passasse 9q ued snje)s UOIeIqI[Ed [QUUBYD QIBWIISI d[qeLIeA ssad01d
o) WOIJ UOTBIADD S, [oUUBYD [oed JuLiojiuow Ag -anfea ssa001d [emoe o) JO djewnso (LO0T 10qua09(]) Ssyuownysuy
159q PAJR[NO[ED B 0] JUSWAINSEIW PIJedIpul S, [duueyd yoed Surredwos Aq paiojruowr PAIR[OY-A1dJeS JO UOISUI)XH
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
88

"000T +C AInf parep

110doy uonenjeaq A195eS Jed[onN DN Y} 91e10dIoour 03 pasIAdl uoaq sey 1odar siy ],
‘wressoxd

INTO ue Sunuowdydur Jo s30adse FuIsuddI[ Y} SISSNISIP PULB UONBWLIOFUI [BITUYD)
sap1aod os[e 110dar SIY I, “[oUULYd JUSWNISUL Uk JO doueuto}1od uonerodo ur passasse oy
uo paseq SI YoIym ‘A TO SI QABUId)E SIY ], "dAI}I0JJ2-}SOD JIOW SI PUB SIIJOU(Q [BUON}IPPE

(000T 1290100) S DUN 1A

[BI0A3s sap1aoid jerp (SouetLIojrod [oUULYD JUSWNISUL SUIAJLIOA pUuB SULIONUOW | -G961()[-YL :90ULULIOfdd [ouuey) | +090001
9'T) QOUB[[IOAINS [dUUEBYD Juownysur 0} yoeoidde ojeurd)e ue sjuosaid 1xodor [eordoy siyy, | judwnisu] Jo SULIOIUOA dUI'T-UQ Nda 4l
‘suoneorjdde paje[d1-A195es 105 INTO Jo uonejuowd[duur Juonbasqns
pue o3ueyd S & Jo repruqns oy} Surpredar souepms sopraoid jiodar (eordoy siy
-93ueyd S, © Jo fenrwqns oy} Jo Jed se passaIppe 2q isnw jey) S 9y} ul parjiuapl (2007 1oquaA0N)
0I0M SINSSI [BIIUY9) SNOLIBA "S T S Jue[d € Aq pouIoA0S sjuomunysur pojedt-A1ayes sjuowNNSU] Uoneoy103dg
0} IN'TO Jo uoneodrdde o sozuoyine g4S oy L "4S DUN 23 d1erodioour 03 )00z Joquaidag [eoTUyd3 ], :SULIONUOIA dUI'] 67SL001
ur pasiaal sem j1odax [esrdoy oy pue ‘000T AIN[ UL S96101-dL 10 HS SH pansst YN YL | -UQ TYdH / A310u7 jo yuouniedoq Nda | 11
‘suoneodr dde pajeao1-A19yes 105 NTO JO uonejuowddur
juonbosqns pue d3ueyd S, € Jo [enruqns oy} Jurpredar douepms sapraoid jrodar eordoy
SIY L, "oSueyo S I, © JO [enrwqns oy} jo 1ed se passaippe 2q jsnw jey) S Y} Ul paljlauapl (200T 10quIdA0N)
JI0M SINSST [BOIUYD9} SNOLIBA ST S Jue[d & AQ PIUIOAOS SJUSWINIISUL PIJB[OI-A)9Jes sjuowNN)SU] Uoneoy103ds
0} IN'TO Jo uoneordde o sozuoyine S oy L "4S DUN 23 d1erodioour 03 )00z Joquaidag [eo1uyd ], :SULIONUOIN | €£89001
ut pastaal sem j1odar [eordo) oy pue ‘000T AN UI S96+01-¥.L 10F S SI PANSST YN YL uIT-uQ Jo uoneiuswaduwy radd 01
"SsjudwINISul pajefal
QL 03 parjdde 7O J10J BLISILIO UONEPI[EA PUB UONEBIIJLIOA dIBM)JOS SISSAIPPE PUL ‘BLIAILID
doueydoooe 1O Surpie3ar doueping sopraoad ‘AJureirooun UONBWIISd PUB JUIUIOINSBOW (#007 19qu909(]) UOHIBIUIWNISU]
SOSSQIPPE ‘S[BAIUI UOIIRIQI[ED PUI)XI 0} PIPUIWLOIAI dIk Jey) soFueyd ST Y} uonedy103dg [edruyod ], jue[d
SOqLIdSAP IO JO asn oy} AqQ S[BAIUI UOTIRIQI[EBD PUI)XS 0} MOY JO MIIAIIAO UB SIp1aoxd Iomod IedronN 03 suonedrddy
uoneudwnNnsu] ST ddN 03 suonesrjddy :¢ swnjoA ‘9oueuLIONdd [QUUBYD) JUSWNNSU] i€ QWIN[OA “QOUBUWLIONOJ [QUuBy) |  (0€6L001
J0 SunIojIuoA durT-uQ ‘suodar [YJH JO 19S JWN[OA-2IY) & Ul pary) Ay st odar siy [, |  judwnysu] Jo SULIOIUOIAl QUIT-UQ radd 6
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
68

[B21UY091 JYSLI Ay} YIM Jerp) sdjensuowdp uonesrjdde siy ‘onbruyos) doueudjurewn
POseq-UuonIpuod [BUONIPPE Uk Sk AJLrewLid pamara uoaq sey 1O ysnoy[y "soonoeld

pue ‘spiepuels ‘syudwoamnbar Sur}sa) 10 UOIRIqI[Ed Y0 03 safueyod Jo Aiqissod

ot 10J o[dwrexa st SOAISS ‘Y867 20T H0dax [YdH Ul [1e10p dI0W Ul PaqLIdsap ‘yoeoxdde oy
‘spopowt pue A3010uydd) 1O Jo suonorpaxd o ur Ajureprooun Junen[ead KjoAneinuenb
103 sanbruyoo) mou se [[om Se SISAJeue S}09JJ0 pue SOpOW dIN[Ie} pue SAsA[eue

ooudnradxo Sunerodo oAIsu)xd oy Surpnpout ‘uonedridde O SIYy} 0] SISBq [BITUYd)
SuIA[19pun oY) SAQLIOSIP MIIAIOAO O], ‘SOIUB[[IOAINS [QUUBYD JUSWINLSUI 0} JN'TO JO

(1107 Toquia2(T)

uonedrdde pajeaI-L1o5es oy ‘Ajoweu ‘suonesrjdde jo11d 95y} Jo duo SurA[1opun ssa001d | 7 SWN[OA :SiUB[J JoMOJ IBd[onN JO 1€0€201
UISUIOI] pUE ‘SASB( [BOIUYDI) ‘SPOYIOWE A} JO MITAIOAO ATewiuns & sapraoxd j1odar oy 3uLIOIIUOTA dUI[-U() JOJ UI[OPIND Nda L1
‘paynsnl
10 paxmbar jou are AIqerddo Jo uoren[eAd pue AJureiIooun [QUUBYD [BNPIAIPUL JO SISA[eUR
SNOIOTII ‘YU BULR JOUB[[IOAINS JO ASO[OPOYIOW PIULIOJUI-SLI O} JOPU() "dOUB[[IOAINS
10J SIseq oy se pasn suondwnsse oy} deprfeA 03 paanbar st douewIojrod Jo SULIOITUON
"SIsATeue-ySLI dnsIjIqeqold Jo siseq oy} uo paySI[qe)Iso AIe S[BAIIUI OOUR[[IOAINS
‘werdord ¢z~ 1S AUl JO sjudwaanbar juonno ay) 0pup ‘uoneyuowddwr W10
0} parjdde oq p[nod sa3ueyd 9sAY) pue ‘pISuLYD JABY SONIANIE JOUR[[IOAINS [RUONIPLI) (S10Z yorepyy) sweidoig
J0J Surrojruowr 9ouetLIoIod 10J Suore}0adxd DYN TOAIMOH ‘S[ROS IS} JO [BIJADS JUOWIISRURA QOUR[[IOAINS
PAAIYIE SBY [YdH ‘QOUBULIOJIdJ [uuRy)) juownysu] JdN JO SULIOIUOIA dul[-U() 10} [01U0)) PUB UOIBJUSWNISU]
urpopIny ‘8867701 Hodar YA\ "IOIABYQ UOIBJUSWINLISUL JO UOBN[BAD puk doueuofdd | ¢zy-11SI Hoddng 03 sjudwonmbay
PAINSEIW UO PASBQ S[BAIUI QJUR[[IOAINS SWAISAS )29 SUIPUI)XD JOJ [00) QANIYJO SuLIOJIUOA] QUI[-UQ) J0J QUI[APIND | 9€7S00Z00E
ue se sar3ojouyod) IO Sunuawd[dur pue Surdo[aAdp 03 panruod St TYdd YL :A3010Uyd9 ], JBI[ONN] PIOUBAPY INEE 91
"UONBIUAWINISUI $S9901d-uou 10J sjudwannbar Suronpar Aq S3uUIAES
Teqruars urzijear Jo Apiqrssod oy3 sa10[dxd 310dar SIy |, “s31S09 10qe] (JA290) dduBUdUTEW
pue suonerodo jue[d 10MO[ UI PAINSAI dABY SOFUBYD IS [, "UONBIUIWNLSUT $59001d (€661 12qu2(])
ddN 10J syuowaanbar 1s9) pue 9oUR[[IDAINS S [, UI UONONPAI € 0} P9 Sey] doueuriojrod uononNpay 1S9, Pu. SOUR[[IPAING LSTE01
JUOWNYSUL POPLISIP PUB ‘SOPOW dIN[IeJ JudWNySul ‘“0oudLadxa Junerddo Jo sisA[euy UONBIUAWNYSU] SSII0IJ-UON Nda SI
"SONSLIdNORILRYD JUSWINLISUL Ul SAZUBYD Y3NOIY) SQIN(IR) 109J0p UBd poylowt JINDI (€661 12qua9Q)
oy} MOY SJUSWNIOP SISA[BUE $)O3JJO PUL SIPOL AIN[I) JUSWINIISUL O ], S}SOD JOqe| PUB | SISA[BUY S}OJJH PUB SIPOJA 2In[Ie|
ansodxa uoneIpel poonpal pue AJ[Iqer[dol jJudwnnsul ornjerdduwd) pue a1nssaid pasearour :zownjoA ‘werdord SULIOIUON | ZA-9€H€01
Surpnyour ‘saonoerd uoneIqIed JUIIIND I9A0 SOSBIUBAPE AUBW SINJB) JINDI UL pue uoreIqIe) JUSWNNSU] Nda ¥1
“S[QUUEBYD JUSWINISUI juepunpal juerroduur
JIOJIUOW A[OAISNUI-UOU 0} dIeMOS 19indwod pajuowddur A[1sed sosn poyowt JINDI (€661
o L, "$1S09 I0qe[ puk 2Insodxd uorjeIper paonpal pue Ajjiqerjar juswunnsul aanjerodwd) IoquId09() POYIRIA U} J0J siseq
pue ainssaxd pasearour Jurpnjour ‘soonoerd UoNeIQI[Ed JUILIND IOAO SOFBIUBAPE :] ownjoA :werdord SULIOIUON | [A-9€H€01
Auew sa1njed (JINDI) Wei3old SULIOJIUOJA Pue uoneIqie)) judwnnsuy s, Ndq pue uoneIqI[e) JUdWNNSU| dA €1
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
06

Aq pasn 3uropout paseq-saIsAyd (7) pue $SIudd NTO PIZI[eHudd ul urjopouwr [eorrduwd
(1) :3uowdO[OAD JO S[OAJ] JUAIIJIP B ISIXd sanbruydd) Suriojruowr om} ‘Apjuormy)

(0102 A2 ) Sutjopoy
[eotndwryg pojeidojuy pasueyuyg

8LOTCOI
|add

Ic

"SwISAs [ensip 01 Ajdde 03 3nogyIp

a1e saniiqeqoid ainjre} drempley SureWIS I0J SPOYIOW [BUONIPEL] Y[NSAI & Sy osuodsal
WoISAS [eISIP 9y} J0U INQ ‘W) 03 WAISAS Ay} JO AIqrdoosns pue suonIpuod Sud3sL Jo
90UQISIXD U} JOJJJ. ABW SSQUWIOPUEY "INJJ0 SUOHIPUOD ISOY) W} AIIAD dIN[Ie] dWes Ay}
osnes [[Im dIN[IeJ B Isned 0} J[nej e S193311) Jey) suonipuod Sunerddo Jo Jos B—SUonIpuod
Sunerodo 03 300dsar WIIM ONSTUTULIONOP PUE ONBWIISAS dI8 AU} JBL} UL SWISAS [BOTURYOIW
JO 9SOV} WO} IQJJIP ISAY ], ‘SWISIUBYIIW AIN[IB) ONJBUWIAISAS SSAIPPE JSNU OS[€ S[OPOU YSLI
‘STIOISAS [BISIP 10, “SWSIUBYIIW SUONIPUOD Sunerddo [eonudpl A[IeU [IIM UdAD ‘Furur)
QIN[IBJ Ul SSOUWOPULI JONPOJUI SWSIUBYIIW dIN[IR) OU} UI SUOIIBLIBA [[BWS PUB ‘INO

-1eoM pue Furde juouodwod YPim dduaLadxd Surerddo uo paseq are saniqeqord amjre
“UL SOPISAI J1 WAISAS 9y} uo danjrey juouodwod Jo s109J0 pue Arqeqord sinjrey oy

JO swird) ur syuduoduod dremprey spopowr A[[eordA) yd -onsst Surgud[reyo A[[eoruyod) pue
SUIAJOAD UB SUTBWIAI SISA[BUB-YSLI Ul SWAJSAS POSeq-dIeM]JOS J8a1) 0} MOY] JO uonsanb oy,

(010 10qu202()
swoisAS [eN31( S[qeroy
ATYSTH ur sojey aanjre Sunewnsy

LLOTCOI
|add

0¢

"S9INSBAW JAISUJOP
JO WO} Oy} Ul SWISAS [BISIP [BONLIO JO AJIRI[OI AU} AINSUD 0} PIPUIUL AIB TRy} SIdUMO
pue s1ou3disop Aq pajudwdrdur sassa001d pue soonoeld uFISOp UOWWOD 10§ FUNUNOIIL

Uo SB [[oM SB ‘S[0JJu0d pue sajenioe 11 jey) Judwdinba [eorueyoow pue [8oL1OI[ Ay}

Jo sopowr a1njrey 03 30adsar ym Jenonaed ur ‘ugisap jued [[BIOA0 U} UIYIIM 29T o) JO
JX9JU09 Y} FUIZIUZ0I91 UO SISNO0J 310daI oY) UI dduepIng oy [, "S9jel dIN[Ief Wo)sAs [eN3Ip
Sunewrnsd 10§ poylow € sasodoid pue suonsonb [1830p JO [9AI] SISSAIPPe I SV Ud ddN

ur s[opowt wdisAs D297 1en31p Sunerodioour 10y yoeoidde [eonoeid e soqrosop 1rodor siy

(T10T AIn[) SIUSWISSISSY ySTY
onsI[Iqeqold Jueld JomoJ Jed[onN
Ul [0JJU0)) pue UoneIUdWNISU]
[eNs1( Jo SuI[opoiN

8LTSTOI
|add

61

"sanbrut]99) SULIOIIUOW UOIIRIQI[ED JUSWNISUI JUI[-UO JO UOIBN[BAD

9)BINJOE UR JONPUOI 0) AIBSSIOU S[IBJOp [BI1UYI) Y} 9p1A0Id 01 §689-YD/DTINN
papudur DN (9007) TUSWISSISSY 9OUBULIOJIOJ 0] sanbruyod ], SULIOjuo sur-uQ Jo
MIIADY [BIIUYIR L, ‘§689-AD/DTYNN Ul PAQLIOSIP [OIBISAI SB [[aM SB YHS S, YN Woy
syy3rsur ojqeodrjdde smeip xodax o ‘A[eur ((9111201) SddN 10J weI3o1id SULIOJIUOIN
our-uQ ue sunenuy I0j aurdpInD) paysiqnd A[Iuodar oy Wwoiy SIYSISUL U0 SMEIP

0S[B PUB ‘G940 [-Y.L Surpnjour ‘SULIOIUOW PUL UOIIBIGI[ED [QUUBYD JUSWNISUL UO SNI0J
jey} s110dal [YdH € Wogy dduepIng surejuod 3 ‘werdord e yons 10J sjudwdImbar YN
Sunoow yum wersoid N TO ue JO uorndaxa pue Judwdo[dAdp a3 syur 110dax ot ‘yons
SV ‘sjuowaIImbal 471 oy} sIssaIppe Jey pue ssa001d uonejuowddur pue Judwdo[oAdp
[[BISA0 9} JOJ SWRISeIP MO} $S9001d surejuod 3y ‘syuowaanbar YgS OUN 1 oup

s100w Jey) werdord N TO ue juswordwr pue do[oaap s1ojerddo sgdN d[oy [1im 310dax sty ],

(110T T0quILAON)

QOURULIOLIdJ [oUURy))

juouwnysuy jue[J JlomoJ Ies[ony Jjo
SULIOJIUOTA] dUI'T-U() I0J QUI[IPINL)

88677201
|add

81

‘Kjo5eS pue AJN[IqeI[d SUIUWLIJUOD pue
Sunenyeas jo poyowr Arewrid 0ANn0ILJd a1ow A[[enuslod € se 9AIdS Ued AT ‘Uonepunoj

Aimqednddy

e pue IPIL

yuWINdO(

ON




g xipuaddy
16

9ADY91J9-1509 & ur judwdinba opeir3dn pue ooe[dar 03 9[qe 9q Isnwt SN JO siojerodo Anszoarg pue pdo@-ur | S€8Z001
‘51500 Funerodo JuI[[OJUOD AIYM SIUSWAIINDAI AJIQRI[I pue A)oJes UndW dNUNUOD O], | -9SudJd( SUIULIOJIod JOJ dUI[OpInD Nda 9C
10D 1en31p Isurese uonodjoid ajenbape oAey sjue[d jey) INSUS 0) pISU SANI[N) (8007 10quoo9(]) SWISAS
‘sjuauodiiod paseq-oIemIJos [BONUIPI SN Jer]) SWAISAS 1o surer) judwdmba ojdnnu [01U0)) pUB UOLIBIUSWINISU]
91qesIp 01 S,DD) 103 Tenudjod oy St uId0u0d Ay I, ‘syuefd Sunerodo je sopeiddn [en3Ip 10y | [€ISI UL SAIN[IE] 9SNEB)-UOWWO)) 1€L9101
pue syue[d mou [joq 10J onssI A1038[NFAI pue [BIIUYI) PI[HISUN UB SUTBWIAI ) dIBMJOS uo syy3isuy douoLddxy Sunerad( INEE ST
(SYQ) WoISAS UoneNnIdL ISIIAIP
pajewone pasodoid o) JO UOIEN[BAD POULIOJUI-YSLI B SJUIWNIOP 310daI Sy, “ D)) Isurede
uonosdjoxd 9jenbape amsse 03 uorzeWole ISIOAIP pue Juopuadapur 31sa33ns Ay ‘O[qe[reae
SI QW) SSI[ USY A\ "O[qB[IBAR Q1B SIINUIW ()¢ UL} IOW YIIYM IOJ SUOIIOR SOY) 0} PIIWI|
9q pPInoYs s1DD D21 [eMNSIp parernisod Surmp uonoe 103e10do I0J JIPAID Jety) S1so33ns
OMN Y} woJ 9ouepIng JJels WLIdUL JUIIIY “Siuouodwod paseq-oremijos [BOUpL (8007 10qua9(])
asn jey} swaIsAs 1o suren juowdinbo ojdnnw o[qesip 03 sHD 103 [enudiod oY) ST UIIUOD suonoOuN,] WAJSAS UONENIOY
Jy [, ‘sopeiddn [endip SuroFropun syue(d Sunerodo pue syuejd mou yjoq 10J onsst A101e[N3aI 9SIOAL( parewony Jurpuedxy 12L9101
pue [eoruyo9d) uado ue surewar )0 2IBMIJOS JO S1091J Ay} Sunesniw Jo JuNUIALJ | [IM PIJRIDOSSY SSIY PUe Sjoudg radd v
-oAn30ads1ad Kyoges juerd
[[BI9AO UE WOJJ [RIOIJAUQ I JeY) SWIISAS D29 Ul £(J JO S[OAI] d} UO SIYSISul 2)eI1ouas
0} powLIoyIod SuUOIEN[eAd PAULIOJUI-YSLI JO S}NSAI AU} SUWNIOP J10daI SIY ], “SLI QALIP
10U 0P JeYy) SAOUANDIS JUSPIOIL PIEMO] SIIINOSAT JOAIIP dWI) dWes AY) e pue ysu1 jueld
[[e19A0 03 Juepodur aJe Jet) soouanbas JUIPIOOE JWOS JOO[IIAO UBD UOIBN[BAD ¢( 10) (6007 12qua03(Q) syue[d
sayoroidde onsrurudop [euoniper], djerdordde uoym SAINSLAWINUNOD Judwo[dWI pue | IoMOJ JBI[ONN UL JSTY U0 ANSIDAI(
sanIIqeIdunA ) [enuajod pueisiopun 19339q 0} suonenead (¢) AISIOAIp pue pdop |  pue pdo-ur-asudfo(q [onuo) pue | €816101
-UI-OSUQJOp ULI0JI0d SIOPUSA Pue SanI[IN ‘SWAISAS A105es [BISIp JO uFIsop oy Jo Jaed e sy uoneuowNYSu] [eN3IJ JO S0P INEE €T
10D 1en3Ip Isurese uonodjoid ojenbape (o102
Jaey syueld jeyy ansuo sontun djoy [[im 310daI Sy, “syusuodwod paseq-o1emijos | IOqUIDAON)) SINQLINTY AJISIOAL( pue
[o1IUdPI 9sn Jey) SWI)SAS 10 suren juowdinbs spdynw 91qesip 01 s 1)) 10J [enudjod SQINSBOA] QAISUIJ(] SUIUIqUIO))
Y st uxddu0d Ay [, ‘syued Sunerado je sopeiddn [e331p pue syue[d mou 10J y10q ‘OnssI :oInqre,] asne)-uowwo)) | 7816101
K1078[NS1 pUR [BIIUYDD) PA[HIASUN Uk SUTRWAI (D)) dIN[IB] 9SNBI-UOUWIIOD dIBM)JOS [en31( Isuredy 3unodloig Nda w
'$90IN0SAI SULIAUISUD JO UONEBIO[[B 19119q
SE [[oMm SE ‘SanI[IIn 9y} JOJ SIS0O douBUIUIBW PUB UONeIddO JOMO] UT J[Nsal p[nod Ajiqedeos
pue AoeIndoe FULIO}IUOW UI 9SBAIOUI SIY [, "SanbIruyod) Surjopowr omi 9sa1j) JO UOLBUIqUIOD
91} WoJJ 3[NSAI p[nod SuLIojruow ddueWIOIdd pue uONIPUOd Y3oq Jo sud) ut Ajfrqedes
Suniojuow 19)39q ap1aoid 03 |00} J[qen[eA JWOS ‘SHSS 10J JIOIABYI(Q [BULIOUQE JO SISAJeue
[eorsAyd ypdop-ur Suruio1od 03 pajIns [[9m dIe S[OPOW PAseq-soIsAyd pue ‘Furiojruour
snonunuod dur-uo Jururojrod 01 pajns [[am a1k s[epow [eoLnduwd :Areyudwo[dwod
woas Jurfopowt paseq-so1sAyd pue Suropou [eorndwo ‘Suriojiuow jueld JUSIdFo pue
01o1dwod a10w dASIYOR O], “douetIofdd Jue[d SSasSe 01 SIOOUISUS doUBULIOfdd [BULIOY)
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
6

“AIunwiwod )27 Jed[onu oy} Yim
pa1eys 9q 03 sao130eId 1S9q SB [[OM SB SANIATIOR JOUBUIUIBW 9ANUIAJId JO 9Je)S JUILIND
o1} 109[[0 0} PASN SEM SMITAINUI SNOLIBA Y} WOIJ UOT)BULIOJU] "SAIN[IB] 9SO} [}IM SPUoI)

(€107 15N3NnY) SWISAS [0nUO0))

Kue pue juowdinba Y7 (ISP YPIIm INd00 JBY) saInjref Jo sodA) oyl ysI[qelsd o1 pasn pue uoreudWNISU] [BISIJ 10F | Z0S000Z00€
a19Mm [Ydd pue ‘(OdNI) suonerdd( 1omod Jed[dnN Jo aymusuy Ay ‘YN 2y} woj ereq SO0NJBIJ OUBUIIUIRIA] QATJUIAJI] radd 62
AR E|
Ansnpuj Jo uonen[eAq pue A9AINS
"IOUUBW JANDIJJO-1S0D 17 'TOA ‘sopeiddn 1ensiq ueid
“OnewlsAs e ur soperddn [€IIIp 10J SONSSI UONIPUOD [BULIOUJE PUEB PIBZBY SSQIPPE SNI[IIN IOMO( Ted[onpN 103 A30[0pOyIdN
d[oy [11M JuoWNOOP SUIOPING JWN[OA-0M] SIY |, *A30[0utd9} [BISIP U0 paseq A[[eI1oudd T "[OA ‘SWASAS [01U0D
are sorddns woy o[qe[reA. APUALIND SWAISAS pue judwdmba H297 *SWISAS )] pue uoreIudWNISU] J0J SISA[euy S6SH01
919108qo ‘Burde aperddn 03 Arpiqe oy uo spuadap sqdN Jo uonerodo [nNJssa0NSs paNUIIUO)) SJUOAH PUB SUONIPUO)) [BUWLIOUQY INEE Y4
‘uonedrdde o1j10ads 19y/SIY 10J S[BLIdjEWL
[NJosn Jsow o) 03 JAsn Y} 133)s APomb 03 sopre uoneSiaeu Prm 3uofe ‘SJUIWNIOP
aqe[reae oy} Jo suondriosap Jorq sapraoid Juawnoop SIy ], 31 JO [[ YIM JeI[IUe] JW0dq
01 IoouIdud Aun e 10y [eonoerd jou Ajdwis st 31 pue ‘sjendjewr pojurid Jo saged puesnoyy
[BI0A3S sasLdwod mou 91e30135e oy} IOAIMOH SonssT A103e[nFa1 pue [ed1Uyod) A3 oY)
SSQIPPE 1Y} SHUSWNIOP JO 13S B paonpoid sey [YJH ‘SWISAS [013U0D PUE UOIRJUSWINISUL L66]1 29UIJY Jsod 086L01
Jo sopeaddn 1en31p Sureuew pue ‘Funuowddwr ‘SUTuSISOp Ul SONI[IIN ISISSB O], | -- SJUe[q JBd[onN 10} sapeiddn D] Nda LT
“JoUuURW 9AISUAY2IdWwOd JUI)SISU0D
B UL SoNsSI ¢(J ssa1ppe s1ojerddo jueld 1edponu d[oy [[Im 9pIng SIY ], "SOIN[IEJ Yons M
adoo 031 (¢q) As1oarp pue yydop-ur-osudgop ojenbope sey jue(d oy 1y} INSUI 0] PASU
) pue QUBIJIUSIS AJ9Jes oIk Jet)) SWISAS 10 suren; ojdnnur ur dInjrej ISNLI-uoWWod #002
pajeaI-o1eMIJOS [enudjod Jo ansst oY) saster A30[0uydd) [e3Ip Jo osn Ay, Juowdmbs | 10qUIdd(]) SPOYISA OUSTUIILINO
[ensip Sunsixo Sunepdn 10 A30[0Uyd9) [BISIP WIOPOW JIOW YIIM SIJTAIP O[eur pue pauiojur-ysry surkddy
J0 Juowdoe[dar 10310 dAJoAul A[eo1d£) sopeiddn [onuod pue uonejUdWNIYSU] Iouuew | :saperddn [en3I 10J SIUSWSSISSY
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
€6

"SIQQUISUD AN

103 ooueping oiroads axowr dpraoid [[im pue A[Surprodooe odoos oy pualxd [[im joofoxd oy
Jo aseyd 1xou oy [, yuowudinbo jo sod£) 10430 10J posn 9q ued SpoyIOW dwes Ay} g D[
[en31p uo Aurewnd pasnooy Apnis oty Jo aseyd siy 1 -passosse o1om Ajeontd judwdinba
JO uoneuIULIIAP Y} SuIpIe3ol UONBULIOFUI pue 9oudLddxd Sunerodo sqereAe pue
‘PamarAdI 1M swerdord Ansnpur SursIxo [BI0A9S Judwdimbs H2p1-uou jo Ayriqepuadop
oy daoxdwr 03 19p10 ur saniIqeded H291 mau Juowd[dwr J0/pue Ariqepuadap D]

(Z107 1n3ny) syue[d
IOMOJ JEed[oNN Ul SWIISAS [01U0)D)

douequd 03 soptunroddo Surpury Jo Judul AY) YHM ‘Sjuduodiiod pue SwsAs uononpoid-oy pue uorEIUAWNISU] UondNPoId |  6LZSTOT
-[eo1LIO SUIAJIUSPI J0J SPOYIAW JO UONBINSIAUL UB SJUWNIOP [YJH Y} Wolf 110dar siy] | -Iomod-03-[ednir) JO UOnedljuop] radd €€
*SUI9)SAS
UIOPOW JO SULIDAUISUD JAT}OJO A} 9[qeud 0) padO[oAdp pue paynuapr sem aurdrosip
Furoourduyg SwolsAS Y} uo paseq $s9001d FULIDIUISUD UIIPOW Y “SAVI[IOB] FUNSIXD OJUL
S9130[0UTD9) PASeq-2IeMIJOS PUk [BISIP MU JO UONRIZIUI AY) SSAIppe 0} Ajenbapeur oq 0)
UoA01d 9ARY ‘SWQ)SAS [BOIUBYOIW PUE PIN[J UO PASNO0J A[[BOLIOISIY ALY YOIYM ‘Sass3001d (8107 12q03100) SuLoursuyg
Surroourdud urnsixy “AJ[Ioe] JUSIDJO Puk oJes & SUIUIBIUIR Ul SIQUMO AJI[IOR] opIng ey} SWO)SAS Furs) SUDfeIN UOISIdT | 918110200€
[01IU0D UONBINSIFUOD PUE UFISIP JOJ SIUSWIINDAI JAISUIIXD dARY SANI[IOB] Jomod 1esponN :opmo Surroourduy [endiq INEE 43
'$$0001d UONEIIJIPOW JLIDUIS € JO JYIoMIWERL oy uryiim sordoj [ed1uyod) o3 uo 9ouepins
Funuosaxd ‘A3o0[0uyo9) [I3Ip 03 013109ds SANSST UO SASNI0J 110ddI AU T, “SONI[IOB] IO}
0} soFueyd FULIAUISUD SUI[[0NU0d Ul s10je1ddo/1oumo Aq pasn sampadoxd pue sarorjod
Funsrxd Judwo[dwod 03 popuIUI SI I ‘SwASAs pue juowdinbo Y97 [e131p SurajoAur (#107 1090300) apmo ussaq | 686200200€
suoneoryrpowt jue(d ur [onuod ugrsop Junuowdydu 103 oouepinsd sopraoid 1xodar Siy ], | [0HUO)) PUB UOIBIUSWNISU] [BISI Nda 1€
:3UIMO[[0] 9} UO UOIBULIOJUI SOPIAOId puE SINSAI KIAINS Y} SHUAWNIOP 110dax
SIY T, "SwISAS [e)3Ip M 0oudrradxd 1oy Surpiegar [ouuosiod sourudjurewt D297 jue[d
Ieoronu poAdAIns 300[01d SIY T, "9ABAIOSUOD A[IOAO JO JUSIOLPNSUI 3q ABW ‘IdINJoBJNULWL
oy} AQ POPUSWILIOIAI S ‘SYSB) A J ey} POUIdOUO0D d1e AIISNpul Ay} Ul dWOS “JoInjoejnuew
juowrdinba oy} uo Juopuadap Udaq 9ABY SWIISAS [EISIP 10 SISB) N J JUQLIN)) “SWIISAS
[BN31p AJ1ed 10 Fojeue oy} WO JUAIOPIP AI9A a1k pue sjuduodwod pue Aojourdo)
MU IPN[OUI SWIISAS 9SAY) “TOAIMOY “s1orfddns 10 s1opuoA judwdimbs Aq paysijqelso (1102
SY[SE} QOUBUDIUIB JAJUIAIA QABY SUOLIB[[BISUL 9SIY , *(SULIOIIUOW JTWSIAS ‘[01UO0D [oIBA) 90USLIdAXH pue saondeId
[9AQ] 10JeMPId] ‘TONU0D J0jeIduds durqiny ‘ojdwexd 10y) suoneosrdde pajea1-L1o5es OOUBUQJUIBIA QATIUIAJIJ JUOLIND) | €1/7201
-uou 10§ A[redrourd ‘swaisAs H291 pue syjuouodwod [e3dip Surfeisur a1e syue(d 1eo[onN | Jo A9AING :SWIISAS [onU0)) [BISIJ Nda 0¢€
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
76

IOII0 JAJOAUL A[[eo1dA) swo)sAs )T A[[eroadsa pue juowdinbo juerd 03 soperddn “Iouuew

[ddd JO UOISIAQY V - 10-10 I[N

9AT309JJ9-1509 & ur Judwdinbs apeirddn pue ooefdar 01 91qe 9q IsnW SJIN JO S101e1ado | - [ UOISIASY 8 €TOT-YL - sopeiddn) | €€87001
‘51500 Sunerado Surfjonuod J[Iym syudwInNbar ArfIqerar pue A195es SureoW ANUNRUOD 0], B3I SUISUIIIT Uo dUIOPIND) INEE ]¢
110dax
oy} SUISIOPUD 10 SISeq S JJBIS 9U) SJUWNIOP UONEN[BAD KJ9Jes PAYOe)Ie J], "SW)SAS
[01U0d pue uonejudWNISuI 0} soperddn [e3131p Funuowddwr pue SuruSIsap ur douepmns
se asn J0J 110da1 oy} pasIopud sey pue ANy 65°0S YAD 01 Ui 01 sofuey)) 10939y 4002
OL 87€Z01-4.L [T JO UOISIADY V :10-10 TAN ‘1 UOISIANY ‘8€701-Y L Tddd :sdopesdn | Arenuer) (10-10 IAN) 8¥€CO1-YL
[E)S1( BUISUAOIT UO SUIOPIND),, PIPHUS 310ddY 90101 YSB.L Juiof AN / TYdH oW | “QUI[apIMD JuIsudorT [eysiq [Ydd | L6€6001
POMIIAAI SBY DN Y} 1By} 0UNOUUE 0} ATBWUNS dNSSI AI0JB[NSI SIY} PanssI DYN YL | uo Arewrwung onss] £103e[n3y DUN nIda L€
"SJUSWUOIIAUD Aloje[ngar odnjnu ur 9oue3dodde Surures Jo
POOYI[AYI] IOYSIY B dABY P[NOYS PUEB ‘SjUTenSU0d udrsop juenrodwr 07jo pue sjudwonnbar
Kyoyes 100w Jey) soIn30IydIe )29 Surdo[oAdp 10y souropms pue sayoeoidde ‘sojdrourrd
[1e19A0 sopraoid 1xodax oy ‘A[[eurq "SOINJONIYDIR )29 SUTULIP JOJ PIsn 9q Uued ey}
S1omourely e opraoxd o3 way) sydepe pue Yrdop-ur-osuojop 10j $1doouod JUILIND SOUIIEX
udy) 3] 9IN30)IydIe )29 [[BISA0 9y} 1oedWl P[noo jey) SHUTeIISUODd I9YJ0 St [[oM Se (#7107 10QUIAON]) SIUSWIUOIIAUY
‘sopmg pue SpIEpue)s ‘SIUIWNIOP AI0Je[N3AI [EUOIBUIOIUI SNOLIBA UL PIUTBIUOD SOUI[OPING K1078[NSY [BUONBUIIU]
pue sjuowdnbar [Boruy09) Ay} sozrrewwns 310dar Sy “uSISOp Ay} JO SSOUIAIIOILD o} ordninA ur ooueydodoy
Surstoxdwos oYM SJUSWUOIIAUD A103e[NFAT JUSIdJIP Ul [eaoldde Sururesd Jo pooyrayI] 1oddng e} SOIN0IYIIY
IoUSIY & 9ARY PINO9 ey} saamodydre D)1 Surdo[oadp 1oy sayorordde Amuopr 03 pue [01U0)) puB UOTIBIUSWINISU]
£0IN309)1Y0Ie )29 U0 Jordull 101 Jjen[BAd 0} (A[[RUONBUINUL SOWIFAI A101B[NSII JUIIJJIP [1ex0AQ Surdoroadg | €56200200€
J10J Spiepuels SUIA[IopUnN pue S9se(q [BOIUYdd) ) durtexd 03 Joofoxd © pajeniur YdH YL 103 soyoeoiddy pue sojdrourrg da 9¢
‘s1orpddns 1oy
pue s1oourdud jueld 1eaonu Aq asn o Arpeonoseld pue Ariqesridde Jo dFuel ‘SSOUIATIIFO
J10J SPOYIdW 9} SSASSE 0} SASBI [enjde uo paseq swoqoid ojdwes 03 spoyjow )
Jo yoeo Surkjdde ‘sojdurexo posrom pue sarnpoooid doys-£q-days sopnpour 3 “suoneordde
onsI[eal ‘Jednoeld 01 SUOHENSUOWIP JIWAPEIL WO FUIUONISURL] [[1)S SPOYIIW [QAOU
01 soonoeld paysiqelsa-[[om woly surguelr ‘sayoeordde xis je s)joo] 10dar oy, ‘uonerodo (€107 dun[) SwIsAS
ojur 1nd are A9y} 910J0q SWIISAS H29T [BISIP UL SONI[IqRIOUNA [B13U}0d [BIASI 0} SPOIOW | [0JIUO)) PUE UoneIudWNISUT [BI3IJ | 60S000Z00€
SISA[eue QIn[Iej pue pIezey SNOLIBA JO 9sn Y} JO UONELIIISIAUL UL sjuawnoop 1odar siyy, 10} SPOYIdIN SISA[euy piezeH ada ¢
"[9A9] 91qe1doooE UB 0) SIUSAD [[ONS JO YSLI AU} ONPAI 0} PIAJI[OQ J. Jey[} SPOYIdW [0JU0d
JADRISIUTWIPE pue [BIIUYD9] JO uoneordde oy) Ul WSHLAIOSUOD JUBIIJIUSIS Ul SU}[NSII
UQ)JO ‘SWIISAS 29T [BISIP UL SIOIABYIQSIW OJBWAISAS JO AJIqeqoid o) Sururuaiop
J10J POYIdW ONSI[BAI OU SI IS} SAIBIIPUI [[OIBISI JOLIJ “SIOLId uonejudwd[dwl pue ‘Smefj
u3ISop ‘saInjrey dIBMIJOS ‘SYOBNIB-IOQAD SUIPN[OUI ‘SI0JOB] [BSNED JO AJOLIBA B BIA ISLI (8107 10quooa(]) SWAISAS
jueld [[exoA0 ur Ae[d swd)SAS [eSIp SUOHNQLIIUOD A} JUIULIdAP 03 sayoeoidde saneyenb |  [en3i 10§ sisA(euy soouanbasuo)) | ¢S/210200€
P1e3NSoAUL SeY Jeyf) L0 Y daseyd Inoj e Jo [[] aseyq s9191dwoo 110darx siy ], pue spiezeH :SAV)OZVH Nda ¥€
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
S6

90UdISI[0SqO SIY} 0} UONN[OS B IQJJO “SALSNPUI $S3001d JSY)O UI S}SOd N29 PASLAINOp | payjiend) uowwo)) asnoy3unsop | 9965€001
pue A)I[Iqe[IeA. pue AJI[IqeI[d] PISLIIOUI PIJRNSUOWAP APBAI[E dARY YOIYM ‘S d oy} Jo uonedIyIen() SLIOUN) radd W
WAISAS K197eS SX NIAJATAL uoneiodio)) 1omod SUdwoIS oy} ‘sutiojie[d
953y} Jo duo Jo uoneoyIenb oy soquiosop 110dax siy 1. ‘suonedrdde pajea1-£1oyes
103 suropeld oryroads SurAjirenb A[[eorouds 10y SISeq Ay} St WY} dsn pue sjudwannbar
uoneosyienb oousg dojoAdp 03 werdoid e poysiqeIsd TIdH ‘SddN Ul sOTd Jo uoneordde
JAT}O9JJO-1S00 O} AEII[IOR] O, “AIN[Iqe[IBAR PUB AJI[IQRI[OI Ul SJUdWdA0IdWI JUBOYTUSIS
pue ‘ooueuIojrod paseaIour ‘OourudIUIEW JO ISed paAsoiduwir 10§ sapraoid jey) wojqoad (6661 IOqUIDAON)) WAISAS K1oJes
90UQISI[0SqO SIY} 0} UONN[OS B JOJJO ‘SALNSNPUI $S3001d ISYIO UL S)S0I 29 PISBIIIP SX INYAdd 141 uonerodio) LIOVIT
pue AI[Iqe[IeAe pue AJI[IqeI[d] PISLIIOUl PIJRNSUOWAP APBAI[. dARY YOIYM ‘S)d IoMOJ SUQWIAIS JO uonedyIens) radd Iy
‘suoneorjdde H291 A105es 1ed[oNU 10J Podo[oAdp A[eo10ads o10M TOAIMOY
‘s]003 uoNBINSIJUOD pPUR dIBMIJOS WAISAS Y [, ‘uonedrdde reoronu 11oy) 10j payrenb pue
uopeld DT d[qe[IeA. A[[BIOIOWIIO) B WOLJ UdYE) OIdM TR} SONPOW [BIJAJS SUIRIUOD
QX1 suonesrdde Ko5es responu 103 A[[e100dso podo[oAdp sem [YOIYMm WIISAS D]
Kyoyes 18131 SX L ANV dwojewel, oy} ‘wope[d H291 L1oes & Jo uonedyrenb soqriosop
110dax sty T, ‘suoneorjdde pojear-A19yes 10y suurojie[d ogroads Suiyienb Ajjeorouod
10 SISeq oy} se syudwaInbar uorjesryrjenb oroudd dofoaop 03 weisoxd e paysI[qelso TYdd
‘sddN ur suoneodrdde paseq-)1d Jo uonesrdde 0A1109]J0-1S00 93BIN[10B] O, “AII[IqR[IBAR
pue AIqer[ar ur syudwoAoxdwr juedyIusdis pue ‘0ouewIofdd poseaIdul ‘QouBUdjUIB (ZooZ AMf) L10VTT
Jo asea paroidur 10y sopraord uonnjos jey [, ‘wd[qoxd 90ud9S[0SqO SIY) 0} UONN]OS -¥.L TYdH 01 UOISIADY - WAISAS
B I0JJO—SOLISNPUI $S9201d IOYI0 UI $1S0D N9 POSLAIIIP pue AIIqe[IeAR pue AI[Iqer[ol D291 K193es 18131 SXL ANV | L9S€00T
PASLAIOUI PIIENSUOWP APBAI[E 9ARY YOIYM (S)Td) SIO[[0NU0D J130] o[qeuueI3ord JwojeweL] oY) JO uonedyIens) INEE 0ov
"93ueyd qI0Sqe 0} UONeZIuL3Io
o Jo AfIqe ay) pue [ejided JudunsdAUI JO SUONBIIWI] AU} UIYIIM 9OUIISI[0SqO
pue Surde juowdinbs jo juowdSeuew soziseydwd Jey) AS9)enSs pourerSu0d-00In0sdL B
(Z pue uoneziuesio pue ‘ssa001d ‘A3010urd9} 01 SAFULYD dAISLAId Ul FUNSIAUL AQ SIJOURq
2O wd-3uo] [enuajod dzrwrxew 0} SIS Jey) A391ens JAISSAI33e Uk (] :poISLIU0d
oIe SAI391eNS JUIJIP OM ], "POASIYOR O UBD SUONN]OS JATJIIJJO-1SOO MOY| dJeNsn[[I
ey s)doouoo [eInodIydIe [9AS[-YSIY pue S1Foudq [eriudjod dy) 9ZI[eal 0) POPAAU SAINJBI] (8002
pue suonounj 9qrIdSAp ey} SuoIsia jurodpuo omi sopnjour 11odox oy [, s10ssaoopaid | 1oquaidog) surjopinn uonedrddy
Soeue oY) R} SI[OAD OF1] 19310ys oAk syonpoid () £30[0utod) UOIBULIOJUL A1mN :uononpay 150D PIM
pue D1 [eU3Ip 18y} N[BT AY) PUE SISOJ AP SUIONPAI YIIM PAJRIDOSSE S)IJudq [enudjod | -199]] pue opip\-Jue[d 10J sa1391enS | 6018101
) yroq Surpnjour ‘Suruueld uoneziuropow D297 Jo sjoadse Aoy sy3iysry 1rodox oy 1. [01U0)) puB UOLIBIUSWNISU] Nda 6€
“JOUUBW JAISUIYRIdWO) JUd)ISISu0d & ul sopeiddn [epsip judwoduur
pue “osudor] ‘udrsop s1ojerodo juerd reoronu djoy [[Is opmg SIY T, “SONSSI SUISUIII] (zo0z
pue uSISIp MU pasIiel sey AF0[0uyod) [BISIP JO Asn A} ‘1AdIMOH Juowdinbo 1en3ip YoIBN) [y 6S°0S MAD 01 oy
3unsrxd Sunepdn 10 AZ0[0UY09) [BISIP UIIPOW JIOWE [PIM SIJTAQP So[eue Jo judwooedox 0 sa3uey)) 19939y 01 8% €T0T-UL
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
96

"WISAS payjiend) uowwo)) s, ouJ ‘uonewony ggy ‘uonewony IedponN ‘suuoperd
953y} Jo duo Jo uoneoyIenb oy soquiosop 110dax siy 1. ‘suonedrdde pajea1-L1oyes

103 suxopeld oryroads SurAjifenb A[[eorouds 10y SISeq 9y} St WY} dsn pue sjudwannbar
uoneosyienb ooueg dojoAdp 03 werdoid e paysiqeIsd TYdH ‘SddN U sDTd Jo uoneordde
JAT}O9JJO-1S00 O} AEI[IOR] O, “AIN[Iqe[IeAR PUEB AJI[IQRI[OI Ul SJUdWdAOIdWI JUBOYTUSIS

pue ‘ooueuIojrod paseaIour ‘OourudIUIEW JO ISed paAsoiduwir 10§ sapraoid jey) wojqoad

(6661 1snSny) suoneorddy
PajR[oY-A195eS 10 ULIopIe[d

90UQISI[0SqO SIY} 0} UOHN[OS B IOJJO ‘SALNSNPUI $S3001d ISYIO UL S)S0I N 29 PISBIIIP paseg-D1d peyIend) uowwo)) SH00T1
pue A)I[Iqe[ieA. pue AJI[IqeI[d] PISLIIOUl PIJRNSUOWAP APBAI[E dARY YOIYM ‘S d qgvVv oy Jo uonedryien() dLIOUN) radd oF
‘waope[d D291 pare[aI-A19Jes Ied[onu &
‘wofierd (,.O uowwo)),,) payrend) UOWWO)) Y} 0} PAIB[AI S uddo [BIOAIS JO INOISO[O (1007 Amf) swoy] uadp
oy 103 DT Auedwo)) 911OJ[H 9SNOYSUNSIAN 01 YHS SIY) pansst YN YL .. suoneorddy 1 £103918D) Wwope[d payiend)
pare[oy-A19Jes 10J wojie[d pased-D1d peylend) uowwo)) gV 2y} Jo uonedyiend) | Uuowwo)) ay) Jo [BIOAIS JO IN0ISO[D | €€79001
OLIBUAD),, ‘SHO0T [-¥.L TYdH O} PoIe[oT UOHEUWLIOJUI [EUOTIPPE SOPIA0Id YHS ST, oy 10y podoy uonenfeay A1oyes dd St
WASAS D T1d ANL NODRILL uoneiodio) xauodri], ayp ‘suope[d osay Jo duo
Jo uoneoyrenb o saquiosap 31o0dar sty |, ‘suonedrdde pajerar-Koges 10y suoped ogroads (0007 ToquoAON) S1ue[d
Surkjipenb A[[eoLousS 103 SISeq oY) Sk WA} dsh pue sjuawdInbar uonedyienb oLoud3 Mo JedronyN ur suoneorddy
dojoasp 03 wer3oxd e poysiqeIsd [Ydd ‘SddN U sDTd Jo uoneordde 9A130959-1509 PaIR[oY-A19JeS 10 WdISAS
o d1eII[IOR] O “AN[IqR[IBAR pUB AJ[IQRI[AI Ul SJUdWdAoIdWI JuedIjIusdIs pue ‘Ooueuriofrdd Jo[[oNu0)) 91307 [qeWRISOI]
PaseaIdul ‘QouruduUIewl JO osed pasoidur 10§ sapraoid jey) wo[qoid 90ud9s3[0SqO SIY) yuepunpay Je[npojA ojdury,
0} UONN[OS B I3JJO ‘SALISNPUI $59901d I9YJ0 UI SIS0O doUBUIUIBW PUB UONERIIJO POseaIodp NODIYL uonerodio) xouoduy | 66,0001
pue AI[Iqe[reAe pue AJI[IqeI[d] PISLIIOUl PIJRISUOWAP APBAI[E dARY YOIYM ‘S d oy} Jo uonedIyIen() SLIdUN) radd %
WASAS D Td ANL NODRILL uoneiodio) xauodrr], ayp ‘suope[d asay) Jo duo
Jo uoneosyirenb oy saquiosop 1odar sty ], suoneordde pajeror-Koges 10y suoped ogroads
Surkjirenb Aq[eoLousS 103 SISeq oY) Sk WA} dsn pue sjuowdInbar uonedyienb oLoud3
dojoasp 03 wer3oxd e paystqeIsd 1gdd ‘SddN W sOTd Jo uoneordde 9A130959-1509
ot J1eII[IOR] O, "AN[Iqe[IBAR pUR AJIIQRI[OI Ul sjudwoAoldw juedyIusdis pue ‘ooueuriofrod
PaseaIOUI “QouBUUIBW JO IS PaAoIdur 10J sopraoid jer) wojqord 99ud9sa[0Sqo SIY) (1007 12qua9(])
0} UONN[OS B IO ‘SALISNpuUl $$9901d I9Y)0 UI SISOO doUBUIUIBW PUB UONEIIJO poseaIodp 66,0001 03 wnpuappy wope[d | 11001
pue AI[Iqe[IeA. pue A)I[IqeI[d] PISLIIOUl PIIRNSUOWAP APBAI[E dARY YOIYM ‘S d UOOLL], XQUOOLL], U} U0 YHS radd ct
‘waopeld sy uo suonesrdde §HJD
pue SINVJ 10J uSIsop $,9SnOY3UnSIA) SOQLIOSIP 0s[e I "WdISAS (O uowwo))) paygiend
uowwio)) s, )T 9L aSnoyIunsI A\ ‘uonewony Jed[onN ‘swojie(d asay) Jo auo jo
suoneosyienb oy saquiosop 1rodar sty |, suoneordde pojejor-A195es 103 suurojierd oygroods
Surkjipenb A[[eoLousS 10y SIseq oY) Sk WA} dsn pue sjuawdInbar uonedyienb oLoud3 (zo0z
doroasp 03 wer3oid e poystqeIsd 1ydd ‘SddN ut suonedrdde paseq-)1d Jo uoneordde AIN[) SHO0T1-Y.L Hodoy rada
JAT}O9JJO-1S00 O} AEII[IOR] O, “AIN[Iqe[IBAR PUE AJI[IQRI[OI Ul SJUdWdAoIdwWI JUBOTUSIS 0] UOISIAYY] :suonedrddy poje[oy
pue ‘ooueuIorod paseaIour ‘OouruUUIEW JO IS pasoxduwil 10§ sopraoid jey) wojqoad -K195es 10} WIope[d POseq-D1d
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
L6

SJUSWINOOP PUE ‘SILIOSIP ‘SAYNIUIPI ‘S309[01d uoneziuidpowr H)29] 10J 9Seq UOIIRULIOFUT

puUE SWo)SAS UOIBWIOJU] pue

ue ‘p1odar siy T ‘swoIsAs D291 10J pajreisur Judwdinba [euISLIO IIm SaNSSI 90UIISI[0SqO ‘K19Jeg ‘[onuo)) ‘uoneIUOWNYSU] | €0ST001
Sursearour 3uroey A[JUALIND SI PlIom Y} Jnoygnoay; Ansnpur omod sesponu oy, Jo uondriosa(q pue UOeINUIP] Nda 1S
SIomiou
BaIe [800] Jue[d pue Joued 103e10d0 103081 ‘1oMOd 39S 101BIOUIF-I0J0W ‘S[I0D A[qUIISSE
POI [01U0D J0F SJudWAINDAT 90BJIdIUL AU} SOULIP I] “AI[IqRI[aI pue AIiqe[reae daoxduwr (0007 10qUIDAON]) S10308Y
0] SoINBYJ [RUONIPPE M SUO[E WISAS [0)U0D POI FUNSIXD Y} 03 Jud[eAamnbs [euonouny IOJe A\ POZLINSSAIJ 9SNOYIUNSI A
© OUOP 1By} SHUdWAINNDAI WIISAS pue ‘dIemijos ‘vrempiey s190A09 9doos uonedyroads 10} Uo1eo109dg OLIdUID)
O [, "SUIOOUO0I 92UISI[0SQO JuLIodl SISSAIPPE SYM J 9SNOYSUNSIAN UI S1ouIqed 1omod Vv :opeiddn wdsAg jonuo) | 6960001
pue 0130[ [013U0D POl Y} 03 dpeiddn [e)3IP B I0J UONLIYIOAdS SJuUoWAIINbaI OLIoud3 SIY ], | POY 10J UONEd109dg SjuawaIInbay Nda IS
-opeiddn oy3 Surnp (1007 1290100)
paresodioour oq [1im syuefd uonoojoid 91e)s-pIjos JSIMU AY) Ul SOOUBAPE Y} JO [[E 1O syue[d Jomod Ied[onN YMd
owos axoym syueld dool-¢ pue -z paseq-Aefar 03 d[qeorjdde st uoneoyroads oY) ‘IOAIMOH | 9SNOYSUNSIAN UI SWAISAS UONBNIOY
‘19A91 Afiqedes paoueape jsowr o) SOIdA] SIY) 9OULS WAISAS U0N09301d 91BIS-PI[OS B HIM saImed | A19Jes parosurduyg
MM d dool-# & uo paseq d1e syudwaInbar waisAg ‘pado[oAdp sem Y ISNOYSUIISIA & UL pue dLL], 10J080Y pIre[oY-A10Jes
SW)SAS UONBNIOL SAINJBIJ AJ9JeS PAISOUISUD pue swdIsAs din 10308a1 Funsixd 0} sopeiddn oy Surpeaddn) 103 uoneoy1ads | $H0€001
[EM31p 10J UoEOYI0ads SHUAWAINDII OLIdUIT B “SUIOOUOD dOUIISI[0SO SSAIPPE O, SjuoWRIINbaY OLIdUIN) INEE 0S
‘SAdN sop1soq suornjedordde  sarnpsnpur ssad0xd
1oy)0 1oddns ued SV Jo A3o1ourody Ariqeded onsouderp oy, -adewep juouodwod
JO SWIBIOS J0JOBAI OSNBD AJY[} 910Joq SWAISAS [01u09 jued Ul sarjewioue pue sjney (2007 (1dy) suoneoyroadg
Jo uonoa1ap A[1ed oY) ur s103e10do JN ISISSE 01 ST WISAS dI1eMIJOS SYVD) a3 Jo asodind pue ‘syuowaanbay ‘doouo)
YT, '[00} IeMYOS YV © J0J uoneoyroads reuonouny pue ‘sjudwdambar redrourrd WIISAS WIISAS UONIUS00Y | €9S€001
9doou0d w)SAS oy} Surulyap Je pawre Apnis [eNIUI Uk Jo S nsar syuasard jzodax siy . Alewiouy [01U0) SYVD NdAa oF
‘sopea3dn [e)131p 10§ sjuowdInbax
Surkjuoa pue Surdo[oAdp 10J s9ss0001d 1191} dA0IdWI pue SUYAT 0] ASN UBD SANI[IN
1) yoeoxdde ue soquosap suropms siy . ‘sjue[d Sunerodo pue sjued MU Ul SOOIAIP (#1707 I0qUIDAON]) SWAISAS
PUE SWOISAS [0NUOD puEB UOIILIUSWNISUL [RIFIP JO 90urMLIOJIod 1001100 ) SUIUIJUOD pue | [01uo)) pue uoneudwnysu] [BNSLq | €+8200200€
Suikyroads Aprodoad ur saFud[eyo mau Jy3noiq sey A30[0uyo9) MU Ay} 03 UOHISULRI) Y [, 10} Surroduruy sjudwarmbay Nda %
“[Se} JSLI MO] & Sk PIZLI0F)ed 3q P[nod 309loid juswooedox
[eonuo e jeyp yons swaope(d H1d osoy Jo suonedrdde Sursuoor] pue ‘Surkjrjenb
‘Gurdo(oAap ur 9ouoLIddXd ANSNPUI JUIIJLINS JO OB O} PUL IAIS dpeId A1dFes 10J ) 1d (9661
o[qereae Aqrerorowod utkyirenb 10y poyiowr paidoode A[[eIouds B JO Jor[ Ayl dIe SJdN I0qUIDIA(]) SIUB[J JOMOJ JBI[ONN
ur s 1d Jo uoneosrjdde 9A1109]J0-1500 ‘peardsapim oy} 03 SIOLLIEq JUBOTUSIS JSOW Y], ur suoneorddy pajeoy-£19jes
“Aniqerreae pue A)[IQeIar | 10§ DI S[qe[IeAY AJ[erorouwo)
ur syudwoAoxdw JuedIUSIS pue “QouLuLIO)Iod PasSLaIoul ‘“QouBUUIBW JO ISBI PAAOIdL & SurAjIrenQ) 1oj uoneoroadg 0€EL0T
10J sap1aoxd pue wo(qoxd 90u09sd[0Sq0 D29T ddN Y3} 03 UonNJos & SI9YJo A30[0uyddl DTId SjuoWRIINbaY OLIdUID) Nda LY
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
86

JUOOY PN A[OALR[AI [[1S ST Judwdinba [e3131p 10 suonen[eAd yons SUIMOIAJL

pue JYSISIOAQ :suonedrddy

pue Sururoyiod yjoq ur 9oudLIadxd Ansnpur ‘10A0MOH 'S1BOA AUBW 10J J[qR[IBAL U Audour-ysry 1oy juowdmmbyg | €87S701
sey suoneosrjdde [eonLo 10§ Juowdinbo SpeIS-[BIOIOWIIOD JO UOLIBN[BAD U} UO dOUBPIND) 131 9PBID-[LIOINWWO)) INEE LS
"S10T Ut paysiqnd
oq [ 3onpoad [eury oy, ‘yoeoxdde ot Jo SIseq [eOIUYOd) Ay} w0} ey} sojdrourid pue
s3doouoo Surf[ropun A3y Surpnpour ‘wed) 303foxd oy Aq padoraasp Suroq yoroxdde [e1oA0
o Jo uonduosop Areurwur[oid e sopraold pue sanssI [eo1uyo9) Jueliodl oY) SILIOSIP 1]
‘sontiqndoosns D)D) pue dInjrej H29] [BISIP JO d3uel [[N & OFBUBW PUB SSISSE SI0JBIZIUL (#107 1oquoAON)
wo)sAs pue ‘s1orddns juowdinba ‘sxoursus Ain djoy 03 douepins [eonoeld urdopoaop | smei§ 109fo1d 107 :Aqndeosns | 066200200€
st ey} 109[01d 1ydq Suro3uo ue uo 1xodarx smyels e sopraoid oyepdn [BOTUY0) SIY T, aInyre,f asne)-uowrwo)) [eNdiqg INEE 96
SddN
‘S’ SuIISIXd JSOW $O9BJ JeY) SanssI Jo 33s xo1dwod e st Arproey Sunerddo ue ur juowdimbo
[e31p-03-30[EUR WOIJ UONISURI) 0} MOY “IOAIMOY ‘Sjuouodwod [e3Ip 11e-9yl-Jo
-0JB)S IIM SW)SAS Fo[eue PIo 1Y} JO dWOS paoe[dar dARY SJJN AUBJA "UOLIBIUSWINISUL
[eus1p yo uoneordde oy3 03 paje[ar Ansnput ssodo01d ayy £q paures dousnodxo Junerddo
9[qeIDPISUOD UIq SBY Y, "SOR6 | Y} 9UIS Ansnpul ss9901d oy} ur pasn A[opim udaq
Sey UONBIUIWINYSUI [BISI(] "SOOINOS ISIOAIP WwoJ Ajfiqe[reae pue Ajjiqeded uoaoid sy (1007 12quoa9Q)
JO 9sneodq u3ISap JIdY) Ul PAsn Sem uonejudwWNISul 30[eUY ‘SOLG[ Y} Ul PAJONNSUOD pue oAnoadsiog pue dououddxyg | 060€001
POUSISOp d1oM $9JBIS pAIU ) 9} Ul uone1ddo ur APUdLINg sjue[d Jed[oNnu [BIOIOUWILOD ISOIN uonejuowddwy — operddn D1 Nda S
‘suoneordde
Teonwo ur ojqeidosoeun pue 9[qeidoooe 9[qeaisap ‘parmnbar paropIsuod aq pynoys
1B} SONSLIOORIEYD Y} 0} pIedar ypim s1ojen3ar pue ‘siorddns juowdinbs ‘siojerodo
ddN Suowre SurpueisIopun UOWOD B J0U SI IO} JeY) PAILNSUOWIP JARY SAINqLIIR
[eINO)IYOIR PUB SAINIOANIYIIR D)2P] 1J103ds Jo douejdoose pue maraar premoy sayoeordde
K1072[N301 O1RIRdSIP M 90UdLIddXD ‘OSTY “ANfIqepuddop jue[d pue 0ouBId[O) J[Ne]
oroxdur 01 sar09)IyoIe AJ9JeS-UOU UT JUSWAAOIAWI J0J WOOI ST 1Y) Jey) PAIENSUOWP
oAeY 9ouoLIddxd Surjerddo jued JeO[ONU JO SMITAIL JUIIAI “IOAIMOY “Aiqepuddop (€107 A[) SAIMOAIYOIY
U3y pue K19Jes 03 paje[alr asoy A[[eroadsa ‘romod responu 103 s9ANdI[qO Aoy woISAS [101u0)) 1eN3IT | L£S000Z00€
Surasryoe 03 jueroduwr A[ejuswepuny a1e saInjoaIydIe jue[d pue ‘wWsAs quouodwod H2p] | FunenjeAq I0J S[00 ], Pue SPOYIIA Nda ¥S
‘s1o1]ddns [eI9AS WOI) UOHBWLIOJUI IPN[IUL [[IM YIIYM ‘dseqejep Jey) Jo Judwdo[ordp ay)
ur dogs 3s13 e st 1oriddns duo woiy 2197 uorieuLIojuy ‘suondo juowdoe[dar SunsIxXd JO dIeME
9q 0} sanIIIN MO[[e 0} papaau st judwdmba pro soedar 03 Juowdinba Sunsixs jo aseqejep (6661 HdY) SWISAS
V "SILIUNOD IOYJO UI JSIXd ‘SOSBO SWOS Ul ‘pue Papadu are sjudwdde[dor 9A109]J9-1500) [0JUO)) PUE JUSWINISU] JEI[INN
‘soniIqeded A1essoodu oy} opraoid jou saop 10 ‘91e1ado 03 A[3S0J 10 939[0SqO SUT0IAq SI JZIWIOPOIA 0} gV Woly g9V €L9711
SWO)SAS A19Jes pue JOHU0I ‘UonBIUIWNYSUL I0J SN Ul Juowdinbo [eur3Lio oy} Jo yonjy Aq pajuowd[dwy swaIsAS [ensiq Nda €S
‘suoneodr dde uoneuioyur pue ‘Ajojes ‘[onuod ‘uonevudWNLSUL N | (1007 dunf) siue[d Jomod Jea[onN
10J poyuowd[duur 10/pue pado[aAdp uddq Ay Jey) Sjuouodwod pue SWIISAS 9y} JO dJWOS u1 pojudswo(dwy sjuouodwo))
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
66

pue ‘A1012[N3I [BIIUYII) “OIWOUO0II Y} UO FULIRIIUIIUOD IANRIIUI YIIBISAI OIJIIUIIOS B SI
wersord LNV UL "90ud0s3[0sqo D] [eN3Ip ssaIppe pue 10J ue[d A[oAanoeord 01 spoyjowt
JIOU}O PUB ‘SAINSBIW JSAY) JO YOBD YIIM PIJRIDOSSE SYSLI A “DIUISI[0SqO U} SSAIPPE

0} uaye) 9q ued jey) sdays ‘sadAy 0ou09s9[0sq0 DT [EISIP UOWOD Y} AJHUIPI 0] [OIBISII
popuny weidoid (INV) AS0[ouyod ], Jed[onN pIduBAPY S, [dH Ul SIopjoyayes 3oofoxd
juerd moN ‘uonerodo jo soseyd [[e ur A3o[ouyo9) D291 SuneiodIoour SY AT POOULApE

JIOJ SE [[9M SB ‘SOpLBIP XIS puoAdq Funerddo a1e yorym Jo awos ‘sjue[d Sunsrxd 10y

(F102
10q039()) 0UISI[0SqQ) [0NUO)) pPuL

uoneuownysu] (N3 Surdeuey

yoq ‘uerd Sunerodo oy Jo 1red juelrodwr ue owoo9q sey Juowdinbo sy Jo 90UIS[0SqO J10J SOISO[OPOYIRIAl PUB ddUBpIND | ZS8Z00Z00E
o Surdeuew ‘porrad Surjerddo nyosn oruy e sey A[[eordA juowdinbs H291 douIg :A30[0Uyd9 [, TBO[ONN] PIOUBAPY Nda 09
"ddN ® Ul punoj 9q jJysIu jey) wojsKs
[onuod [e3ip [opow € 03 uonedrdde sy pue sisAJeue AJLINOJS 10qLd paseq-aouanbasuod
[eUor0oU B SJudwndop 310dax SIy) ‘spoyiou sisA[eue piezey SunessoAur 110dax | aseyd oy
0} dn-MO[[0J B S "90UEBIIJIUSIS JSLI MO[ IIM WIISAS PIIR[dI-K10Jes Paje[osI Uk 10J S[01U0D
A1moos 19qA0 Surfjnsnl 10 SurA[dde 03 $90IN0SAI JO JUNOWE PIJUBLIEMUN UB 3JOAIP
JySmu juerd e ‘A[asioauo)) uerd oyy ding Aenusiod pnoos “pasrordwod 1 “Io[[01u0d
SIY} Y3NOT) UDAD JISSE [BUSIP AJLINOAS JOQAD [BOTLID B SE IQ[[0U0D [BISIP AJ9Jes (STOT 12qua2(])
-uou e A nuapt jou 3w jue[d reojonu e ‘O[dwexd 10, S I0QAD [BII YIIM pIuTI[e jou yoeoiddy pouwIoJur-3sty V 11
dIe JRY} S[ONUOD JO UOIOA[AS A} UI J[NSAI v Je1]) SAI30)ens pajdope dARY SOISUIDI] ) NsdI | dseyd ‘AS0[OPOYISIA JSTY SISA[euy
e sy ‘suorurdo 110dxo pue sjuounuwod A101e[n39I JO AJ9LIBA B SUISN S[ONU0D AJLINJOS spaezeH 10qA) :uoneaoul] | /66+00200€
10940 A1dde pue sjosse [eN3Ip [BONLID AJIUIPI APUILIND SIISUIDI 1omod Jedponu “§ N A3orourdo] uo werdord INEE 6S
‘A3o1opoyiou YSLI 19gAD pIaduBqUd U I0J UONBPUNOJ Y} AB] [[IM By} SPOIoW
sIsATeue prezey sognuoprt jonpoid siy ‘A[[eoryroadg “soni[roey rea[onu je SYSLI 19qAd
QUIILINNOP A[918INJJE 0} spoyjowt Surdo[oAdp pue SUIAFIUIPI ST JBY} [OIBISAI SJUIWNIOP
110da1 STy T, "9ouBOYTUSIS SLI MO[ [IIM WAJSAS POJR[AI-A19JesS POIR[OSI U I0J S[OIIUO0D
K1noos 19940 SurAgnsnl 10 JurA[dde 03 s90IN0SIT JO JUNOWE PAJUBLIEMUN UB JJOAIP
JySmu juepd e ‘Ajos10au0)) Juerd oyp din Afrenusjod prnod ‘pasruordwod Ji “I9[[oHuod
SIY} Y3NOT) UDAD JISSE [BUSIP AJLINOAS JOQAD [BOTILID B S IQ[[0NU0D [BISIP AJ9Jes
-uou e Aynuapt jou yJrw jue[d reojonu e ‘O[dwexd 10, S I0QAD [BII [IIM pIuII[e jou (ST10Z 1oquoAON)
Ik JBy) S[OJIUO0D JO UONOJ[S AY) Ul J[NSAI Aew Jey) sa139rens pajdope ALy S99SUDI] YNsax | [ dseyd ‘AIINdog 10qKD) 10J S[OPOIA
e sy ‘suorurdo 110dxo pue sjuounuwod A101e[n39I JO AJQLIBA B SUISN S[0NU0D AJLINJJS piezeH jo sIsA[euy :uoneaoud] | $66%700200€
10q40 A1dde pue sjosse [e)SIP [BONLID AJIIUSPI A[JUALIND SAISUIII] Jomod tesponu S 1) A3orourdo] uo werdord Nda e
‘uone[eIsul 19e swo[qoxd A103e[n3ox
pue ‘AIqerar ‘A195es renuslod 03 9[qeIdunA 10Je10d0o/IoumO A} 9ABI UBD UOBIUIWNIOP
pue ‘suorsnjouod ‘soonoeid uonenead sjeudorddeu] “SoNIANROE YONS 99SIIA0 (€102
01 paredaid [[om jou o1e S10Je13d0/IOUMO SWOS Jey) pue qol pooT e op sAem[e jou op 1sn3ny) SonIANOY 00ue}doddy
S103B01pap,/siojen[ead Alred-pary pue ‘siorpddns ‘siojerodo/rdumo jer s1so33ns dousrodxo pue uoren[eAq Jo MIIAY
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




g xipuaddy
001

(V) JUQWISSISSE YSLI UONBIJUIS B SB [oNS ‘UOIN[BAD

Janeuenb pafre1dp (¢) pue ‘synsar danenuenb ojur uoreULIOjUI dATIEII[END SUNIOATUOD
SOATOAUL YOIYM ‘papuoq (7) ‘weidoxd Aypiqerjar juowdinbe Sunsixd ue woliy juowdmbo
JO sISI] (s Sune)s se yons oanelrenb (1) :sonbruyod) uonenjeAd [BIdUSS 991} SOQLIOSIP
110do1 9y 1, "uonEo0[[B 90100531 pue ddueuLiojrod jued ozrundo djay 01 uorewLIOfUI JRL)
Sursn uo pue judwdinbs yons SurAynuopr 03 soyoeordde JUSIOPIP JO asn o) uo pjuasaid

(€10 duny)
juowdibyg uononpoIg-03-[BONLLY)

SI 9ouEpINL) “SwdIsAs pue judwdimbs uononpoid-o3-1eonLd Jo Ariqepuadap ay3 dAoxduwr Jo Apiqepuado ay3 oaoxdwiy 01 | 92S000Z00€
01 O[] P[NOM JBY) SANI[NN Jed[dnu 0) doue)sisse op1aoid o) paredard sem jrodar siyy, | [01UO) puUE UOHBIUSWNISU] JO IS NdAa €9
'soniAnde A9 A 9eridordde jonpuod
puE ‘UONBIUIWNIOP AIessaddu 1e1oudsd ‘ue[d A9 A © dOJoAdD ‘SPOIOW A 29 A JUSTUIAUOD
10919s 0} yoeoidde popeis e syuasaid sjooqpuey oY [, "ss9001d A A U} pueisiopun (8661
sanimn d[oy o3 opng dArsuayaxdwod e sapraoid yooqpuey pajepdn SIY T, “dIBMJOS IOqUIOI(]) [ UOISIAY :] SWN[OA
II9Y) pue SwalsAs yons Jo Ajiqerdipaxd pue Aijiqepuddop o) SUILIAOP JSn SANIHIN ‘S9ISAS [e31(] JO UOLBPI[BA 162€01
‘syueld 1omod Uur SWOISAS [0IJUOI pUB UOHIBIUSWINISUL [BISIP JO oSN SUISBAIOUL ) PIA pUE UOIJBIIJLId A I0J JOoOoqpueH nNd4a 79
(01€700T00€ @oudIdJa1
— J[qE[IBAR dJE SUOISIOA Id)Je])
(007 I9qUIDAON])) JOUBUJUIBIN
'so1npao01d paseq-10indwiod pue ‘SULIB[e ‘S[OJU0D JJOS ‘SwdIsAs Ae[dsip uorjeuriojur pue ‘uonerdd ‘Sururer],
Se ons sor30[0uydd) J1J109ds U0 souropIng pue UONBULIOFUL PI[IBIAP SIudsald os[e ‘uoneuawadw] ‘SuIsuddIy
110dax sy T, “swool jonuod jue[d mau 1roddns [[Im os[e douepIng Ay} JO YONJA “SIJLJIdUL ‘udrso ‘uoneonyroadg ‘Furuue(d
w)SAs-uewiny [BI3IP Pue SWOOI [0JIU0D PIZIUIIPOW J0J Surures) pue ‘ururejurewr JI0J SQUIfopIND) :UONBIYIPOIN
‘Sunerado ‘Funuowoydun ‘Surugisop ‘Surkyroads ‘Furuued uo douepms sapraoid jrodar pue uSIS9(] 90BJIOIU] WIISAS
SIY ], "UONEBZIUIdPOW [01JUOD PUB UONJBIUIWNISUI JO $9FB)S SNOLIBA Je paonpoid oq [[Im jey) | -uewny [eHSLJ pue wooy [oNuo) | 7718001
SWO0I [01U0d SUIAJIpowr puk FUIUSISOP dSU[[BYD JUBIJIUSIS © 998] SJdN JO s101erad( 10} 90UEpINL) SI0J08,{ UBWINEH Nda 19
"SYA\T padueApe
ojerodo pue ‘dn-j1e)s 3onNSU0d ‘OSUIDI| 03 A[IE AY) 199)J& P[NOD Iy} SINSSI [BIO0S
Ainqednddy e[ pue IPLL yudwndoq | ‘oN




Appendix C

Industry Standards and DOE Documents on Technical
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Appendix C

Industry Standards and DOE Documents on Technical
Specification Surveillance Interval Extension

Industry Standards
No. Document Title/Date Applicability
1 ISA S67.06 Performance Monitoring for Nuclear Safety- Requirements for OLM
Related Instrument Channels in Nuclear standard.
Power Plants (2002)
2 ISA S67.04 Setpoints for Nuclear Safety-Related Setpoint standard
Instrumentation (2018) requirements for all safety
systems.
3 IEEE-603 Standard Criteria for Safety Systems for All requirements for safety
Nuclear Power Generating Stations (1991) systems incorporated by NRC
regulation.
4 IEEE-7-4.3.2 Standard Criteria for Digital Computers in Specific requirements for
Safety Systems of Nuclear Power Plants safety systems applicable to
(2003) digital processors and all
associated equipment.
5 IEEE 323 IEEE Standard for Qualifying Class 1E Qualification requirements
Equipment for Nuclear Power Generating for Class 1E safety systems.
Stations (2003)
6 IEEE-308 Criteria for Class 1E Electrical Systems for Electrical system
Nuclear Power Generating Stations (1980) requirements for Class 1E
safety systems.
7 IEEE-338 Criteria for Periodic Surveillance Testing of Surveillance Requirements
Nuclear Power Generating Station Safety for class 1E safety systems.
Systems (1987)
8 IEEE-762 Definitions for Use in Reporting Electrical IEEE standard on reliability
Generating Unit Reliability, Availability and | methods.
Productivity (2006)
9 IEEE-352 IEEE Guide for General Principles of IEEE standard on reliability
Reliability Analysis of Nuclear Power methods.
Generating Station Safety Systems (1987)
10 IEEE-577 IEEE Standard Requirements for Reliability IEEE standard on reliability
Analysis in the Design and Operation of methods.
Safety Systems for Nuclear Facilities (2004)
11 ASME NQA-1 | Quality Assurance (QA) Requirements for QA requirements for safety

Nuclear Facility Applications (2009)

systems - all aspects from
procurement, design thru to
operation.
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No. Document Title/Date Applicability
12 Bellcore TR-NWT-000332, Reliability Prediction Instrument failure data
Telecordia Procedure for Electronic Equipment (1997) methods.
13 IEC-61513 Nuclear Power Plants-Instrumentation and Reference for instrument
Control for Systems Important to Safety — failure data methods.
General Requirements for Systems (2001)
14 IEC-61508 Functional Safety of Reference for instrument
Electrical/Electronic/Programmable failure data methods.
Electronic Safety-Related Systems Part 1 thru
6 (2009)
15 MIL-HDBK- Reliability Prediction of Electronic Reference for instrument
217F Equipment (1991) failure data methods.
16 ANSI S84.01 Application of Safety Instrumented Systems Reference for instrument
for the Process Industries (1996) failure data methods.
17 ANSI/ISA Safety Instrumented Functions (SIF) — Safety | Reference for instrument
TR84-00.02- Integrity Level (SIL) Evaluation Techniques | failure data methods.
2002 Part 1: Determining the SIL of a SIF Via
Simplified Equations
DOE Documents
No. Document Title/Date Applicability
1 INL/EXT-12- Quinn, E., Bockhorst, R., Peterson, C., & Review of digital logic solver
27205 Swindlehurst, G., Design to Achieve Fault reliability methods and
Tolerance and Resilience (INL/EXT-12- experience in application in
27205), Idaho National Laboratory, nuclear plants.
September 2012
2 INL/EXT-13- Quinn, E., Mauck, J., Bockhorst, R., & Review of digital sensor
29750 Thomas, K., Digital Sensor Technology reliability methods and
(INL/EXT-13-29750), Idaho National application in nuclear plants.
Laboratory, July 2013
3 INBL/EXT-14- | Quinn, E., Mauck, J., Bockhorst, R., & Review of digital actuator
33132 Thomas, K., Digital Actuator Technology reliability methods and
(INL/EXT-14-33132), Idaho National application in nuclear plants.
Laboratory, September 2014
4 M2CA-13-OH- | Final Technical Report on Quantifying R&D Report on potential

OSU-0703-0110

Dependability Attributes of Software-Based
Safety-Critical Instrumentation and Control
Systems in Nuclear Power Plants (2016)

methods for quantification of
software reliability.
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Appendix D

EPRI Guidance Provided in Multiple EPRI Reports

A common method for technical specification surveillance interval extension has been the evaluation
of instrument drift using as-found and as-left (AFAL) measurements.

D-1. EPRI REPORT 3002002556 - GUIDELINES FOR INSTRUMENT
CALIBRATION EXTENSION/REDUCTION - REVISION 2:
STATISTICAL ANALYSIS OF INSTRUMENT CALIBRATION DATA
(JANUARY 2014) [4]

e Calibration reduction or fuel cycle extension efforts require an analysis of plant-specific instrument
performance to demonstrate that the longer calibration interval will not result in larger than expected
drift.

e The analysis techniques described here are based on determining a statistically derived value of drift
by analyzing the AFAL measurements recorded during calibration or surveillance of the instruments.
This analysis methodology is termed AFAL analysis.

e [Establishing a firm technical basis for extending calibration and surveillance intervals for instruments
covered by plant technical specifications.

e OLM data for entire fuel cycles of operation was also obtained and evaluated to ensure that
instrument performance was understood. Statistical analysis methods were developed based on the
actual behavior of in-service instrumentation. As part of their development, the analysis methods
were applied to fuel cycle extension, calibration reduction, and instrument setpoint verification
activities.

e Evaluation of historical instrument calibration data provides a means of characterizing the
performance of an instrument or group of instruments. The objective is to gain an understanding of
the instruments’ expected behavior by evaluating past performance. The performance attribute of
interest in this case is instrument drift.

e Sections include Instrument Data Collection, Instrument Data Grouping, Initial Data Analysis,
Normality Testing, Time Dependency Analysis, Outlier Analysis, and Fuel Cycle Extension
Guidelines for instruments.

e An analysis of historical as-found and as-left instrument data can readily identify instruments or
systems that perform well in service and are thus good candidates for a reduction in periodic testing.
For safety-related instruments, AFAL analysis can demonstrate that calibration or surveillance
intervals may be extended without impacting plant safety or reliability. Similarly, an analysis of
selected balance of plant instruments will help identify instruments that can be calibrated less
frequently with no foreseen consequences to plant operation. An extension of calibration or
surveillance intervals, wherever technically justified, can demonstrate an immediate savings in O&M
costs, and also free up valuable resources to tackle other high priority issues.

e Analysis method only uses historical data and does not monitor on-line instrument output.

e Section 9.1 provides information about OLM and how time dependent behavior in drift is not
common. The figures in this section do provide information to demonstrate that the performance of
the instruments can be monitored and a deviation would be able to be flagged through OLM. The set
periodic calibration does not prevent the failure or change in a calibration setting. It is dependent on
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the equipment and a failure or deviation can be detected by OLM. A system with redundant capability
such as multiple safety channels or triple modular redundancy would be fault-tolerant. Use of OLM in
the redundant digital system would allow for detection and mitigation prior to any adverse effect
without having to perform periodic surveillances of the equipment. A key element of this process
would be automated monitoring so the deviation or failure of the instrument is detected. This could be
through a system trouble alarm that is initiated based on a deviation of a redundant signal.

One of the traditional rules for data analysis is that the analysis results are valid over the analyzed
interval and extrapolating beyond the interval containing data carries the risk of making a
performance statement without having any real supporting basis.

Figure 9-7 illustrates well why extrapolation beyond the available data is generally discouraged
unless there is other information that supports the linear relationship.

OLM actually eliminates the concern with drift and time dependence since it actually compares real-
time data and performance to determine the need for maintenance and surveillance activities. The
real-time data can be compared between redundant channels to determine if any deviation is
occurring between the channels. In addition, the real-time data can be compared to an expected
value/setpoint to determine if the instruments are drifting from the setpoint. The comparison to an
expected value/setpoint can also be used to account for any concerns with a software common-mode
failure which could cause the channel inputs to deviate together simultaneously.

D-2. EPRI REPORT 1019188 - IMPLEMENTATION OF ON-LINE
MONITORING TO EXTEND CALIBRATION INTERVALS OF
PRESSURE TRANSMITTERS IN NUCLEAR POWER PLANTS
(DECEMBER 2009) [5]

OLM has been applied successfully to the extension of calibration intervals of pressure, level, and
flow transmitters in an operating nuclear power plant. This report is a comprehensive summary that
details the research and findings of three previously published EPRI reports describing the
implementation of OLM for transmitter calibration interval extension at the Sizewell B PWR plant
operated by BE in the United Kingdom.

U.S. utilities continue to rely primarily on time-based maintenance practices, and thus have not
experienced the benefits that OLM can provide, especially in the area of calibration interval
extension.

This implementation of OLM for calibration interval extension of safety-related transmitters is the
first commercial implementation of this technology. Although the instrumentation and control design
of the Sizewell B plant differ from those of most PWRs in the United States, the challenges overcome
by BE in implementing OLM will be similar to those faced by U.S. utilities.

OLM of instrument channels provides increased information about the condition of monitored
channels through evaluation of each channel’s performance over time. This type of performance
monitoring is a methodology that offers an alternative approach to traditional time directed
calibration.

The eventual goal of the project is to reduce the frequency of calibration of pressure, level, and flow
transmitters in the primary and secondary protection systems of the plant. The first part of the project
implemented at Sizewell B involved just the PPS instruments located within containment. The report
is focused on transmitters but the research needs to be expanded further to include electronic
equipment and functional checks/tests.
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This report is the culmination of the efforts documented in the EPRI reports 1013486 Volumes 1 and
2, Plant Application of On-Line Monitoring for Calibration Interval Extension of Safety-Related
Instruments [23], and the two subsequent update reports, 1015173 and 1016723.

On-line calibration monitoring refers to the monitoring of the normal output of process instruments
during plant operation and a comparison of the data with an estimate of the process parameter that the
instrument is measuring. For the implementation at Sizewell B, the methods used to obtain process
parameter estimates are averaging techniques applied directly to the measured data rather than other
types of analysis such as empirical models, neural networks, nonparametric regression, and factor-
based techniques.

Using appropriate process estimation techniques, sensor outputs are monitored and compared with the
process estimate during plant operation in order to identify transmitter drift. If drift is identified and is
significant, the transmitter is scheduled for calibration during an ensuing outage. On the other hand, if
the transmitter drift is insignificant, no calibration is performed for as long as eight years, typically.

The eight-year period is based on an operating cycle that could be up to 24 months and a redundancy
level of four transmitters. This calibration interval has been adopted by Sizewell as the maximum
period between manual calibrations of a transmitter. One redundant transmitter is calibrated each
cycle on a staggered basis to account for common-mode drift.

OLM covers the calibration of an entire instrument channel in the same test and includes the sensor or
transmitter, the signal conversion equipment, the signal-conditioning modules, and so forth. Although
OLM is a generic term for a set of methodologies that can be applied to instrument calibration
monitoring and equipment and process condition monitoring, the sole concern of this report is the
application of OLM for calibration monitoring of pressure transmitters. In this application, OLM is
not a substitute for the traditional calibration of pressure transmitters; rather, it is a means for
determining when to schedule a traditional calibration for a pressure transmitter.

Concerns such as common-mode failure (CMF), reliability issues, difficulties in securing regulatory
approval, and modifying plant procedures are among the reasons the nuclear industry has cited for its
slow implementation of digital technologies.

The Sizewell B plant is unique in that it is the world’s first PWR with a digital PPS. In addition, this
plant has a complete and independent analog backup protection system known as the SPS. Both the
PPS and SPS have their own sets of process sensors for measurement of temperature, pressure, level,
and flow. As such, Sizewell has more than twice as many process instruments as other PWRs. This
redundancy makes Sizewell B an ideal candidate for implementation of on-line calibration
monitoring. More specifically, with typically four to eight sensors for each service, averaging
techniques can provide a good estimate of each process parameter as the reference for calibration
monitoring. The advantage of averaging techniques is that they are simple and, as important, the
uncertainty of their results is easily calculated.

Cost savings information is $5M operating due to the extension of sensor calibrations to an 8 year
frequency. Savings from outage duration reduction, reduced labor hours, radiation exposure and risk
of calibration adjustment errors.

This report summarizes the key findings of the four previously published EPRI reports and provides a
foundation for understanding the inherent challenges in implementing OLM and the resulting benefits
that other utilities can expect from their applications of these technologies.

EPRI report includes regulatory aspects of OLM implementation along with OLM methodologies and
analysis techniques (Sections 4-6).

Includes lessons learned from the Sizewell B implementation.
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D-3. EQUIPMENT FEATURES WHICH ALLOW FOR SURVEILLANCE
EXTENSION

OLM using real-time data from the plant computer (approach used by Sizewell B plant to extend the
plant protection system transmitters which were located within the containment).

OLM using real-time data from the digital system. — The monitoring can be built into the digital 1&C
system in order to compare redundant signals or performed external to the digital I&C system by a
modeling software. Provide alarms for channel deviation or channel failure.

Cross channel communication to compare for faulted signals.

In addition to extending transmitter calibrations and surveillances, need a method to extend or even
eliminate items such as channel checks performed by operators, channel calibrations, functional tests,
etc.
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Appendix E

Hardware and Software Reliability of Digital
Equipment (Including Software Common-Cause
Failures) and Failure Mechanisms

This Section provides more details to Section 2.4 and overview of the hardware and software
engineering analysis issues and methods that need to be evaluated in order to credit the diagnostics for
extending or eliminating technical specification surveillances.

E-1. HARDWARE RELIABILITY ISSUES OF DIGITAL EQUIPMENT

Failure modes and effects analyses were developed by reliability engineers to enable the predication
of equipment reliability. The Failure Modes and Effects Analysis (FMEA) emphasizes successful
functioning rather than risk and hazards. The goal is to specify the overall probability that the product will
operate without failure for a given period or that the product will operate a certain length of time between
failures. Reliability, Availability, and Maintenance activities are limited to reliability prediction analysis
and FMEA. The scope of the analysis is limited to the functions performing the safety-related functions.
Calculations are according to the guidelines in IEEE STD-352-1987 [12], using methods described in
MIL-HDBK-217F [13]. A number of sources including manufacturer’s data and MIL-HDBK-217F
provide reliability data. The failure rates for the components that make up the product are gathered from
this generic data developed from experience and are usually published in varied manuals.

However, the operating environment needs to be compared to that used in gathering the data. These
results are documented in a table which shows a failure probability for each component. These are added
to obtain the failure probability for the entire system.

The final report of analysis and data is in accordance with IEEE STD-352-1987. Superior reliability
is achieved through stringent derating criteria during design. Reliability assessments are done according
to the guidelines in IEEE 352-1987 and using the parts count prediction method described in
MIL-HDBK-217F, Notice 2.

There are two types of failures: Mission Critical failure causes a loss of a critical module function,
and Logistics failure does not affect a critical function but results in a demand for maintenance action or
other logistical action. Based on the module schematic, a Logistics Mean Time between Failure (MTBF)
is predicted. The Mean Time between Critical Failure (MTBCEF) is also predicted.

A FMEA is based on the module schematic. FMEA calculations are in accordance with
MIL-STD-1629 [14], with applicable tailoring. The schematic is evaluated for functional single-points-of-
failure (Severity Level A) which would prevent the module from performing its safety function.
Functional failure modes (open, short, loss of or erroneous signal) are considered one at a time at the
module level and its resulting effects analyzed. In some cases, a piece part analysis was done particularly
when looking for and identifying any common-mode failures that could potentially affect both sides of a
redundant function or affect multiple legs of the Triple Modular Redundant (TMR) architecture. The
severity of each failure mode is assessed based on the Severity Categories Level A through Level D with
Level A being functionally the most severe. The FMEAs are documented using a spreadsheet format that
should be stored in the configuration management system.
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The following assumptions are usually made in conducting the analysis:
This analysis extends to single failures only. Multiple failures are beyond the scope of a FMEA.
Passive components such as cables are not included within the analysis.

Failures external to the system are considered by others.

NS e

This hardware FMEA report does not directly identify failure modes of the entirety of the software,
such as a lockup, or a loss of data. However, functionality is addressed at the control level via the loss
of a single channel.

The FMEA is bounded within the following limits:
e Extent - From total system to the individual active field-replaceable module.

e Identified Criticality - Operability of the system requires operability of the component or module.
Faults that affect complete operation of the system or of other plant systems without affecting system
automatic functionality are identified as degraded operation.

e Active (Critical) Components/Modules - Operability of the system requires that active (Critical)
functions be performed. Active (Critical) components are required to support system operation to
meet functional requirements. Passive (Non-critical) components/modules/equipment are covered in
this analysis to the extent that they are required to support the active (Critical) components. For
example, failure of signal wiring (passive equipment) is covered by failure of the I/O channel’s active
components.

e Identification of Single Failures - Identification of single-points of failure within the system that can
defeat the system fulfilling its critical functions, that is, that would prevent the system from meeting
its automatic functional requirements.

e References to Standard Documentation - References are provided to standard documentation versus
duplicating that documentation. Thus, the dual modular redundancy features inherent in the I/A Series
system are not analyzed further.

There are noted differences between determining hardware and software reliability.

First, over time, hardware faults tend to replicate the failure characteristics of the bathtub curve. That
is, the burn-in phase and the end-of-life phase produce the highest failure rates. The bottom of the curve is
much lower and is considered the useful life of the hardware component. Software reliability does not
replicate this curve at all as the software does not change (wear out) over its life span unless changes are
introduced to the code.

Second, software common-cause failures must be considered where hardware common-cause failures
are not.

Third, manufactured hardware components are for the most part testable and the failure rates can be
determined unlike software where failure rates are not readily available since determinations are usually
made based on the design process.

There are no known significant issues with the performance of hardware FMEAs. They are somewhat
difficult to perform, and it takes a certain knowledge base to be able to successfully complete a FMEA.
Sometime the gathering of the failure and repair data for every component can prove to be difficult but
not impossible.
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E-2. SOFTWARE COMMON-CAUSE FAILURE (SWCCF)

The installation of digital-based safety systems raises the concern of SWCCFs and potentially
increases the vulnerability of the protection system to CCFs due to software errors. As stated in
NUREG/CR-6303 [15]:

CMF's are causally related failures of redundant or separate equipment, for
example, (1) CMF of identical subsystems across redundant channels, defeating
the purpose of redundancy, or (2) CMF of different subsystems or echelons of
defense, defeating the use of diversity. CMF embraces all causal relations,
including severe environments, design errors, calibration and maintenance
errors, and consequential failures.

The NRC has also stated in BTP 7-19 [16]:

...that software design errors are a credible source of common-mode failures.
Software cannot be proven to be error-free, and therefore is considered
susceptible to common-mode failures because identical copies of the software are
present in redundant channels of safety-related systems.

By implementing safety systems with digital platforms; a postulated SWCCF of redundant elements
within these systems could occur in such a manner that events discussed in the Updated Final Safety
Analysis Report (UFSAR) Chapter 15 will not meet the applicable acceptance criteria. For certain beyond
design basis failures, such as a software common-cause failure, an evaluation of defense-in-depth and
diversity (D3) should be performed to demonstrate the ability to safely shutdown the plant using the
remaining echelons of defense.

The process summarized below highlights the evaluation process for investigating digital safety
system architecture vulnerability to postulated SWCCFs.

E-2.1 Objectives

The objective of the D3 evaluation is to determine the vulnerability of the digital safety systems such
as the RPS and ESFAS to a postulated digital platform SWCCF by performing a systematic assessment of
the proposed architecture. If design features are identified that are susceptible to SWCCFs, either 1) the
architecture must be modified to remove the design aspects vulnerable to a digital CCF; 2) compensate
for the identified vulnerabilities by implementing a DAS that includes diverse Anticipated Transient
without SCRAM (ATWS) functions or 3) perform a D3 evaluation to demonstrate the resultant plant
response to specific anticipated operational occurrences (AOOs) and design basis accidents (DBAs)
analyzed in the UFSAR meets the applicable acceptance criteria. This evaluation uses both 2) and 3)
above.

E-2.2 Regulatory Position

The NRC has established a methodology and acceptance criteria for D3 evaluations that are to be
used when digital-based systems are implemented in the RPS and ESFAS at operating nuclear power
plants and for new plants. The BTP 7-19 and NUREG/CR-6303 [15] document the methodology and
acceptance criteria. Points 1, 2, 3, and 4 of BTP 7-19 apply to digital system modifications to operating
and new plants. These positions are as follows:

8. The applicant/licensee should assess the diversity and defense-in-depth of the proposed
instrumentation and control system to demonstrate that vulnerabilities to common-mode failures have
been adequately addressed.
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9. In performing the assessment, the vendor or applicant/licensee shall analyze each postulated
common-mode failure for each event that is evaluated in the accident analysis section of the safety
analysis report using realistic assumption methods. The vendor or applicant/licensee shall
demonstrate adequate diversity within the design for each of these events.

10. If a postulated common-mode failure could disable a safety function, then a diverse means, with a
documented basis that the diverse means is unlikely to be subject to the same common-mode failure
shall be required to perform either the same function or a different function. The diverse or different
function may be performed by a non-safety system if the system is of sufficient quality to perform the
necessary function under the associated event conditions.

11. A set of displays and controls located in the main control room shall be provided for manual, system-
level actuation of critical safety functions and monitoring of parameters that support the safety
functions. The displays and controls shall be independent and diverse from the safety computer
system identified in Items 1 and 3 above.

E-2.3 Architecture Review and Block Selection

To assist in performing a D3 evaluation, a description of the plant I&C architecture is provided and
reviewed by the evaluators. The purpose of this review is to gain insight into the four echelons of defense
as discussed in NUREG-6303. These four echelons of defense are the:

12. control systems

13. reactor trip system

14. engineered safety features actuation systems
15. manual and indication systems.

After the I&C architecture evaluation is performed each I&C system is placed into one of the above
four echelons. The next step in the D3 evaluation process is the selection of diverse blocks and the
placement of the 1&C systems into these blocks. Diversity is a principle in instrumentation of sensing
different variables, using different technology, using different logic or algorithms, or using different
actuation means to provide different ways of responding to a postulated event. Types of diversity have
been segregated into six areas (NUREG-6303):

16. functional
17. signal

18. design

19. equipment
20. software
21. human.

These diversity features are intended to be applied to the four different instrumentation and control
echelons within the overall nuclear plant I&C architecture. The digital systems being used for an upgrade
or new plant designs are usually evaluated for diversity with other I&C products installed in the plant.
This evaluation is performed for both safety and non-safety systems.

Usually the subject digital system is designated as Block 1 since it is the one under evaluation and its
software should, by design, be diverse from other plant software. If not, then all non-diverse software
systems are placed into Block 1. The remaining diverse plant systems, both safety and non-safety-related,
are designated as Block 2. Block 2 also includes manual actuations and the related display features as
long as these actuations and displays are diverse from the software residing in Block 1. It should be noted
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that Position 4 requires the manual actuations and displays be both safety qualified and diverse from the
safety computer system. Block 1 will be postulated to fail due to the SWCCF and Block 2 will remain
operable to aid in mitigating the event concurrent with the Block 1 failure.

The conservative and best approach for this evaluation is to assume that all output functions from the
Block 1 digital platforms are corrupted by a postulated SWCCEF in the processor and that the actuators can
either fail to energize when needed, energize when not needed (spurious actuation) or fail-as-is.

E-2.4 Event Analyses

After the postulated SWCCEF is assumed to the systems in Block 1, each of the Chapter 15 events will
be evaluated for the plant capability to reach safe shutdown (hot) and eventual cold shutdown. The
Chapter 15 events represent the full set of events that need to be considered in assessing the impact of the
Block 1 SWCCEF on the accidents and transients of UFSAR Chapter 15. Credit for safe hot shutdown
condition will be given to systems in diverse Blocks which consists of those systems not impacted by the
SWCCEF.

It should be noted that in accordance with relevant guidance, coincident events are not part of the D3
evaluations due to the low probability of their occurrence at the same time coupled with the postulated
SWCCEF.

For the D3 evaluation of a nuclear plant’s UFSAR events, the acceptance criteria are specified by
BTP 7-19:

e For realistic assumption analysis of anticipated operational occurrences (ANS Condition IT and II1
events), the resultant dose must be maintained within 10 percent of the 10 CFR 100 limits and
violation of the primary coolant pressure boundary is precluded.

e For realistic assumption analysis of postulated accidents (ANS Condition IV events), the 10 CFR 100
limits must not be exceeded, the primary coolant pressure boundary cannot be violated and the
containment integrity (exceeding containment design limits) cannot be violated.

For events that are determined not to require protective action (either automatic or manual) or for
events that are bounded by other events, direct comparison to the acceptance criteria is not required.
However, for the events that require a realistic assumption evaluation to be performed, specific criteria
must be developed to demonstrate that requirements of BTP 7-19, above, are met.

In this evaluation, each of the AOOs and DBAs analyzed in the safety analysis report is examined. If
the postulated SWCCF could disable a safety function that is required to respond to the event being
evaluated, then a diverse means of effective response is necessary. The diverse means may be a safety or
non-safety system, automatic or manual, if the system is of sufficient quality to perform the necessary
function under the associated event conditions.

Credit may be taken for any diverse system that performs the safety function or operator action;
however, sufficient time must be available for the operator to diagnose the event and initiate action to
protect the safety function. In addition, the operator must have adequate indications to take manual action
within the required time

Section 3.5 of BTP 7-19 states in part if manual operator actions are used as the diverse means or as
part of the diverse means to accomplish a safety function, a suitable HFE analysis should be performed by
the applicant to demonstrate that plant conditions can be maintained within recommended acceptance
criteria for the particular AOO or postulated accident. The acceptability of such actions is to be reviewed
by the NRC staff in accordance with Appendix 18-A of SRP Chapter 18, “Crediting Manual Operator
Actions in Diversity and Defense-in-Depth (D3) Analyses.”
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NOTE: As the difference between time available and time required for operator action is a measure of
the safety margin and as it decreases, uncertainty in the estimate of the difference between
these times should be appropriately considered. This uncertainty could reduce the level of
assurance and potentially invalidate a conclusion that operators can perform the action
reliably within the time available. For complex situations and for actions with limited margin,
such as less than 30 minutes between time available and time required, a more focused staff
review will be performed.

The event results are then categorized based on the plant ability to cope with the SWCCEF. This
categorization is first evaluated on a qualitatively basis whose purpose is to reduce the number of
problematic events by using engineering judgment as much as possible. This results in a smaller listing of
events that are problematic. These remaining problematic events will be quantitatively evaluated by
Safety Analyses engineers where final conclusions can be reached based on the best estimate guidance.

If a postulated SWCCEF disables a safety function, BTP 7-19 of the Standard Review Plan Point 3
requires a diverse means of actuation (usually designated as Category 1), not subject to the same CCF to
perform the same function or an equivalent diverse function.

Category 1 is reserved for those events where a DAS is required to be installed. DAS does not have to
be qualified for safety use, but proof must be offered that the DAS will function for the events in which it
is required. Qualification for DAS follows the guidance presented in GL 85-06. Response times are
determined based on the D3 and Chapter 15 analysis.

The diversity of the proposed RPS I&C architecture together with existing diverse protection
functions, such as ATWS or DAS, will ensure that all UFSAR Chapter 15 analysis acceptance criteria
continue to be met in the event of credible safety digital platform SWCCFs. An important point to note is
that in most cases, if an accident were to occur, the plant initial conditions would be less severe than those
analyzed for the UFSAR and that best estimate analysis can be used.

E-2.5 Comments

First, this entire D3 process is very time consuming and expensive to complete. It is difficult for
plants to make determinations on length of time allowed and the amount of money to be budgeted. As a
result, very few plants have opted to replace antiquated analog systems with new digital technology.

Second, this is concern that is in search of a PRA solution. Coupling the probability of large break
loss of coolant accident event with the probability of a simultaneous SWCCEF should yield results that
show it is so unlikely that it need not be part of a D3 analysis.
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Appendix F

On-line Monitoring Technical Specification Instrument
Surveillance Extension

F-1. ON-LINE MONITORING PRECEDENT FOR TECHNICAL
SPECIFICATION INSTRUMENT SURVEILLANCE EXTENSION

Section 2.5.1.2 provided a discussion of the NRC Safety Evaluation Report which accepted the OLM
methodology described in EPRI TR-104965. The NRC SER discussion mentions fourteen requirements
which were included in the SER. These fourteen requirements cover the following topic areas:

e OLM technique (Requirement 1)

e Drift evaluation (Requirements 2 and 3)

e Single point monitoring (Requirement 4)

e OLM acceptance criteria (Requirement 5)

e Acceptable band or region (Requirement 6)

e Routine calibration scheduling (Requirement 7 and 8)
e Operability assessment (Requirement 9)

e Instrument failures (Requirement 10)

e OLM loop (Requirements 11, 12 and 13)

e System algorithms (Requirement 14)

The fourteen requirements are subsequently addressed in EPRI technical report 1006833, VC
Summer License Amendment Request and NUREG/CR-6895. Table H.1 below lists the fourteen
requirements from the NRC SER along with the information provided in the industry documents to
address the NRC requirements.
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Table F-1. Evaluation of NRC Requirements for OLM Implementation.

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
Requirement 1 - The The methodology The OLM uncertainty Much research has been
submittal for provided in Section 6 of | analysis methodology conducted on
implementation of the EPRI technical report provided in Section 6 of | quantifying the
OLM technique shall 1007930 is intended EPRI 1006833 was uncertainty associated
confirm that the impact | specifically to comply specifically intended to | with the process
on plant safety of the with Requirement 1. comply with parameter estimate.
deficiencies inherent in | The uncertainties Requirement 1. Argonne National
the OLM technique associated with the Single-point monitoring | Laboratory, Expert

(inaccuracy in process
parameter estimate,
single- point
monitoring, and
untraceability of
accuracy to standards),
on plant safety will be
insignificant, and that
all uncertainties
associated with the
process parameter
estimate have been
quantitatively bounded
and accounted for either
in the OLM acceptance
criteria or in the
applicable setpoint and
uncertainty calculations.

process parameter
estimate and the single-
point monitoring issue,
have been quantified to
a high degree of
confidence. Argonne
National Laboratory
(ANL), Expert
Microsystems, the
University of
Tennessee, and others
have developed
uncertainty analysis
tools to quantify the
uncertainty of the
process parameter
estimate. These tools
and techniques are
applicable broadly to
parameter estimation
models developed for
OLM applications.
These tools have been
embedded in the OLM
System software used at
V.C. Summer. The
numerical analysis
methodology for the
uncertainty tool is
derived in part from the
original Plant-Specific
Uncertainty Analysis
conducted by ANL
specifically for V.C.
Summer. A description
and discussion of the
ANL methodology can

was addressed in detail
as part of Section 5 of
the topical report, and
the results are
incorporated into
Section 6 as part of the
OLM drift allowance
calculation. The
approach taken will
have no impact on
either the trip setpoint
or the allowable value
in the technical
specifications. The
intent was to maintain
traceability to the
allowances provided in
the associated setpoint
calculation. Traceability
of accuracy to reference
standards has been
maintained by the very
nature of the OLM
implementation
approach. The
calibration frequency
has been extended, not
eliminated.

Microsystems,
SmartSignal, the
University of
Tennessee, and others
have developed
uncertainty analysis
tools to quantify the
uncertainty of the
process parameter
estimate. Each of the
Volumes in
NUREG/CG-6895 have
devoted chapters
describing methods to
estimate OLM modeling
uncertainty.
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation

NRC Requirements Requirements Requirements of NRC Requirements

be found in Appendix E

of EPRI technical report

1007930.

EPRI technical report

1007930 addresses

single-point monitoring
in detail and the results
are incorporated into the
OLM drift allowance
calculation. The intent
is to maintain
traceability to the
allowances provided in
the associated setpoint
calculation. All
uncertainties are
quantified and bounded
by the on-line
acceptance criteria that
are derived from the
setpoint calculations.
The approach taken will
have no impact on
either the trip setpoint
or the allowable value
in the Technical
Specifications.

Requirement 2 -
Unless the licensee can
demonstrate otherwise,
instrument channels
monitoring processes
that are always at the
low or high end of an
instrument’s calibrated
span during normal
plant operation shall be
excluded from the OLM
program.

V.C. Summer will not
be including any
instrument channels that
normally indicate at
either extreme of span
into the OLM
population. In the EPRI
topical report, the
Reactor Building
Pressure indication is
not typically considered
suitable for OLM.
However, V.C. Summer
utilizes narrow range
pressure transmitters for
the Reactor Building
pressure protection

Section 5 of EPRI
1006833 provides
detailed information
that confirms the basis
for Requirement 2.
Section 3.1 summarizes
the applications that are
considered suitable
candidates for OLM
based on technical
aspects of

requirement 2. The
types of applications
that are not considered
suitable for OLM are
summarized in

Transmitters that
monitor unstable
systems, such as
auxiliary feedwater flow
and safety injection,
should be excluded
from OLM. Also
excluded are
transmitters, such as
containment pressure,
that monitor systems
that operate at the low
end or high end of the
operating range. EPRI
Final Report 1007930
lists typical Technical
Specification instrument
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
channels. These narrow | Section 3.2 of the channels that are both
range instruments are topical report. suitable and unsuitable
set such that at normal for OLM. However, in
operating conditions, some instances, the use
the indication is of narrow range
approximately transmitters makes
25 percent of span. This some channels that were
value is sufficiently far originally considered
enough from the unsuitable for OLM
extreme low or high end acceptable.
of the instruments . .

. . Transmitters instrument
calibrated span that it is channels monitoring
suitable for OLM.

processes that are
always at the low or
high end of an
instrument’s calibrated
span can still be
monitored using OLM
but must be excluded
from the calibration
extension program
unless it can
demonstrate that the
setpoints are sufficiently
close to the operating
point to obtain
confidence in the
results.

Requirement 3 — The V.C. Summer has The EPRI OLM All the algorithms

algorithm used for selected ExpertMicro Implementation Project | currently being

OLM shall be able to Systems “SureSense has selected MSET as considered for OLM

distinguish between the | Diagnostic Monitoring | its preferred OLM were designed with the

process variable drift Studio” software as its method. MSET is intent that they

(actual process going up
or down) and the
instrument drift and
shall be able to
compensate for
uncertainties introduced
by unstable process,
sensor locations,
non-simultaneous
measurements, and
noisy signals. If the

preferred OLM method.
SureSense is capable of
utilizing several types of
algorithms that are
menu selectable in order
to optimize individual
model performance. For
example, redundant
sensor averaging
methods and
multivariable kernel

specifically trained to
recognize normal
behavior as well as

specific operating states.

It readily distinguishes
between a process
change and an
instrument drift. Noisy
signals and
measurement lead/lag
relationships are

distinguish between the
process variable drift
and the instrument drift.
Kernel based
algorithms, such as
AAMSET and AAKR,
use the correlation of
the instrument channels
to differentiate the
instrument drift from
process changes. These
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
implemented algorithm | regression methods are | accommodated by the algorithms are not
and its associated provided. The EPRI TR | model learning susceptible to common-
software cannot meet specifically addressed procedures used with mode drift because the
these requirements, parameter estimation MSET. EPRI topical correlation values for
administrative controls, | algorithms of these two | report 1003661, Plant process drifts will be
including the guidelines | types. SureSense System Modeling different than those for
in Section 3 of the implements other Guidelines to multiple instrument
topical report for parameter estimation Implement OLM, drifts.
aV01d¥ng a penalty for mf.:th(.)ds, such as first prqv1des specific The redundant
non-simultaneous principle models; guidance for an MSET .
o algorithms (such as
measurement, could be | however, redundant application. .
. . parity space or other
implemented as an sensor averaging . .
averaging techniques)
acceptable means to methods and . ,
. rely on the instrument’s
ensure that these multivariable kernel
. . redundancy to
requirements are met regression methods are disti .
. . . . istinguish between
satisfactorily. the primary techniques
. process changes and
that will be used by . >
instrument drift. For the
V.C. Summer. .
redundant techniques,
Each parameter multiple instrument
estimation model is channels are measuring
specifically trained to the same value. Thus,
recognize normal the techniques assume
behavior as well as that a process drift will
specific operating states result in changes in
regardless of the more than one
algorithm selected. The instrument channel,
program distinguishes whereas an instrument
readily between a drift will occur in a
process change and an single channel without
instrument drift. Noisy corresponding changes
signals and in the remaining
measurement lead/lag redundant channels.
relationships are While common-mode
accommodated by the drift may occur, the
model training probability of this is
procedures provided slight and decreases
within SureSense. further when there are
Detailed EPRI more redundant
Technical channels.
Report 1003661, “Plant
System Modeling
Guidelines to
Implement On-Line
Monitoring,” provides
specific guidance for a
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Table F-1. (continued).

NRC Requirements

V.C. Summer
Evaluation of NRC
Requirements

EPRI Technical
Report 1006833
Evaluation of NRC
Requirements

NUREG/CR-6895
Volume 1 Evaluation
of NRC Requirements

SureSense type
application.

V.C. Summer Nuclear
Station (VCSNS) will
be using the guidance
provided in EPRI
Technical Report
1003661 and updated
user manuals provided
by the software vendor.

Requirement 4 - For
instruments that were
not included in the
EPRI drift study, the
value of the allowance
or penalty to
compensate for single-
point monitoring must
be determined by using
the instrument’s
historical calibration
data and by analyzing
the instrument
performance over its
range for all modes of
operation, including
startup, shutdown, and
plant trips. If the
required data for such a
determination is not
available, an evaluation
demonstrating that the
instrument’s relevant
performance
specifications are as
good as or better than
those of a similar
instrument included in
the EPRI drift study,
will permit a licensee to
use the generic penalties
for single-point
monitoring given in
EPRI Topical

Report 104965.

In order to satisfy the
criteria stated in NRC
Requirement 4,

V.C. Summer will use
the generic penalties
provided in EPRI
technical report
1007930. Also, EPRI
technical

report 1007930
discussed the EPRI drift
study to explain why the
results are likely to be
more conservative than
necessary for most
applications. All
applicable safety-related
V.C. Summer
instrumentation is
enveloped by this
technical report. All
V.C. Summer
safety-related
instrumentation is fully
represented by
instrument
manufacturer, model
number, configuration,
and ranges as those
utilized in the EPRI
drift study. In the event
that V.C. Summer
would choose in the
future to utilize
plant-specific values for

Section 5 of the

EPRI 1006833 provides
detailed information
regarding single-point
monitoring. Most plants
following the criteria
stated in NRC
Requirement 4 can use
the generic penalties
provided in Section 5
since the EPRI drift
study explains why the
results are likely to be
more conservative than
necessary for most
applications. Section 5
also provides detailed
information explaining
how to perform a
plant-specific analysis
for a single-point
monitoring allowance.

If OLM is using the
transmitter’s data
throughout its calibrated
range, then the single-
point monitoring
penalty is unnecessary.
Some plants may
include startup and
shutdown data in their
OLM System analysis.
Although this data does
not monitor the entire
instrument range
(especially near the trip
setpoints), it is enough
data to ensure that the
instrument has not
exhibited a span shift. A
span shift occurs when a
sensor may be in
calibration at its
operating point, but its
slope has shifted so that
it is out of calibration at
other operating points.
However, many plants
that implement OLM
will not be monitoring
instruments over an
extended range and
should be able to use the
generic penalties for
single-point monitoring
given in EPRI
TR-104965-R1. These
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
the single-point penalties were
monitoring allowance a conservatively
formal design basis calculated using data
engineering calculation from over 6,000
would be performed calibrations. The EPRI
utilizing the EPRI drift study explains why
guidance. these penalties are
overly conservative for
most applications.
However, to use the
generic penalty, the
instrumentation must be
fully represented by
instrument
manufacturer, model
number, configuration,
and ranges as those
utilized in the EPRI
drift study. If the plant
chooses not to use the
generic penalty, or the
penalties do not apply, a
formal design basis
engineering calculation
must be performed to
calculate the penalty.
EPRI TR-104965-R1
and EPRI Final Report
1007930 present the
method for calculating a
single-point monitoring
allowance using plant-
specific data.
Requirement 5 - V.C. Summer will The methodology The acceptance criteria
Calculations for the establish the acceptance | provided in Section 6 of | for each instrument
acceptance criteria criteria for each EPRI 1006833 ensures | must be established
defining the proposed instrument through the | that setpoint calculation | through the application
three zones of deviation | application of formal and safety analysis of formal design
(“acceptable,” “needs design calculations. assumptions are calculations. EPRI Final
calibration,” and Each calculation will be | unchanged. A clear Report 1007930
“inoperable”) should be | based on the basis for the OLM drift | provides the
done in a manner methodology allowance has been methodology for these
consistent with the established in the EPRI | established so that drift allowance
plant-specific safety- technical setpoint calculations calculations. The only
related instrumentation | report 1007930 and will | should not require notable change to this
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
setpoint methodology so | incorporate the revision. The Technical | methodology is that
that using OLM applicable values for Specification trip model detectability also

technique to monitor
instrument performance
and extend its
calibration interval will
not invalidate the
setpoint calculation
assumptions and the
safety analysis
assumptions. If new or
different uncertainties
require the recalculation
of instrument trip
setpoints, it should be
demonstrated that
relevant safety analyses
are unaffected. The
licensee should have a
documented
methodology for
calculating acceptance
criteria that are
compatible with the
practice described in
Regulatory Guide 1.105
and the methodology
described in acceptable
industry standards for
TSP and uncertainty
calculations.

uncertainties and utilize
the licensed setpoint
methodology currently
in use. The
methodology provided
in the EPRI topical
report ensures that
setpoint calculation and
safety analysis
assumptions are
unchanged. A clear
basis for the OLM drift
allowance has been
established so that
setpoint calculations at
V.C. Summer will not
require revision. The
Technical Specification
trip setpoint and
allowable value
requirements are also
unaffected because the
methodology
deliberately ensures
compliance with the
setpoint calculations.
Unique uncertainties
attributed to OLM or
single-point monitoring
are used to reduce the
OLM drift allowance to
ensure that the setpoint
calculations do not
require revision.

setpoint and allowable
value requirements are
also unaffected because
the methodology
deliberately ensures
compliance with the
setpoint calculations.
Unique uncertainties
attributed to OLM or
single-point monitoring
specifically reduce the
OLM drift allowance to
ensure that the setpoint
calculations do not
require revision.

needs to be accounted
for in the drift
allowance calculations.
Still, using EPRIs
calculation methods
(with an added factor to
account for drift)
ensures that the
Technical Specification
trip setpoint and
allowable value
requirements do not
require revision. In fact,
the OLM allowance and
uncertainties do not
affect the setpoint
calculations. The
setpoint calculations do,
however, effect the
OLM allowances. The
uncertainties unique to
OLM, such as the
process parameter
estimate uncertainty and
single point monitoring
uncertainty, reduce only
the OLM drift
allowance. However, a
concern could be that if
a plant changes the
method it uses to
compute a setpoint, and
the setpoint changes, the
OLM allowances will
also change. A
procedure needs to be in
place to make sure that
these items are always
consistent.

Requirement 6 - For The calculation method | The calculation method | EPRI Final Report

any algorithm used, the | described in EPRI described in Section 6 1007930 explains the

MAVD shall be such technical of EPRI 1006833 basis for the

that accepting the report 1007930 ensures | ensures that the MAVD | calculations that ensure
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
deviation in the the MAVD provides a provides a high that MAVD provides a
monitored value high confidence level confidence level that is | high confidence level.
anywhere in the zone that is entirely entirely consistent with | These calculations
between PE and MAVD | consistent with the the setpoint conform to all setpoint
will provide high setpoint calculations. calculations. The calculations standards.

confidence (level of
95%/95%) that drift in
the sensor transmitter or
any part of an
instrument channel that
1S common to the
instrument channel and
the OLM loop is less
than or equal to the
value used in the
setpoint calculations for
that instrument channel.

The allowance for drift
has been conservatively
determined without
taking credit for non-
sensor related
uncertainty terms. The
OLM allowance for
drift is further reduced
to account for unique
uncertainty elements
introduced by the use of
OLM. In the approach
taken each of these
elements are both
independent from each
other and from the
specific parameter
estimation algorithm
used. The single-point
monitoring values have
been established in
EPRI technical report
1007930. The
uncertainty values for
the parameter estimate
are established by a
numerical analysis
program specifically
designed to analyze
each parameter
estimation model. The
numerical analysis
methodology for the
uncertainty tool is
derived from the
original Plant-Specific

allowance for drift has
been conservatively
determined without
taking credit for non-
sensor-related
uncertainty terms. The
OLM allowance for
drift is further reduced
to account for unique
uncertainty elements
introduced by the use of
OLM.

However, to truly meet
this requirement, model
detectability must also
be considered.
Detectability metrics
measure the smallest
fault that can be
detected by an empirical
model. The metrics
quantify a model’s
ability to make correct
sensor predictions when
an input sensor’s value
is incorrect due to some
sort of fault.
Detectability can either
be encompassed in the
process parameter
uncertainty estimate or
can be added to the drift
limits as its own term.
Researchers at the
University of Tennessee
recently created a
EULM fault
detectability measure
(which is discussed in
Volume 2 and

Volume 3 of
NUREG/CR-6895) that
is a method for
modifying the drift
limits taking into
consideration prediction
uncertainty and
auto-sensitivity. The

Uncertainty Analysis EULM program is
conducted by Argonne certainly not the only
National Lab viable method to
account for
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
specifically for detectability. There may

V.C. Summer.

be numerous ways that
this can be done. An
OLM System should
use the calculation
methodology described
in EPRI Final Report
1007930, while also
including a factor which
accounts for model
detectability. The drift
limits should be
reestablished each time
operating conditions
change, because this
change will affect
model detectability and
uncertainty.

Requirement 7 - The
instrument shall meet all
requirements of the
above requirement 6 for
the acceptable band or
acceptable region.

The same basis for
Requirement 6 applies
to this region.

The discussion for
requirement 6 in the
topical report applies to
requirement 7 as well.

The same basis for
Requirement 6 applies
to this region. As
previously mentioned,
the plant must ensure
that the methods used in
calculating the setpoint
and the OLM
allowances are
consistent.

Requirement 8 - For
any algorithm used, the
maximum value of the
channel deviation
beyond which the
instrument is declared
“inoperable” shall be
listed in the technical
specifications with a
note indicating that this
value is to be used for
determining the channel
operability only when
the channel’s
performance is being
monitored using an

The EPRI technical
report 1007930
establishes the
methodology for
calculating the OLM
drift allowance limits.
The methodology has
been defined in a
manner that ensures the
associated setpoint
calculation allowances
remain unchanged. This
is an important part of
the OLM System
implementation process
because the intent is to

Section 6 of the EPRI
1006833 establishes the
methodology for
calculating the OLM
drift allowance. The
methodology has been
defined in a manner that
ensures that the
associated setpoint
calculation allowances
remain unchanged. This
is an important part of
the OLM
implementation process
because the intent is to
minimize the changes

This requirement hinges
on the fact that plants
are correctly calculating
the OLM drift limits.
By following the
calculations described
in EPRI Final Report
1007930 and including
a factor which accounts
for model detectability,
this requirement may be
met. However, it is
unnecessary to include
the OLM drift limits in
the Technical
Specifications. EPRI
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation

NRC Requirements Requirements Requirements of NRC Requirements
OLM technique. It ensure negligible risk necessary in the Final Report 1007930
could be called and to minimize the Technical and the VCSNS License
“allowable deviation changes necessary to the | Specifications. Amendment Request
value for OLM” Technical Accordingly, the OLM | argue that the OLM
(ADVOLM) or Specifications. drift allowance ensures | acceptable criteria,
whatever name the Accordingly, the OLM | that the Technical including the MAVD

licensee chooses. The
ADVOLM shall be
established by the
instrument uncertainty
analysis. The value of
the ADVOLM shall be
such to ensure:

(a) that when the
deviation between the
monitored value and its
PE is less than or equal
to the ADVOLM limit,
the channel will meet
the requirements of the
current technical
specifications, and the
assumptions of the
setpoint calculations
and safety analyses are
satisfied; and

(b) that until the
instrument channel is
recalibrated (at most
until the next refueling
outage), actual drift in
the sensor transmitter or
any part of an
instrument channel that
1s common to the
instrument channel and
the OLM loop will be
less than or equal to the
value used in the
setpoint calculations
and other limits defined
in 10 CFR 50.36 as
applicable to the

drift allowance ensures
that the Technical
Specification trip
setpoint and allowable
value for each
parameter remain
unchanged. The OLM
quarterly surveillance
ensures that 1) the OLM
System performance is
acceptable and 2) each
monitored parameter is
operating within the
acceptable limits of the
current setpoint values.
The OLM acceptance
criteria, including the
MAVD and the
ADVOLM, will be
provided in a quarterly
surveillance procedure
and formally
documented in design
basis engineering
calculations. Including
this information in the
body of the Technical
Specifications should
not be necessarys; this
information is more
appropriately assigned
to the surveillance
procedures and design
basis documents. This is
no different in concept
than providing
acceptable as-found
settings and as-left
settings for instrument

Specification trip
setpoint and allowable
value for each
parameter remain
unchanged.

The OLM quarterly
surveillance ensures
that: (1) the OLM
system performance is
acceptable; and (2) each
monitored parameter is
operating within
acceptable limits. The
OLM acceptable
criteria, including the
MAVD and the
ADVOLM, would be
provided in a quarterly
surveillance procedure.
Including this
information in the body
of the Technical
Specifications should
not be necessary and is
more appropriately
assigned to the
surveillance procedure.
This is no different in
concept than providing
acceptable as-found
settings and as-left
settings for instrument
calibrations in the
associated calibration
documents.

and the ADVOLM, be
included in a quarterly
surveillance procedure
and design basis
documents, and not in
the Technical
Specifications. The
references contend that
OLM acceptance
criteria can be included
in quarterly surveillance
procedures since the
acceptable as-found
settings and as-left
settings for instrument
calibrations are kept in
the associated
calibration documents,
and not in the Technical
Specifications. EPRI
TR-104695-R1 outlines
the prescribed quarterly
surveillance tests that
accompany the
implementation of
OLM. Since the drift
limits should be
recalculated each time
operating conditions
change, including the
actual values for them
in the quarterly
surveillance procedures
and design basis
documents is logical.
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
plant-specific design for | calibrations in the
the monitored process associated calibration
variable are satisfied. documents.
Requirement 9 - EPRI technical report Section 6 the EPRI The regulation referred
Calculations defining 1007930 establishes the | 1006833 establishes the | to in this requirement,
alarm setpoint (if any), | methodology for methodology for 10 CFR 50.36, defines
acceptable band, the calculating the OLM calculating the OLM the safety limits and
band identifying the drift allowance criteria | drift allowance, and the | limiting safety system
monitored instrument as | for each instrument. methodology has been settings that must be

needing to be calibrated
earlier than its next
scheduled calibration,
the maximum value of
deviation beyond which
the instrument is
declared “inoperable,”
and the criteria for
determining the
monitored channel to be
an “outlier,” shall be
performed to ensure that
all safety analysis
assumptions and
assumptions of the
associated setpoint
calculation are satisfied
and the calculated limits
for the monitored
process variables
specified by

10 CFR 50.36 are not
violated.

Formal design
calculations will
determine the values for
the “maximum
acceptable value of
deviation” and the
“allowable deviation for
on-line-monitoring” for
each instrument. The
methodology has been
defined in a manner that
ensures the associated
setpoint calculation
allowances remain
unchanged and that all
assumptions of the
associated setpoint
calculation are satisfied
and the calculated limits
for the monitored
process variables
specified by

10 CFR 50.36 are not
violated. The
methodology ensures
compliance with the
above requirement.

defined in a manner that
ensures that the
associated setpoint
calculation allowances
remain unchanged. The
methodology ensures
compliance with the
above requirement.

included in a plant’s
Technical
Specifications. EPRI
TR-104965-R1 helps to
clarify the terminology
used in this
requirement, as it
explains the possible
operating points of an
OLM channel. Again,
formal design
calculation should be
used to determine the
MAVD and ADVOLM
values for each
instrument. EPRI Final
Report 1007930
provides a methodology
for these calculations,
which ensures the
associated setpoint
calculation allowances
remain unchanged and
that all assumptions of
the associated setpoint
calculation are satisfied
and the calculated limits
for the monitored
process variables
specified by

10 CFR 50.36 are not
violated. However, the
calculation methods
described in EPRI Final
Report 1007930 do not
take into consideration
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Table F-1. (continued).

NRC Requirements

V.C. Summer
Evaluation of NRC
Requirements

EPRI Technical
Report 1006833
Evaluation of NRC
Requirements

NUREG/CR-6895
Volume 1 Evaluation
of NRC Requirements

model detectability. The
calculations must be
slightly modified to
account for the OLM
model’s detectability.
However, including a
detectability factor in
the drift limit
calculations will still
conform to all setpoint
calculations standards
and ensure that this
requirement is met.

Requirement 10 - The
plant-specific submittal
shall confirm that the
proposed OLM system
will be consistent with
the plant’s licensing
basis, and that there
continues to be a
coordinated defense-in-
depth against instrument
failure.

The V.C. Summer OLM
System is in full
compliance with this
requirement. The
application of OLM for
Technical Specification
parameters has been
specifically designed to
ensure consistency with
V.C. Summer licensing
basis. The OLM
acceptance criteria have
been developed in a
manner that assures
consistency with the
setpoint calculation
allowances for drift,
while also ensuring no
change to existing
Technical Specification
trip setpoints or
allowable values. An
improved, coordinated
defense-in-depth against
instrument failure has
been established by the
application of OLM.
First, the OLM System
has been shown not to
have a contributing
failure mechanism
applicable to plant

The application of OLM
for Technical
Specification
parameters has been
specifically designed to
ensure consistency with
the plant’s licensing
basis. The OLM
acceptance criterion
have been developed in
a manner that ensures
consistency with the
setpoint calculation
allowances for drift
while also ensuring no
change to existing
Technical Specification
trip setpoints or
allowable values. A
coordinated defense-in-
depth against instrument
failure has been
improved by the
application of OLM
because instrument
performance is
evaluated more
frequently than by
traditional methods. An
ongoing monitoring
program is described in
Section 6.6 of

In theory, OLM systems
provide a continued
defense-in-depth against
instrument failure by its
frequent evaluation of
instrument performance.
Unlike the traditional
calibration schemes,
which only evaluate
instrument performance
at each fuel outage,
plants employing OLM
technologies are
required to perform
calibration monitoring
quarterly. However,
these plants may elect to
perform their calibration
monitoring at even more
frequent intervals.
Furthermore, the
continued calibration
checks of the instrument
channels (as OLM
simply extends the
frequency of manual
calibration and does not
eliminate them) provide
added protection against
instrument failure.
However, a safety
analysis should be
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
instrumentation. EPRI 1006833 and is performed to verify that
Second, because recommended as an the OLM System does

instrument performance
and all the associated
failure mechanisms are

additional ongoing
method of confirming
acceptable instrument

not have a contributing
failure mechanism
applicable to plant

evaluated more performance. instrumentation. With
frequently than by the proper isolation and
traditional methods, independence (as
additional layers of discussed in
defense against Requirement 11) it is
instrument failures have unlikely that any OLM
been introduced through System could introduce
the application of OLM. a new failure
mechanism.
Requirement 11 - The V.C. Summer OLM | The OLM system does | It is anticipated that

Adequate isolation and
independence, as
required by Regulatory
Guide 1.75, GDC 21,
GDC 22, IEEE STD-.
279 or IEEE STD-. 603,
and IEEE STD-. 384,
shall be maintained
between the OLM
devices and Class 1E
instruments being
monitored.

program is in full
compliance with this
requirement. The

V.C. Summer OLM
System does not
connect to the
safety-related portion of
any instrument circuit.
The data acquired for
the OLM System is
obtained from the plant
computer historical data
files. The plant
computer acquires the
instrument values from
the downstream side of
signal isolators for each
instrument loop, thereby
ensuring compliance
with VCSNS licensing
basis for isolation and
independence. The
analytical software
utilized by the OLM
System does not
connect to a physical
instrument loop. The
existing instrument
circuits are entirely
unchanged by the use of

not connect to the
safety-related portion of
any instrument circuit.
The data acquired by
the OLM system is
obtained from the
downstream side of
signal isolators, thereby
ensuring compliance
with the plant’s
licensing basis for
isolation and
independence. It should
be noted that the MSET
method used by the
participants in the EPRI
OLM Implementation
Project does not connect
to a physical instrument
loop. The existing
instrument circuit is
entirely unchanged by
the use of OLM. Signals
are sent to the plant
computer and are then
stored in a conventional
computer data archive.
The OLM system
acquires its inputs from

most OLM systems will
have little trouble
meeting this
requirement. Both EPRI
TR- 104695-R1 and
NUREG/CR-5903
discuss and diagram the
OLM System’s position
relative to the rest of the
instrument channel.
These diagrams show
that the OLM
equipment boundary
begins at the output of
an isolator. In most
cases, data obtained
from the plant computer
system is used for the
OLM program. Since
plant computers are
already adequately
isolated and OLM
requires no additional
hardware to be attached
to the plant, this
requirement is satisfied.
This setup ensures that
the isolation and
independence between
the OLM devices and

130
Appendix F




Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
OLM at V.C. Summer. | the computer data class 1E instruments
Signals are normally archive as a data file. meet all NRC
sent to the plant Regulations.

computer and are then
stored in a conventional
computer data archive.
The V.C. Summer OLM
System acquires its
inputs from the plant
computer via the
computer data archive.

Requirement 12 -

(a) QA requirements as
delineated in

10 CFRPart 50,
Appendix B, shall be
applicable to all
engineering and design
activities related to
OLM, including design
and implementation of
the on-line system,
calculations for
determining process
parameter estimates, all
three zones of
acceptance criteria
(including the value of
the ADVOLM),
evaluation and trending
of OLM results,
activities (including
drift assessments) for
relaxing the current TS-
required instrument
calibration frequency
from “once per
refueling cycle” to
“once per a maximum
period of 8 years,” and

a) The plant-specific
engineering analyses
performed in support of
OLM implementation
shall be performed in
accordance with the
applicable

V.C. Summer
engineering
requirements which are
in accordance with

10 CFR 50, Appendix B
quality assurance
requirements. The
calculations of OLM
acceptance criteria
involve the review and
interpretation of
setpoint calculations
and related documents.
Accordingly, quality
assurance controls over
these activities will be
performed as stated in
the NRC requirement.

b) The EPRI technical
report 1007930 provides
the verification and

The plant-specific
engineering analyses
performed in support of
OLM implementation
shall be performed in
accordance with the
applicable plant-specific
QA procedures. The
calculation of OLM
acceptance criterion
involves the review and
interpretation of
setpoint calculations
and related documents.
Accordingly, QA
controls over these
activities are considered
reasonable as stated in
the NRC requirement.

Section 8 of EPRI
1006833 provides the
V&V documentation
produced in support of
this project; this
documentation
specifically supports an
MSET implementation
because this is the basis

All software modules
used for acquisition and
analysis of OLM data
must be developed
under a formal QA
program to include
software V&V and
formal procedures for
handling of the OLM
data and the results.
Plants should be able to
meet part A of the
requirement by
following the applicable
plant-specific quality
assurance procedures
when performing an
engineering analysis in
support of OLM
implementation. In the
analysis, the historical
calibration data for plant
pressure transmitters
being included in the
OLM calibration
extension program
should be used to verify
that the transmitters
have a history of

. validation (V&V) for the EPRI OLM .
drift assessments for d . : . . stability.
calculating the ocumentgtlon Implementation PrOJect.
I It produced in support of | The documentation The V&V
a ovyar(lic? or penaity ¢ the EPRI project; this developed in support of | methodologies must
required to compensate | 4, .ymentation this project includes follow industry
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
for single-point specifically describes an | quality documents and guidelines. When filing
monitoring. Argonne National V&V-related documents | a license amendment,

(b) The plant-specific
QA requirements shall
be applicable to the
selected OLM
methodology, its
algorithm, and the
associated software. In
addition, software shall
be verified and
validated and meet all
quality requirements in
accordance with NRC
guidance and acceptable
industry standards.

Laboratory Multivariate
State Estimation
Technique (MSET)
implementation for
parameter estimation
because this was the
initial basis technique
used in the EPRI OLM
Implementation Project.
The documentation
developed in support of
this project included
quality documents and
V& V-related documents
produced by the
software supplier
(Expert Microsystems,
Inc.), Argonne National
Laboratory, and EPRI.
The software and its
associated algorithms
utilized by the V.C.
Summer OLM program
have qualified V&V
documentation provided
by Expert
Microsystems, Inc. that
meet or exceed industry
standards. This
documentation is
integrated into the
VCSNS plant-specific
QA requirements for
V&V.

produced by the
software supplier
(Expert Microsystems,
Inc.), Argonne National
Laboratory, and EPRI.
Each participating plant
must follow its plant-
specific procedures for
software acceptance.

the plant should be able
to demonstrate that the
necessary V&V
activities have been
performed to support
the current version of
the plant’s OLM
software. Chapter 6 of
NUREG/CR Volume 1
discusses the V&V
process. The V&V
documentation for the
SureSense Diagnostic
Monitoring Studio,
Version 1.4, MSET
software is provided as
an appendix in
“On-Line Monitoring of
Instrument Channel
Performance Volume 3:
Applications to Nuclear
Power Plant Technical
Specification
Instrumentation”.

Requirement 13 - All
equipment (except
software) used for
collection, electronic
transmission, and
analysis of plant data
for OLM purposes shall
meet the requirements
of 10 CFR Part 50,

The OLM System at
V.C. Summer is in full
compliance with this
requirement. The signal
data evaluated by the
OLM System is
obtained from
instrument circuits that
are maintained in

The signal data
evaluated by OLM is
obtained from
instrument circuits that
are maintained in
accordance with plant-
specific procedures,
including the control of
measuring and test

OLM equipment should
include an isolated data
collection system. The
data for an OLM
System should be
acquired completely
from existing channels
without altering any
instrument circuits.
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements
Appendix B, accordance with equipment. The These instrument
Criterion XII, “Control | V.C. Summer specific experience of the EPRI | circuits already should
of Measuring and Test procedures. All OLM Implementation meet all NRC

Equipment.”
Administrative
procedures shall be in
place to maintain
configuration control of
the OLM software and
algorithm.

equipment used in the
collection, storage,
transmission, analysis,
and associated activities
for the OLM System are
controlled under formal
plant processes and
procedures that
establish quality
controls to maintain the
system accuracy within
the stated design
requirements. No
unique equipment is
required or installed into
these instrument loops;
the data is acquired
from the plant computer
without any interaction
with installed plant
instrumentation.
Administrative controls
are considered
necessary to maintain
configuration control of
the monitoring software
and its associated
algorithms, which are
an integral part of the
software.

Project is that unique
equipment is not
installed onto these
instrument circuits; the
data are acquired from
existing instrumentation
without any
modification to the
circuits of the
measuring and test
equipment.

Administrative controls
are considered
necessary to maintain
configuration control of
the monitoring software
and the algorithm,
which is an integral part
of the software.

Section 7 of EPRI
technical report
1006833 describes plant
procedures and
surveillance
requirements associated
with OLM, which
addresses these
administrative controls.

regulations, including
the control of measuring
and test equipment. If
an OLM System does
require alteration of
instrument circuits, it
may be more difficult
for the system to receive
regulatory approval. In
this case, it is
recommended that the
system’s design is
changed so that
isolation of the
instrument channel
remains.

Requirement 14 -
Before declaring the
OLM system operable
for the first time, and
just before each
performance of the
scheduled surveillance
using an OLM
technique, a full
features functional test,
using simulated input
signals of known and

The V&V documents
produced in support of
the SureSense software
include a procedure
with expected results for
an acceptance test and
periodic testing. The
basis or example for this
test is provided in EPRI
technical report
1007930 V&V report
specifically for a

The V&V documents
produced in support of
this project include a
procedure with expected
results for an acceptance
test and periodic test.
This test is provided in
Appendix E specifically
for a SureSense
Diagnostic Monitoring
Studio MSET
application and can be

The software modules
used to carry out these
tests must be included
in the verification and
validation program. The
procedure for an
acceptance test and
periodic test is included
in EPRI Final Report
1007930. Although this
procedure is designed
specifically for the
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Table F-1. (continued).

EPRI Technical
V.C. Summer Report 1006833 NUREG/CR-6895
Evaluation of NRC Evaluation of NRC Volume 1 Evaluation
NRC Requirements Requirements Requirements of NRC Requirements

traceable accuracy,
should be conducted to
verify that the algorithm
and its software perform
all required functions
within acceptable limits
of accuracy. All
applicable features shall
be tested.

SureSense Diagnostic
Monitoring Studio
implementation which
can be used as a guide
for other
software/algorithm
applications. In support
of the V.C. Summer
V&V program and QA
requirements, the test
files referenced in this
procedure have been
provided to

V.C. Summer. As part
of the plant-specific
software acceptance,
these test procedures
and test files form the
recommended basis for
acceptance testing as
well as for periodic
testing in support of the
quarterly OLM
surveillance test.

used as a guide for other
software applications.
The test files referenced
in this procedure are
provided directly to the
software users. As part
of the plant-specific
software acceptance,
these test procedures
and test files form the
recommended basis for
acceptance testing as
well as for periodic
testing in support of the
quarterly OLM
surveillance test.
Section 7 of EPRI
1006833 provides the
recommended input for
the quarterly OLM
surveillance test.
Section 8 discusses the
V&V documentation in
support of an MSET
application.

SureSense software, it is
still a very useful
reference to plants using
other OLM techniques.
This report also
discusses the full
features functional test,
and even describes its
recommended input.
The results of all tests
should be documented
and kept in records so
that they can be used as
a baseline for
comparison.
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Appendix G

GE-Hitachi ESBWR DCD SER

The GE-Hitachi application for a Standard Design Certification for the ESBWR was submitted on
August 24, 2005 to the NRC [30]. The NRC issued a final rule certifying the design on October 15, 2014
[31].

In the DCD submittal included in [32], GEH-Hitachi noted that the RPS is designed to provide the
capability to automatically or manually initiate a reactor scram while maintaining protection against
unnecessary scrams resulting from single failures.

The RPS logic design will be such that it initiates reactor trip signals within individual sensor
channels when any one or more of the conditions listed below exists during reactor operation. A reactor
scram results if system logic is satisfied. The following is a list of the process conditions and, in
parentheses, the systems monitoring the process conditions:

e High drywell pressure (CMS)

e Turbine stop valve closure (RPS)

e Turbine control valve fast closure (RPS)

e NMS - monitored SRNM and APRM conditions exceed acceptable limits (NMS)
e Reactor vessel pressure high (NBS)

e RPV water level low (Level 3) decreasing (NBS)

e RPV water level high (Level 8) increasing (NBS)

e  MSIVs closure (run mode only) (NBS)

e Low-low CRD hydraulic control unit accumulator charging header pressure (CRD)
e Suppression pool temperature high (CMS)

e High condenser pressure (RPS)

e Power generator bus loss (loss of feedwater flow) (run mode only) (RPS)

e High simulated thermal power (feedwater temperature biased) (NBS and NMS)

o Feedwater temperature exceeding allowable simulated thermal power versus feedwater temperature
domain (NBS)

e Operator-initiated manual scram (RPS)

e Reactor mode switch in “shutdown” position (RPS).
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G-1. REACTOR PROTECTION SYSTEM ARCHITECTURE

Four instrument channels are provided for each process variable being monitored, one for each RPS
division. When more than four sensors are required to monitor a variable, the output of the sensors are
combined into only four instrument channels. The logic in each division is asynchronous with respect to
the other divisions. The RPS is implemented with two communication methodologies: “point-to-point”
optical fiber inter-divisional communication and a shared memory data communication ring network.
Point-to-point communication is limited to trip and bypass information. Point-to-point fiber is also used
for functional trip logic units (TLUs) to output logic units (OLUs), RPS to NMS and RPS to SSLC/ESF
communication. The shared memory data communication ring network can read the entire shared
memory on the CIMs card and write only to a designated portion of the CIMs card. The data on a data
communication ring are actively transported between one chassis transmitter and another’s receiver until
all nodes are updated. Two “counter rotating” data communication rings are within each division;
therefore, no single failure will prevent data transmission.

Equipment within a sensor channel consists of sensors (transducers or switches), the DTM, and
multiplexers. The sensors within each channel detect abnormal operating conditions and send analog (or
discrete) output either directly to the RPS cabinets or to the RMUs within the associated division of the
Q-DCIS. The RMUs within each division perform analog-to-digital conversion and signal processing and
then send the digital or digitized analog output values of the monitored variables to the DTM for trip
determinations within the associated RPS sensor channel in the same division. The DTM in each sensor
channel compares individual monitored variable values with trip setpoint values and, for each variable,
sends a separate trip/no trip output signal to the TLUs in the four divisions of trip logic.

Equipment within an RPS division of trip logic consists of TLUs, manual switches, bypass units
(BPUs), and OLUs. The TLUs perform the automatic scram initiation logic, checking for 2/4 coincidence
of trip conditions in any set of instrument channel signals coming from the four divisions of DTMs or
when an NMS isolated digital trip signal (voted 2/4 in the NMS TLU) is received. The automatic scram
initiation logic for any trip is based on the reactor operating mode switch status, channel trip conditions,
NMS trip input, and bypass conditions. Each TLU, besides receiving the signals described above, also
receives digital input signals from the BPUs and other control interfaces in the same division. The BPUs
perform bypass and interlock logic for the division of channel sensors bypass and the division TLU
bypass. Each BPU sends a separate bypass signal for the four channels to the TLU in the same division
for channel sensors bypass. Each RPS BPU also sends the TLU bypass signal to the OLU in the same
division.

G-2. RPS RELIABILITY ANALYSIS

GDC 21 requires that protection systems be designed for high functional reliability and in-service
testability commensurate with the safety functions to be performed. The staff evaluated whether GDC 21
is adequately addressed for the DCIS. SRP Table 7-1 identifies that GDC 21 applies to the RTS and ESF
systems and to the supporting systems (DCD Sections 7.2 and 7.3). SRP Appendix 7.1-A states that
GDC 21 is addressed for protection systems by conformance to IEEE STD-603 criteria, except
Sections 5.4, 6.1, and 7.1. DCD Tier 2, Table 7.1- 1, identifies that the guidelines for periodic testing in
RGs 1.22 and 1.118 apply to the protection systems. DCD Tier 2, Section 7.2.1, describes the
conformance of the RPS to IEEE STD-603, which is evaluated in Section 7.2.3.1. DCD Tier 2,

Section 7.3, describes the conformance of ESF actuation and control systems, VBIF, and all subsystems
to IEEE STD-603, which is evaluated in Section 7.3.3.1. DCD Tier 1, Table 2.2.15-2, includes the
DAC/ITAAC for verifying that the protection systems’ design is completed in compliance with IEEE
STD-603. In particular, DCD Tier 1, Table 2.2.15-2, includes the DAC/ITAAC for verifying that IEEE
STD-603, Sections 5.7 and 6.5 are met. DCD Tier 1, Section 3.2, includes the DAC/ITAAC to verify the
implementation of the software development process. In response to RAI 14.3-265 S01, which was
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incorporated in DCD Revision 6, the applicant updated DCD Tier 1, Tables 2.2.15-1 and 2.2.15-2, to
cover applicable requirements of IEEE STD-603 [33]. As explained in Section 7.1.1.3.10 of, DCD Tier 1,
Revision 9, Section 2.2.15, design description identifies that some IEEE STD-603 criteria do not appear
in Table 2.2.15-1 (and therefore do not appear in Table 2.2.15-2) because some IEEE STD-603 criteria do
not require ITAAC consistent with NRC guidance or because the criteria are covered by other non-system
ITAAC. Based on the applicant’s identification of the necessary protection safety actuation in the design
bases for the protection and control systems, and their verification in the DCD Tier 1, Revision 9,
DAC/ITAAC, the staff finds that the requirements of GDC 21 are adequately addressed for the DCIS.

G-3. GE-HITACHI ESBWR FMEA

At the DCD Level, GE-Hitachi was not required to provide a description of the RPS platform
FMEA. This is performed as part of the platform deliverable verified by ITAAC.
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Appendix H

NuScale DCD SER Overview for STI
H-1. NUSCALE RTS ARCHITECTURE

The RTS uses four redundant trip determination signals, one from each separation group, to complete
the logic decisions necessary to automatically open the reactor trip breakers.

The safety function module (SFM) for each separation group generates a trip signal that is sent
through an SBM to a schedule and voting module (SVM) in both RTS divisions. The SVM performs two-
out-of-four coincident logic voting on the trip determination status. If two or more trip determination
signals generate a reactor trip, a trip signal is generated in the SVM and sent to the associated equipment
interface modules (EIMs) to open the RTBs.

Each EIM in the RTS receives redundant trip signals from outputs created in the SFM and provides a
trip signal based on two-out-of-three voting from the incoming signals. Two divisions of RTS circuitry
and RTBs are provided to ensure that a single failure does not cause the loss of an RTS function.

An EIM is included for each RTB in both RTS divisions that are actuated by the MPS. Each RTB
EIM has two separate logic paths. The primary coil is connected to the undervoltage trip circuit, and the
secondary coil is connected to the shunt trip circuit for each RTB. Each RTS division controls one RTB in
each parallel path. This configuration allows for either division to accomplish a reactor trip.

The RTS also provides manual trip capability. Manual switches in the MCR allow the operator to
manually initiate a reactor trip. Two manual switches, one per division, are provided to manually initiate a
reactor trip. The manual switches are input into the actuation and priority logic (APL) associated with the
reactor trip system EIM via the hard-wired module (HWM).

The APL accepts commands from three sources: (1) digital trip signal from the SFM, (2) nondigital
manual trip signal from its associated RTS division, and (3) nondigital manual control signals from the
Main Control System (MCS).

The nondigital signals are diverse from the digital portion of the MPS. Discrete logic is used by the
APL for actuating a single device based on the highest priority. Regardless of the state of the digital
system, manual initiation can be performed at the division level at any time. If the enable
non-safety-related control permissive is active and there are no automatic or manual actuation signals
present, the MCS is capable of operating the RTBs.

The result from the APL is used to actuate equipment connected to the EIM. RTB status is
transmitted to the EIM. Breaker status information is sent to the MIB, along with the status of the SDB
signals.
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Framatome TRICON Platform

The TRICON is designed to meet all safety-related 1&C requirements in nuclear power plants.
Typical applications include reactor protection system (RPS) and engineered safety features actuation
system (ESFAS) functions. The TRICON has been qualified to meet the requirements of the highest
safety category to perform all of these tasks.

I-1. TRICON SELF-DIAGNOSTICS AND OLM

IEEE STD-603-1991 Clause 5.7 states that the safety system shall have the capability for test and
calibration while retaining the capability to accomplish its safety function, and that this capability be
provided during power operation, and shall duplicate, as closely as practicable, performance of the safety
function. Exceptions to testing and calibration during power operation are allowed where this capability
cannot be provided without adversely affecting the safety or operability of the generating station;
however, appropriate justification must be provided; acceptable reliability of equipment operation must
be demonstrated; and the capability shall be provided while the generating station is shut down. SRP,
Chapter 7, Appendix 7.1-C, Section 5.7, “Capability for Test and Calibration,” provides acceptance
criteria for IEEE STD-603-1991, Clause 5.7. Capability should be provided to permit testing during
power operation and that when this capability can only be achieved by overlapping tests, the test scheme
must be such that the tests do, in fact, overlap from one test segment to another. Section 5.7 further states
that test procedures that require disconnecting wires, installing jumpers, or other similar modifications of
the installed equipment are not acceptable test procedures for use during power operation. Section 5.7
further states that for digital computer-based systems, test provisions should address the increased
potential for subtle system failures such as data errors and computer lockup.

SRP BTP 7-17, “Guidance on Self-Test and Surveillance Test Provisions,” states that automatic
diagnostics and self-test features should preserve channel independence, maintain system integrity, and
meet the single-failure criterion during testing. Additionally, the benefits of diagnostics and self-test
features should not be compromised by the additional complexity that may result from their
implementation. In particular, the scope and extent of interfaces between safety software and diagnostic
software such as self-test routines should be designed to minimize the complexity of the integrated
software.

EPRI TR-107330 specifies that the PLC platform must provide sufficient diagnostics and test
capability so that a combination of self-diagnostics and surveillance testing will detect all failures that
could prevent the PLC from performing its intended safety function. The range of conditions for which
diagnostics or test capabilities must be provided includes processor stall, executive program error,
application program error, variable memory error, module communications error, module loss of
configuration, excess scan time detection, application not executing, and field device (e.g., sensor,
actuator) degradation or fault. The means of detection include watchdog timer, checksum for firmware
and program integrity, read/write memory tests, communications monitoring, configuration validation,
heartbeat, and self-diagnostics or surveillance test support features. Both on-line and power-up
diagnostics are specified.

The IOM Planning and Installation Guide, a commercial manual with IOM part number of
9700077-012, provides detailed descriptions of each diagnostic test and flag.

The Tricon V10 PLC system provides continuous self-testing, including monitoring memory and
memory reference integrity, using watchdog timers, monitoring communication channels, monitoring
central processing unit status, and checking data integrity. The Tricon V10 PLC system performs
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self-tests and I/O validation on each module. The Tricon V10 PLC system TMR architecture provides
continuous self-testing to detect, tolerate, and alarm on single internal failures. The internal self-test
functions are transparent to the application program and are an integral part of the base platform operating
software. These diagnostics check each main processor, as well as each I/O module and communication
channel. Transient faults are recorded and masked by the hardware majority-voting circuit. Persistent
faults are diagnosed, and the faulted module can be replaced or operated in a fault-tolerant manner until
replacement is completed.

System diagnostics monitor the health of each main processor module as well as each I/O module and
communication channel. The main processor modules process diagnostic data recorded locally and data
received from the input module level diagnostics in order to make decisions about the health of the input
modules in the system. All discrepancies are flagged and used by the built-in fault analyzer routine to
diagnose faults. The main processor diagnostics perform the following:

e Verification of fixed-program memory

e Verification of the static portion of RAM

e Verification of the dual-port RAM interface with each IOCCOM

e Checking of each IOCCOM’s ROM, dual-port RAM access and RS-485 loopback
e Verification of the TriTime interface

e Verification of the TriBUS interface.

All input modules include self-diagnostic features designed to detect single failures within the
module. Fault detection capabilities built into various types of input modules include the following:

e The input data from the three legs is compared at the main processor, and persistent differences
generate a diagnostic alarm.

e Digital input modules test for a stuck-on condition by momentarily driving the input for one leg low
in order to verify proper operation of the signal conditioning circuitry. A diagnostic alarm is
generated if the input module does not respond appropriately.

e Analog input modules include high accuracy reference voltage sources which are used to
continuously self-calibrate the analog-to-digital converters. If a converter is found to be out of
tolerance, a diagnostic alarm is generated.

e Several input modules also include diagnostics to detect field device failures.

All output modules include self-diagnostic features designed to detect single failures within the
module. The major fault detection capabilities built into output modules include the following:

e Digital output modules include output voter diagnostics that toggle the state of one leg at a time to
verify that the output switches are not stuck on or off.

e Supervised digital output modules include a voltage and current loopback circuit that checks for open
circuits (e.g., blown fuse) and short circuits in the field wiring.

e AO modules include a voltage and current loopback circuit. On these modules, one of the three legs
drives the field load, and the other two legs monitor the loopback current to verify the module output
current is correct.

The NRC staff reviewed these self-test capabilities and found them to be suitable for a digital system
used in safety-related applications in nuclear power plants.
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The NRC staff also noted that it may also be possible to use some of these diagnostic capabilities to
modify or eliminate certain TS-required periodic surveillance tests; however, this is a plant-specific,
application-dependent issue and, therefore, is was not addressed.

The NRC staff determined that the Tricon V10 meets the criteria of RG 1.22, RG 1.118, and IEEE
STD-338-1987.

I-2. TRICON RELIABILITY ANALYSIS

Both the availability and the safety availability were determined from a Markov model of the
TRJCON PLC. A Markov model uses a state diagram of various failure states of the system. From this
model, the probability to be in any one state at a given time can be predicted. Using the combined
probabilities of various failed states the mean time to failure due to a spurious trip (MTTF) and the
probability of failure on demand can be calculated for the system. These quantities are directly related to
the availability and the safety availability.

Failures can be generally classified into two categories: safe and dangerous. Safe failures are failures
that result in the safety system failing into a safe configuration. For example, most safety systems
including the TRICON TMR are designed to actuate upon complete failure of both power supplies.
Dangerous failures are failures that result in the system failing to perform its intended safety function.
Each category of failure can be further classified into dangerous detected and undetected failures.
Detected failures can be repaired on-line. Undetected failures are only detected and repaired during
off-line periodic testing.

The NRC staff reviewed this report and determined that the results of the Tricon V10 reliability and
availability analysis met the criteria of EPRI TR-107330, Section 4.2.3.

I-3. TRICON FMEA

The staff reviewed this FMEA and concurred with the analysis. The results of the FMEA showed
that, in general, failure modes that could prevent a Tricon PLC system from performing its safety function
are detected by the built-in system diagnostics, or by periodic testing. The staff concluded that the FMEA
shows that the Tricon PLC system is suitable for use in safety-related applications in a nuclear power
plant. The analysis and results in the Triconex FMEA are also suitable for reference by licensees and for
incorporation into plant-specific FMEA analyses.

I-3.1 Reliability Analysis

Reliability of the Tricon programmable logic controller computer system is addressed in the
Reliability/Availability Study for the Tricon Version 10 Programmable Logic Controller. The NRC staff
also reviewed the “Tricon v10 Software Qualification Report,” which determines the extent to which
software is considered as proof for meeting system reliability goals. The NRC staff concluded that system
platform and application software was adequately factored into the reliability analyses for the Tricon
portion of the PPS. Invensys processes provide a means by which software errors are identified, analyzed,
and corrected during software development. Field performance data was also factored into the reliability
of the system.

I-4. TRICON SURVEILLANCE INTERVAL EXTENSION

No changes to surveillance requirements or surveillance frequencies were requested and no changes
to required action completion times were made as a result of the PPS upgrade. It was intended to perform
those later under the SFCP.
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Each of the PPS replacement subsystems differ in methods for detecting functional failures. Each of
the replacement PPS subsystems uses self-contained diagnostic testing, which can be credited for
surveillance testing of PPS functions. These diagnostics features have been evaluated as part of the safety
evaluations for the Triconex Approved Topical Report and a separate Advanced Loci System Topical
Report. Additionally, PPS setpoints are stored in digital memory and are therefore not subject to drift as
are setpoints in analog systems. The licensee noted that they intended to revise the PPS testing and
calibration procedures to accommodate technical specification requirements that PPS channels must be
periodically tested during facility operation and calibrated from sensor to final actuation device during
facility outages.

The PPS digital protective channels are divided into the following three portions:

22. The portion of the channel unique to each sensor input, which would include the sensor and input
circuitry.

23. The digital portion of the channel which is common to multiple protective action signals.
24. The output of actuation signals to the solid-state protection system.

Consideration of the overall channel in this manner allows for a number of considerations regarding
failures and testing methods. The failure of a sensor causes an entire channel within a protection set to be
out of service.

Another type of failure to consider is the failure of the digital portion of the channel. For the DCPP
PPS Tricon subsystem, input consolidation and signal processing is performed by a set of three safety
function processors for each protection set. The failure of all signal processors in a protection set affects
all of the Tricon safety functions being processed within that protection set. If a hardware or software
failure causes the Tricon portion of the overall protection set to stop functioning, then one redundancy is
lost for every Tricon protective function provided by this protection set.

Several activities are performed to verify proper and accurate functionality of individual input
portions of each protection set. These are channel calibration, channel operational tests, channel
functional tests, and channel checks. The requirement to calibrate the sensors is not being revised because
the PPS sensors are not being changed as a part of this modification. The channel functional test to verify
channel operability was also not being changed so the replacement PPS would be functionally tested in
the same manner in which the existing Eagle 21 system is currently being tested.

The NRC guidance on self-test and surveillance test provisions is contained in SRP, Chapter 7,
BTP 7-17, “Guidance on Self-Test and Surveillance Test Provisions” These guidelines are based on
reviews of applicant/licensee submittals and vendor topical submittals describing self-test and
surveillance test assumptions, terminology, methodology, and experience gained from NRC inspections
of operating plants.

Continuous self-monitoring and on-line diagnostics (which are implemented as a continuous test
process in each Tricon processor and input/output module) provide a means of detecting hardware and
software faults. Tricon system module self-diagnostic features are designed to detect single failures within
the associated modules. The cyclic self-monitoring task checks the functions of the Tricon processors and
the connected components during operation while retaining the capability to accomplish its safety
functions.

In the safety evaluation for the Triconex Approved Topical Report, the NRC staff determined that the
Tricon V10 meets the criteria of RG 1.22, “Periodic Testing of Protection System Actuation Functions,”
1972, RG 1.118, “Periodic Testing of Electric Power and Protection Systems,” Revision 3, April 1995,
and IEEE STD-338-1987, “Standard Criteria for the Periodic Surveillance Testing of Nuclear Power
Generating Station Safety Systems.”
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The NRC staff determined that the DCPP PPS is designed for in-service testability commensurate
with the safety functions to be performed through all modes of plant operation. The staff also determined
that the positive aspects of the PPS self-test features are not compromised by the additional complexity
that has been added to the safety system. The revised PPS hardware and software design will continue to
support required periodic testing of the system. The Failure Modes and Effects Analyses performed for
the PPS, as evaluated in the NRC Safety Evaluation, adequately identifies the means of detecting assumed
failure modes within the PPS.

The NRC staff determined that the revised technical specification definition of “Channel Operability
Test (COT),” satisfies 10 CFR 50.36(c)(3) because this definition assures that the necessary quality of
systems and components is maintained, that the facility will be operated within safety limits, and that the
limiting conditions for operation will be met. Furthermore, the NRC staff determined that the self-test
features of the revised PPS satisfy the criteria of BTP 7-17. Based on the above, the NRC staff concluded
that the proposed revision to the definition of Channel Operability Test is acceptable.
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Appendix J

Rolls Royce Spinline 3

The Spinline 3 testing plan describes the changes to the periodic testing caused by Loviisa
ELSA project. The update of the plan handles all the automation after the three phases of automation
implementation concerning the functions in safety classes 2, 3 and NNS/STUK.

J-1. VENDOR RELIABILITY AND LAR BASED METHODS

The SPINLINE 3 Licensing Topical Report (LTR) presents design, performance, and qualification
information for the SPINLINE 3 digital safety I&C platform developed by Rolls Royce. SPINLINE 3 is a
digital safety 1&C platform designed specifically to implement safety I&C functions. SPINLINE 3 builds
on the digital safety I&C systems developed by Rolls-Royce for the Electricité de France (EdF) P4 and
N4 pressurized water reactor (PWR) fleet. It should be noted that the SPINELINE 3 digital platform has
provisions for automatic testing in lieu of manual testing to satisfy required surveillance interval testing.
Below are SPINLINE 3 design details to support this automatic testing and descriptions of the varied
automatic testing features

J-2. APPROACH FOR THE FMECA

Each board level FMECA includes the following information on the device being analyzed:
e General description

e External functional analysis that identifies the device boundaries and the external systems that interact
with the device

e Functional block diagram of the device
e Description of the function blocks

e The FMECA is used to identify the effects of the failure modes of each function block in the device
and define the potential malfunctions of the device. For each board/device-level malfunction, the
FMECA assesses the ability to detect the malfunction

e For each board/device, the FMECA results are presented in table format following the format and
content guidance in IEC 60812.

The FMECA is used to identify the effects of the failure modes of each function block in the device
and define the potential malfunctions of the device. For each board/device-level malfunction, the FMECA
assesses the ability to detect the malfunction. For each board/device, the FMECA results are presented in
table format following the format and content guidance in IEC 60812, However, the results of the board
level FMECAs are documented in proprietary documents and, therefore, not available.

J-3. RELIABILITY

Three different reliability base methods were used for Spinline 3 as follows:

e For all SPINLINE 3 modules that are installed in a rack, the analyses have been recently updated and
are based on IEC 62380, “Reliability Data Handbook, Universal Model for Reliability Prediction of
Electronics Components, PCBs and Equipment,” instead of MIL-HDBK 217F, which is
recommended in [EEE Standard 352-1987. The reason for the IEC application was that IEC 62380
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provides optimized more current data for modern electronic hardware than that provided by MIL-
HDBK 217F.

e For all SPINLINE 3 modules (MV16 and the output relay terminal block) that are installed in the
cabinet but outside of the rack, the analyses reverted to MIL-HDBK 217F.

e For modules from manufacturers other than RR, the analyses are based on MIL-HDBK 217F. These
items are all installed in the cabinet but outside of the rack.

The diagnostics and self-test capabilities comply with the guidance of EPRI TR-107330 overall. It
should be noted that it is the Rolls Royce position that surveillance and periodic testing are both
necessary, in addition to the diagnostics and self-test capabilities of the SPINLINE 3 platform, to detect
all failures.

J-4. ATUs

According to the SPINLINE 3 self-diagnostic test analysis, no periodic tests need be performed for
the actuation interface boards.

The operator connects the ATU to the Operator Panel and starts automatic periodic testing. The ATU
injects signals to the system and then receive the output signal from the tested unit, so it can identify
hardware malfunctions. Upon test completion, the ATU switches test inputs back to the normal inputs
from the process. The channel in test will be inhibited by the operator prior to the start of the periodic test.

J-5. MONITORING AND MAINTENANCE UNIT

The Monitoring and Maintenance Unit (MMU) hardware is a non-safety personal (PC)-type
computer, equipped with interfaces and screen and keyboard for a non-safety man-machine interface. As
designed, it is permanently connected to SPINLINE 3. To meet regulations, the non-safety MMUs are
connected to safety systems using qualified one-way networks. The Topical Report briefly describes how
one-way communication can be implemented through the PCI NERVIA+ board. The NRC staff did not
evaluate the PCI NERVIA+ board.

The purpose for the MMU is to process the self-diagnostics test results, success or failures, either
from an 1&C unit or using the communication network. This is accomplished by comparing test results to
support the self-diagnostics process and to process the surveillance functions including the comparison
between redundant sensors and computational devices such that a wrong operation can be detected, or a
wrong parameter is located within a unit. These tests are received from all units such that the maintenance
operator will be able to review this test result information to locate such things as failed or failing boards.
In addition, maintenance operators can use the results from the MMU for corrective and preventive
maintenance.

In each I&C cabinet, the data are read by the MMU via network links and could be read by hardwired
outputs/inputs. The design of the SPINLINE 3 has the network data of the Channel 1 duplicated on two
data diodes going to the processing unit of both test units. The same principle is applied to the Channel 2
network. The hardwired data (whether it is acquired as digital or analog) are acquired by a HW input
module within the monitoring system cabinet and distributed to both processing units via network links.
This data is read cyclically every 100ms.

Each monitoring system processing unit has full visibility on the network and hardwired data from
both 1&C channels. Data are processed the same exact way by both monitoring units. At the plant bus
level, the processing units deliver the data to MCS and to Supervisory Control and Data Acquisition
servers. In normal condition the data comes from processing unit 1. In case of a faulty component or
communication failure, the system automatically switches to processing unit 2 to maintain the data flow.
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The monitoring unit reads live data coming from the sensor and within and from 1&C systems
themselves. The monitoring unit cross-checks this data and any anomaly or fault is stored and reported.
Warnings and alarms are given in real-time to the operator via the man-machine-interface. Every signal
change is recorded and saved in a long-term history.

The monitoring unit provides automatic plant status surveillance and drastically simplifies and
reduces the need for periodic testing. Sensors measures, and actuator states are compared and
cross-checked to detect drifts or state discrepancies. Data are cross-checked between redundant channels
inside one system, and between the different I&C systems. The information computed by I&C systems
and the state of the cabinets are traced in an event log book and saved in a history database. The drift and
discrepancies views present the detail of the signal crosschecking with history trends.

J-6. TESTING STRATEGY

A concern is that the principles and the methodology used to perform tests must be adequate to verify
the capability of safety systems to perform their functions in accordance with the design and safety
requirements.

The main objective of the testing strategy is to ensure, by means of failure detection, that the
performance requirements defined in the design basis for automatic actuation and manual control are met.
The testing strategy includes the verification of the main parameters, which are accuracy, calibration,
setpoint value, and response time. Testability involves all the features implemented to detect all failures
that can render the equipment incapable of performing its function.

The testing strategy is based on a combination of the following:
e Seclf-diagnostic tests that run as part of each cycle,
e Surveillance functions that are performed by the MMU during plant operation, and
e Periodic tests that are performed during refueling outages.

A combination of tests is required to reduce the time when the unit is out of operation during the
periodic tests. The strategy for testing arises from considerations associated with the safety objectives of
optimizing failure detection, avoidance of spurious trips and/or actuations, reducing maintenance cost and
optimizing the testing period and duration.

Based on a typical engineered safety feature with the NERVIA architecture implemented, a single,
complete test of one division may not be possible. In such case, a series of overlapping tests will be
performed which will result in acceptable demonstration of the operation of the system.

Periodic Testing
The periodic tests are applied to each safety unit by using an ATU and are performed in one division
at a time. They are initiated manually, and then performed automatically.
The periodic testing concept is based on the following considerations:

e The periodic tests require manual intervention on the equipment. It is desirable to limit the number of
periodic tests and their duration.

e The periodic tests are dedicated to detecting the possible residual faults not detected by
self-diagnostic tests.

e The periods between tests are defined after a dependability analysis that considers the efficiency of
self-diagnostic tests and surveillance functions. These periods may be different for each system.
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Prior to performance of the periodic tests on a unit, the unit shall be placed in a bypass mode by the
maintenance operator, to avoid any spurious actuation during the periodic test. The bypassed status is
signaled to the operator in Control Room.

The bypassed status of a unit is considered by other units as appropriate.

The periodic tests are performed with ATUs, manually plugged on the system to be tested and
manually started. This is described in Section 4.6. 10 of the LTR.

The ATU produces a printed report.

The ATU is equipped with signal generators, signal generating boards to simulate analog and discrete
inputs, and network interfaces to simulate the data coming from the networks.

After the periodic test, the correct operation of the tested unit is verified.

The periodic tests are performed in steps, with overlap between each step such that non-test gaps

cannot exist. This testing completely verifies all the hardware paths used by safety functions for both
signals and actuations. The periodic tests are applied to each safety unit by using the ATU. The initiation
is manually by maintenance personnel, and then, once initiated performed automatically.

25.

26.

The periodic tests have two main objectives:

To demonstrate that the equipment can operate correctly when needed. Therefore, periodic tests
ensure that inputs and outputs are active and that each assembly can produce the right actuation
control when required. The time between periodic tests is validated by the dependability assessment.

To detect hardware latent faults in safety classified units, which are not detectable by self-diagnostic
tests and by the self-supervision functions provided by the MMU. Generally, inputs and outputs of
these units are usually in the same state. During periodic tests, inputs are changed to cause expected
changes in the output and thus to verify the capability of the system to operate.

For a redundant architecture, periodic testing itself induces a risk for abnormal operation, due to the

operation of the tested unit. Some features are fundamental for periodic test purposes considering the
design bases of the architecture:

The architecture is based on redundancy with three or four independent divisions.

During the periodic test of a unit, the tested unit is bypassed, and the bypassed status is reported as
required by plant-specific TSs.

The periodic test of a unit is possible during operation of the plant.
One unit is tested at a time, based on requirements in administrative procedures.
For testability, the adequate interface devices are typically provided in the front of the cabinet:

Plug-in sockets are provided for connecting the ATU and in some case switches are also provided to
set the unit into test position.

Alarming functions related to the testing of equipment are implemented directly on the chassis or on
the cabinets. The opening of the cabinet doors is alarmed, to inform operators of possible changes in
the safety systems status. The position of the test switches is alarmed, to inform operators of testing in
progress on safety systems.

A connecting socket is available in front of each CPU board to give the operator the possibility to
read or modify internal parameters by using the Local Display Unit. This feature is mainly used
during validation tests and periodic verification of the internal parameter settings.

Correct operation of the safety system supposes a correct connection of all wiring to sensors,

actuators, power supplies, manual controls, as well as network links. Some of these connections are
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directly self-tested, for instance when a signal is delivered (sensor or power supply). Verifying the signal
itself is enough to test the connection. The network links are permanently self-tested through exchange of
messages. Some connections to actuators are permanently verified, using a short pulse test. For example,
the wiring to safety actuators can be tested up to the coil of the relay which controls the actuator. This is
valid only if only one coil is connected. Connections which cannot be permanently tested are verified
during periodic tests.

Self-Diagnostic Tests

The SPINLINE 3 digital platform has the capability to perform self-diagnostic tests which can detect
failures of components early to prevent possible spurious operation or failure of the safety system. For
this testing to be successful it requires the digital platform to perform permanent and automated
surveillance functions performed. Both hardware and software are subject to the self-diagnostic tests
implemented. The hardware self-diagnostic tests are permanent monitoring functions and are based on
standard analog/hardware techniques. The software self-diagnostic tests are used to verify the correct
operation of hardware components, including memories and processors. The software self-diagnostic tests
are automatically performed at each cycle by each safety classified unit. These self-diagnostic tests
evaluate the CPU board, microprocessor-based stations, and communication networks.

The self-diagnostic testing concept is based on the following considerations:

e The self-diagnostic tests and self-supervision functions cover a wide range of potential failures. These
tests support lengthening the interval between periodic tests.

e Tests and surveillance functions are considered at the very beginning of the design, from the level of
the module up to the level of the whole system.

e Self-diagnostic tests and self-supervision functions are implemented for early fault detection.
e The self-diagnostic tests and self-supervision functions are defined and refined after a safety analysis.

e When a fault is detected by self-diagnostic test, the output of the affected function is automatically set
in a safe position.

e The results of self-diagnostic tests are permanently processed by a diagnostic system to help operators
to identify the faulty module. The time to restore functional operation is thus minimized.

However, some self-diagnostic tests, called slow self-diagnostic tests, are executed across several
cycles. This is because the testing sequence needs a specific time to be completed. The time allotted to
detect these failures across cycles is used in the safety analysis.

The surveillance functions provide the following indications to the operators:
27. Failures of safety equipment not detected by self-diagnostic tests.

28. Discrepancies between same parameters within and between divisions.

Surveillance Functions

The surveillance functions provide the following indications to the operators:
29. Some failures of safety equipment not detected by self-diagnostic tests.

30. Discrepancies between functional parameters within and between divisions, which can result from a
failure.
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Software Testing

Software contributes to testability through the following:
31. Self-diagnostic tests with failure detection performed by the OSS.

32. The results of self-tests are processed by the MMU to help maintenance operators identify the faulty
module.

33. Automated tests performed by the ATU during periodic tests.

The SPINLINE 3 digital technology gives a considerable advantage for the surveillance of the correct
system operation. One of the major features of digital systems is cyclic self-tests for functional
verification.

RR calculated the reliability values for the boards and devices within the SPINELINE 3 digital
platform. The objectives of these calculations were to provide FMECA and reliability data for the
SPINLINE 3 hardware boards/devices.
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Appendix K

Ultra — NuScale Highly Integrated Protection System
(HIPS) Platform

This section provides an overview of the Ultra FPGA platform, selected by NuScale for their Small
Modular Reactor (SMR) safety system 1&C design with more details to those provided in Section 3.2.6.

K-1. HIPS ARCHITECTURE

The HIPS platform is a logic-based platform that does not use software or microprocessors for
operation. It is composed of logic implemented using discrete components and FPGA technology.

Unlike microprocessor-based computer systems, FPGA technology does not rely on an operating
system, software drivers for peripheral devices, or an executable software program. However, the MWS
contains software maintenance tools that are used to retrieve/confirm the configuration of the installed
equipment. In addition, the MWS contains software maintenance tools that are used to update setpoints
and tunable parameters in the nonvolatile memory when the safety function module is out of service
(O0S) (i.e., the OOS switch is activated).

The HIPS chassis is an industry standard 48.26 centimeters (cm) (19 inches (in.)) wide
cabinet-mountable card frame. The HIPS chassis is 26.67 cm (10.5 in.) tall and 40.01 cm (15.75 n.) deep.
The individual HIPS modules slide in from the front, and all permanent cabling and connectors are made
on the HIPS back panel. Figure R.1 shows a populated HIPS chassis with the trip/bypass plate.

Figure K-1. Populated HIPS chassis with the trip/bypass plate.
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K-2. HIPS CALIBRATION, TESTING AND SELF-DIAGNOSTICS
CAPABILITIES

The HIPS platform incorporates self-testing of the individual modules that is designed to
continuously verify the operation of the board. These tests are performed in the background continuously.
If any of these tests fail, the module transitions to the fault mode, which cannot be cleared without manual
interaction.

These detected failures would not affect a safety function due to the required redundancy in
safety-related 1&C systems.

The MWS can be used to retrieve identification information from the NVMs. For modules using an
SRAM-based FPGA, file identification and CRC information can be retrieved for both the setpoint and
tunable parameter file, and the FPGA configuration file. For modules using an OTP or flash-based FPGA,
file identification and CRC information can be retrieved for the setpoint and tunable parameters file. The
MWS can also be used to retrieve build version identification information from the FPGAs.

All HIPS modules include two LEDs that are used to determine the state of the module latches, the
operational state of the module, and the presence of any faults. Table K-1 shows the LED indications and
function that each status represents.

Table K-1. HIPS Module LEDs.

LED Name Indication type Green Red Off
ACTIVE Board power Board powered Board powered One [Board is OFF
indicator Latches closed latch open Both latches open

Solid — module not

in FAULT
FAULT HIPS module fault 0 EA  Module in FAULT Module in FAULT
indicator Flashing — non-vital

fault
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The classification of HIPS faults and how the two LEDs for status indication indicate each type of
fault are shown in Table K-2.

Table K-2. HIPS Platform Fault Classification.

Class of Failure Description Active LED Fault LED

Fatal faults refer to a severe type of fault that
compromises the control function of the HIPS
module. The most obvious fatal fault is the
Fatal complete loss of input power to the HIPS Off Off
chassis. The result is a loss of all HIPS module

functionality and status indication.

Vital faults refer to the class of errors that
compromise the HIPS module and cause it to
Vital become inoperable for the performance of one |Green Red
or more safety functions. The occurrence of a
vital fault requires immediate maintenance.

Non-vital faults refer to the class of errors that
do not affect the overall HIPS module
performance or integrity. Following one or
more non-vital faults, the HIPS module is still
operable and its integrity has not been Green Green
compromised. Maintenance is required and is (flashing)
performed by the station in accordance with the
work management system. For example, the
loss of one redundant power source is regarded
as a non-vital failure.

Non-vital

In the NRC review documented in IEEE STD-603-1991, Clause 5.7, “Capability for Test and
Calibration,” states that the safety system shall have the capability for testing and calibration while
retaining the capability to accomplish its safety functions. It further states this capability shall be provided
during power operation and shall duplicate, as closely as practicable, performance of the safety function.

Exceptions to testing and calibration during power operation are allowed where this capability cannot
be provided without adversely affecting the safety or operability of the generating station. Appropriate
justification must be provided, acceptable reliability of equipment operation must be demonstrated, and
the capability shall be provided while the generating station is shut down. DSRS Section 7.2.15,
“Capability for Test and Calibration,” provides acceptance criteria for IEEE STD-603-1991, Clause 5.7.

Section 8, “Calibration, Testing, and Diagnostics,” of the NuScale TR describes the diagnostics and
maintenance features provided by the HIPS platform and directly addresses IEEE STD-603-1991,
Clause 5.7. These features include the use of BIST, CRC checks, periodic surveillance testing, and other
tests in each type of module, as appropriate, to verify normal operation.

In-chassis calibration of the defined setpoints and tunable parameters can be performed for the SFM.
Other modules are only capable of maintenance changes when taken out of the chassis. The calibration
uses the MWS as the primary interface. The CMs do not require calibration. There are no setpoints and
tunable parameters in the CM that need monitoring.

Calibration of the SFM involves the temperature and analog input submodules. The discrete input
submodule does not require calibration. In NRC RAI 3, Question 07.01 Draft DSRS-8, the staff asked the
applicant to give detailed information on the automatic calibration tests for the input submodules, to
provide detection of operability and correction for drift, and to explain how those tests comply with
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Clause 5.7 of IEEE STD-603-1991. In its response to RAI 3, Question-07.01 Draft DSRS-8, dated
August 19, 2016, the applicant described the self-test and calibration tests for the SFM input submodules.
It is acknowledged that tests of components not part of the platform itself would have to be covered by
manual tests. Therefore, the staff agrees that these self-test and calibration tests can provide detection of
operability and correction for drift. Based on its review of the applicant’s response to RAI 3,

Question 07.01 Draft DSRS-8, the staff found the applicant’s response acceptable. The staff also
reviewed the markup of TR Section 8.2.1.1, “Input Sub-Module,” provided with the response and found it
acceptable. The applicant subsequently incorporated the proposed changes into Revision 1 of the TR and
the NRC closed RAI 3, Question 07.01.

K-3. NUSCALE HIPS RELIABILITY ANALYSIS

The determination of the reliability of a digital safety system is an application-specific activity that
requires an assessment of a full system design, its application and system software, and the software
life-cycle processes. The TR does not address a specific application, establish a definitive safety system
design, nor identify any plant I&C architectures; the evaluation against this requirement is limited to
considering the reliability characteristics of the digital platform and the quality of its system software. In
addition, the TR cannot fully address Clause 5.15 of IEEE STD-7-4.3.2-2003, because the IEEE STD-
603 reliability goals are application-specific.

As aresult, the NRC SE, does not address the evaluation against the requirement of Clause 5.15 of
IEEE STD-603-1991. ASAI-37 is necessary to establish full compliance with this regulatory requirement.

K-4. NUSCALE HIPS FMEA

The TR states that application-specific system-level requirements are necessary to define a safe state
and the conditions required to enter a fail-safe state. The TR also requires an applicant or licensee
referencing this SE to identify system-level failure modes, methods of detection, and system responses
and document these characteristics in an application-specific FMEA. Therefore, the determination of
system integrity is an application-specific activity that requires an assessment of a full system design. A
platform-level assessment can only address those characteristics that can support fulfillment by a system
design based on the HIPS platform. Since the TR does not address a specific application or establish a
definitive safety system design, the evaluation against this requirement is limited to considering the
integrity demonstrated by the platform and its features to ensure that a safe state can be achieved in the
presence of failures. As a result, while the evaluation indicates the suitability of the platform to contribute
to satisfying this requirement, an application-specific evaluation is necessary to establish full compliance
with Clause 5.5 of IEEE STD-603-1991 with an NRC Safety Evaluation. This is ASAI-18.

The HIPS platform describes the capabilities of equipment fail-safe behavior in response to detectable
failures. Section 3.5 of the NRC SER discusses the staff evaluation of these capabilities. These platform-
level capabilities contribute to meeting Clause 5.5 of IEEE STD-603-1991 by providing the means to
ensure that a safe state can be achieved in the presence of failure.

The redundancy provided by the HIPS platform provides fail-safe behavior in response to detectable
failures, and alarms the condition through status information that is displayedlocally (i.e., HIPS module
LEDs) and can be transmitted for display. The staff determined that the redundancy features of the HIPS
platform provide fault tolerance and allow a safe state to be maintained through continued operation (see
Section 3.3 of the NRC SER). The diagnostics and self-test capabilities of the HIPS platform, discussed in
Section 3.1.9 of the NRC SER, provide an acceptable means for placing the system in a safe state and
alarming the failure condition for those failures detected by diagnostics.

The provision of surveillance testing and operator monitoring of failures that are not automatically
detected by diagnostics or a self-test depends on an application-specific system design, which can include
application-level diagnostics and status indications to operators. An application-specific FMEA is needed
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to identify specific surveillance provisions to detect system failures for which automatic detection through
diagnostics and self-tests are not provided. ASAI-12 establishes full compliance with this regulatory
requirement.

Based on the review items discussed above, the HIPS platform features and characteristics support an
NRC staff determination that the HIPS platform is suitable to satisfy Clause 5.5 of IEEE STD-603-1991.
ASAI-12, ASAI-18, and ASAI-19 are necessary to establish full compliance with this regulatory
requirement.

K-5. NUSCALE HIPS SURVEILLANCE INTERVAL EXTENSION

The HIPS platform testing and calibration features can be integrated in the typical set of technical
specification surveillance requirements.

The MIB can be used to transmit channel input data to other plant equipment (e.g., indictors or plant
computers) for performance of manual or automated channel checks.

The HIPS platform self-testing features can take the place of technical specification surveillance
requirements (e.g., channel functional tests) that are performed during power operation to verify setpoints
and protection systems actuation capability. The MWS can also be used to retrieve identification
information from the NVMs and FPGAs to verify that the electronic designs and setpoints are the correct
versions. The associated CRC checks verify the files have not been corrupted.

Periodic surveillance testing of the equipment interface module APL would need to be integrated with
other actuation logic tests.

The self-testing features of the EIM supplement the typical channel operational tests.

The self-testing features of the SFM analog and temperature input sub-modules supplement the
typical channel calibration surveillance requirement by continuously testing performing calibration
checks. The channel calibration surveillance requirement of the entire instrument loops would be
supported by the MWS interface.

In NRC RALI 3, Question 07.01 Draft DSRS-6, Item (¢), the NRC staff asked the applicant to describe
the influence that self-tests and other surveillance tests have on the safety function and describe any
mechanisms that support the conclusions. In its response to NRC RAI 3, Question 07.01 Draft DSRS-6,
Item (e), dated August 19, 2016, the applicant stated that surveillance testing of a system using the HIPS
platform is performed with the system inoperable, OOS, or not required, as specified in plant technical
specifications. The staff agrees with the applicant in that these controls and the self-testing feature of the
SFM provide reasonable assurance that the surveillance tests have no adverse impact on the safe
operation of the plant and ensure that the HIPS platform equipment is performing correctly before the
system is declared operable and put in service. The applicant also described the use of the MWS to
support surveillance testing. The MWS support OLM using the MIB-CM through one-way isolated
communication ports over point-to-point fiber-optic cables, to make the operational status of the HIPS
platform-based system, including diagnostic results, available to plant personnel. The MIB logic function
also obtains trip determination information, status information, and diagnostic information from each of
the three redundant core logic functions. In addition, the HIPS platform provides a communication path
from the MWS to the SFMs through the CTB to allow for calibration and parameter updates to each
safety function.

In NRC RAI 3, Question 07.01 Draft DSRS-6, Item (f), the NRC staff asked the applicant to discuss
the coverage capabilities of the self-testing features. In its response to RAI 3, Question 07.01 Draft
DSRS-6, Item (f), dated August 19, 2016, the applicant described the SFM input submodule and EIM
self-testing features. In its response, the applicant also described other self-testing features of the HIPS
modules to detect failures and faults related to the communication buses and FPGA-related portions of the
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independent divisions of a system. For the APL, the applicant stated that individual transistors and logic
gates are designed to be tested for functionality by periodic surveillance tests. The individual self-tests on
the different components of the HIPS platform ensure that the entire platform is functioning correctly.
The applicant also stated that the MIB can be used to transmit channel input data to other plant equipment
(e.g., indicators or plant computers) to allow for the performance of manual or automated channel checks.
The NRC staff agreed with the applicant’s position that these self-testing features could take the place of
TS surveillance requirements (e.g., channel functional tests) that are performed during power operation to
verify setpoints and the PS actuation capability.

In NRC RAI 3, Question 07.01 Draft DSRS-6, Item (c), the NRC staff asked the applicant to discuss
the surveillance periodic testing of the actuation and priority logic. In its response to RAI 3,
Question 07.01 Draft DSRS-6, Item (c), dated August 19, 2016, the applicant stated that the individual
transistors and logic gates in the EIM APL are simple discrete components that are designed to be tested
for functionality by periodic surveillance tests. In addition, the applicant stated that the test method and
test frequency are application-specific items. The individual transistors and logic gates in the EIM APL
are simple enough to be tested for functionality by periodic surveillance tests. In addition, these
surveillance tests have no adverse impact on the safe operation of the plant and ensure that the HIPS
platform equipment is performing correctly before the system is declared operable and put in service.

In NRC RAI 3, Question 07.01 Draft DSRS-6, Item (d), the NRC staff asked the applicant to
describe which failures have been identified through analysis but cannot be detected through equipment
or diagnostics and to explain how those undetectable failures are addressed. In its response to RAI 3,
Question 07.01 Draft DSRS-6, Item (d), dated August 19, 2016, the applicant described the use of BIST,
CRC checks, periodic surveillance testing, and other tests in each type of module to verify normal
operation. The applicant further stated that it is expected that a system using the HIPS platform will have
additional surveillance tests performed for the entire circuit (i.e., from sensor to actuated component) to
check channel calibration, logic actuation, and response times. These tests would demonstrate the
functional performance of analog portions of the circuit not tested by the HIPS self-testing features and
would be proposed by an applicant or licensee referencing this SE.

All HIPS modules include two LEDs that are used to determine the state of the module latches, the
operational state of the module, and the presence of any faults. The HIPS platform self-testing features
and the associated front panel LEDs allow for the timely identification of certain malfunctions within the
HIPS equipment.

The NRC staff reviewed the diagnostics and self-test capabilities for the HIPS platform and finds
them to be suitable for a digital system used in safety-related applications in NPPs. The diagnostics
capabilities are found to be adequate to provide the detection capabilities for a representative system
configuration based on the HIPS platform. In addition, the staff determined that the self-testing features of
the HIPS modules do not affect the ability of any module to perform its safety function. Nevertheless,
successful demonstration of all applicable ASAIs identified in Section 4.0, together with the successful
evaluation of the other fundamental design principles, such as independence (see Section 3.2),
redundancy (see Section 3.3), diversity (see Section 3.4), and predictability and repeatability (see
Section 3.5), provide an adequate description of how the diagnostics and self-test capabilities could be
achieved for an application referencing the Safety Evaluation.

160
Appendix K



Appendix L

RADIY FPGA Platform

161
Appendix L



Appendix L

RADIY FPGA Platform

This section provides an overview of the engineering and licensing of the RADIY FPGA platform,
currently under review by the NRC as additional information to Section 3.2.7 of this report.

L-1. RADICS DESCRIPTION AND ARCHITECTURE

The RadICS Platform is a state-of-the-art digital control system platform specifically designed for
safety-related control and protection systems in NPP applications. The RadICS Platform features a
modular and distributed FPGA-based architecture. The RadlCS Platform components are functionally
similar to legacy analog measurement and trip modules; however, the RadlCS equipment takes advantage
of the benefits of digital technology. The FPGA-based architecture supports effective implementation of
key nuclear safety design principles: redundancy; independence; predictability and repeatability; and
diversity and defense-in-depth (D3). The FPGA-based architecture allows simple programmable logic
that avoids the unfavorable aspects of software-based systems.

RadICS is seeking NRC generic approval for use of the RadICS Platform in nuclear safety [&C
systems in any U.S. nuclear power plant. The RadlCS Platform was originally designed, qualified, and
manufactured to meet European nuclear safety and quality standards. In addition, RadlCS Platform has
been demonstrated to comply with the IEC 61508 SIL 3 certification requirements. RadICS is now
managed under a quality assurance (QA) program that complies with 10 CFR Part 50 Appendix B. The
purpose of the RadICS Topical Report is to demonstrate that the RadlCS Platform and the associated
quality and programmable logic life cycle process comply with NRC requirements.

Compliance is demonstrated via the following licensing approach:

e Dedicate the generic RadlCS Platform, which was not originally developed under a 10 CFR Part 50
Appendix B QA program, in accordance with the basic requirements for commercial dedication as
defined in 10 CFR Part 21. RadICS is employing the commercial dedication processes described in
EPRI Topical Report (TR) 106439 and TR-107330 and approved by the NRC.

e Qualify RadICS hardware to meet U.S. standards. The RadICS hardware will be qualified and
maintained under the RadlCS 10 CFR Part 50 Appendix B quality program. If new boards are
developed or existing boards modified for obsolescence or other reasons, the new or modified

hardware will be appropriately tested and/or analyzed to maintain equipment qualification to
U.S. standards.

e Develop project-specific programmable logic in accordance with software life cycle plans that are
compliant with NRC BTP 7-14.

e The RadICS toolset, which issued as design aids and not as. a replacement for V&V, are not
dedicated but continue to be subject to a configuration management program.

The RadICS Platform (see Figure L-1) consists mostly of a set of general -purpose building blocks
that can be configured and used to implement project-specific functions and systems. The RadICS
Platform is composed of various standardized modules, each based on the use of FPGA chips as
computational engines.
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The basic architecture of the RadICS Platform consists of an instrument chassis containing a logic
module, as well as up to 14 other I/0 and fiber-optic communication modules. Logic modules gather
input data from input modules, execute user-specific logic, and update the value driving the output
module s. They are also responsible for gathering diagnostic and general health information from all I[/O
modules. The I/O modules provide interfaces with field devices (e.g., sensors, transmitters, and actuators).
The functionality of each module is defined by the logic implemented in the FPGAC(s) that are part of the
above modules.

In addition to the above-described general purpose I/O modules, there is a fiber-optic communication
module that can be used to expand the 1&C system to multiple chassis. It is also possible to provide inter-
channel communications via fiber-optic based connections between logic modules.

F--- EEE N - I
 '® - e
v I
RN R

[5‘] % l:ﬁ:‘ﬁl % |

Figure L-1. RadICS Platform.

L-2. RADICS-BASED APPLICATIONS

FPGA-based platforms produced by RPC Radiy are used in the most critical and high-reliability
demanding NPP applications such as RTS, ESFAS, and RCS. The following sub-sections provide a
description of these systems to provide examples of how the RadlCS Platform can be used for specific
projects; however, no NRC approval is sought for any specific system architecture or design as part of the
RadICS Topical Report review.
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L-2.1 Reactor Trip System

RPC Radiy has developed RTSs that have been used to continuously monitor various process
variables and generates reactor shutdown signals in case these variables reach their setpoints. These
systems have been designed to transmit all the information necessary for surveillance and monitoring of
the plant (e.g., the status of command execution, plant conditions, and diagnostic data) to the control
room, and on customer’s request, to other safety and non-safety systems. The RadICS Platform
technology can be used for 3 or 4 redundant channel systems using 2-out-of-3 or 2-out-of-4 voting logic.

Systems designed with RadICS Platform technology can be designed to correct voting logic when
faults are detected, so that system availability is optimized without compromising safety. The RadICS
self-diagnostic subsystem includes troubleshooting assistance functions that can be used to support
maintenance work for easy localization of faults. In case of failure detection (i.e., failure in a RadICS
Module), a system designed with RadlCS Platform technology can put itself in the safe state by
generating a reactor shutdown signal and the corresponding annunciation signals. RadlCS Platform
technology has been used to design systems that included manual actuation of shutdown logic from the
Main Control Room or Remote Shutdown Station. The RadlCS Platform can be adapted to perform
equivalent functions in all the major reactor types.

L-3. RADICS FMEA AND RELIABILITY ANALYSIS

The objectives of the board/device-level predictive reliability and safety analyses are to provide
generic Failure Mode Effect and Diagnostic Analysis (FMEDA) and reliability data for the RadICS
hardware boards/devices. These generic results are intended to be used as input data to support a system-
level FMEA and reliability analysis for an NPP-specific RadICS Platform system.

L-3.1 Approach for the FMEDA

An FMEA is a systematic way to identify and evaluate the effects of different component failure
modes, to determine what could eliminate or reduce the chance of failure, and to document the system in
consideration. A FMEDA is an FMEA extension. It combines standard FMEA techniques with the
extension to identify automatic diagnostic techniques and the failure modes relevant to safety
instrumented system design. It is a technique recommended to generate failure rates for each important
category (safe detected, safe undetected, dangerous detected, dangerous undetected, fail high, fail low,
etc.) in the safety models. The format for the FMEDA is an extension of the standard FMEA format from
MIL-STD 1629A. The FMEDAs are consistent the FMEA guidance of IEEE STD-352-1987, Sections
4.1,4.4,and 4.5.

The failure rate data used for the FMEDASs are from the Electrical and Mechanical Component
Reliability Handbook, which was derived using over ten billion-unit operational hours of field failure data
from multiple sources and failure data from various databases. The rates were chosen in a way that is
appropriate for safety integrity level verification calculations. It is expected that the actual number of field
failures due to random events will be less than the number predicted by these failure rates. For hardware
assessment according to IEC 61508, only random equipment failures are of interest.

It is assumed that the equipment has been properly selected for the application and is adequately
commissioned such that early life failures (infant mortality) may be excluded from the analysis. The
methods used to estimate the reliability of RadlCS Modules that are installed in a rack are based on the
Electrical and Mechanical Component Reliability Handbook instead of MIL-HDBK 217F, which is
recommended in IEEE STD-352-1987. The Electrical and Mechanical Component Reliability Handbook
provides more current data for modern electronic hardware than MIL-HDBK 217F.
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The FMEDA for each RadICS Module considered the different groups of components that affected

module functionality. The following groupings were evaluated:

Common - The portion of the RadlCS Module that is always used.

Input - The portion of the RadlCS Module used by one on-board input channel {designated DI and
Al, respectively, for discrete and analog channels).

Output - The portion of the RadlCS Module used by one on-board output channel (designated DO and
AOQ, respectively, for discrete and analog channels).

LVDS - The portion of the LM providing communication to one 1/0 Module.

The following definitions for the failure of the device were considered to judge the failure behavior of

the RadICS Modules.

Fail-Safe State - State where all discrete outputs are de-energized.

Fail-Safe - Failure that causes the device to go to the defined fail-safe state without a demand from
the process (abbreviation: S).

Fail-Safe-Detected - Failure that is detected by automatic self-diagnostics, which causes the output
signal to go to the predefined fail-safe state (i.e., AOMs and/or DOMs de-energized) (abbreviation:
SD).

Fail-Safe Undetected - Failure that is safe and that is not diagnosed by automatic self-diagnostics
(abbreviation: SU).

Fail Dangerous - Failure that does not respond to a demand from the process (i.e., being unable to go
to the defined fail-safe state).

Analog Input - Failure that deviates the measured input value by more than 2% of span and leaves the
value within active scale.

Fail Dangerous Detected - Failure that is dangerous but is detected by automatic diagnostics
(abbreviation: DD).

Fail Dangerous Undetected — Failure that is dangerous and that is not being diagnosed by automatic
diagnostics (abbreviation: DU).

Annunciation Detected — Failure that does not directly impact safety but does impact the ability to
detect a future fault (e.g., a fault in a diagnostic circuit) and that is detected by internal diagnostics. A
Fail Annunciation Detected failure leads to a false diagnostic alarm. This condition leads to
maintenance, and if the safety channel is not shut down (put into the safe state) during this
maintenance, the time must be accounted for in any system level reliability calculation (abbreviation:
AD).

Annunciation Undetected — Failure that does not directly impact safety but does impact the ability to
detect a future fault (e.g., a fault in a diagnostic circuit) and that is not detected by internal
diagnostics. AU failures are treated as no effect failures for Safe Failure Fraction calculation
(abbreviation: AU).

After Surveillance Test — Failure that is dangerous and that is not being diagnosed by either automatic
diagnostics or the periodic surveillance test (abbreviation: DUPT).

The failure categories listed above expand on the categories listed in IEC 61508:2010

(Reference 116), which are only safe and dangerous, both detected and undetected. Under IEC 61508,
Edition 2010, the no effect failures cannot contribute to the failure rate of the safety function.
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L-4. RADICS DIAGNOSTICS AND SURVEILLANCE INTERVAL

The RadICS Platform has extensive self-diagnostic testing features. These tests can be supplemented
with application-specific engineered test features and engineered end-point equipment actuation tests that
are performed as a series of overlapping tests to satisfy the requirements of IEEE 603-1991.

The self-diagnostic testing is performed continuously during operation of the RadICS Platform. Most
other surveillance tests can be engineered to be semi-automated (i.e., features design to assist
maintenance or operators in the task) for completion during power operation. The high reliability of the
RadICS Platform allows for the remaining tests to be performed during refueling outages rather than
during plant operation. These features increase the amount of diagnostic testing performed during
operation, simplifying maintenance activities, and minimizing the potential for plant transients caused by
maintenance or testing errors.

L-4.1 Continuous Self-Diagnostic Tests

The RadICS Platform self-diagnostic and test features continuously perform the surveillance activities
that are required during power operation to verify setpoints and the protection system trip actuation
capability. The RadICS Platform self-testing features are an integral part of each Module design. The
self-testing features of the FPGA Unit, EEPROM Unit, Input Units, Output Units, and PSWD Unit, are
most relevant to verifying channel operability and setpoint integrity.

L-4.2 Communication Monitoring and Diagnostics

Communication Monitoring and Diagnostics are a subset of the overall module self-diagnostic and
test features. Much like the continuous self-testing of the ED trip functions, communications within
channels and between channels are continuously monitored during operation to detect incorrect behavior
and unsafe conditions. The communication monitoring and diagnostics features are also relevant to
verifying channel operability.

L-4.3 Actuation Logic Test

Actuation Logic Test required by plant TSs is the application of various simulated or actual input
combinations in conjunction with each possible interlock logic state required for operability of a logic
circuit and the verification of the required logic output. The Actuation Logic Test, includes a check of
output devices.

The automated tests can be engineered to be overlapping to the extent required by plant surveillance
requirements, required surveillance times, and impact on plant status while the plant is operational. The
Actuation Logic Test can be completed in two overlapping segments:

e  Output Circuit Test — The application of various simulated or actual input combinations to determine
the operability of an output logic circuit pathway (the output module, interposing relays, and
check-back circuits as applicable) without actuating the end component.

e End Component Test — Verification of the operability by actuation of the end devices.

L-4.4 Output Circuit Testing

Tests of the RadICS Platform-based system output logic pathways may be determined to be necessary
during plant operations to support surveillance timeframes. In some cases, the end devices must not be
actuated during power operation of the plant. Either through simulated inputs or designed output test
logic, the RadICS Platform-based safety system can support or even automate a test of these output circuit
pathways, while ensuring the end component is not actuated. Typically, this involves test up to the
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interposing relay between the RadICS Platform equipment and the end component actuation circuits.
These output circuits can include checkback logic to help to automate the Output Circuit Testing.

The very fast cycling capability of the DOs in the DOM Module support partial valve stroke testing.
Valves are tested to move off their full open or full closed parked position and this action is timed. The
operation is terminated fast enough to not disturb the process.

L-4.5 End Component Testing

To complete the testing of any system, it is necessary to actuate and verify the operability of the end
components. This test may be completed on-line if plant conditions allow for the test to be completed
without causing an unsafe condition in the plant. These tests are performed in accordance with plant
technical specifications.
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